CONCRETE CONTROL BOX FOUNDATION
FOR TYPE CA & CB CABINETS

NOTE:
Control cabinet shall have an unobstructed inside opening as shown.

NOTE:
Minimum distance from face of curb to center line of control box foundation to be 36".

Anchor Rods ¾” Ø, 21” long overall, ¾”-10 U.S.S. thread 4” long, Hot Dipped Galvanized.

Cement Concrete Finish

Class D Cement Concrete

Ground Rod length to be 10’

NOT TO SCALE  SECTION B-B  A3.1