
















13 COMMONWEALTH - EXISTING HEADHOUSE



13 COMMONWEALTH AVE - EXISTING CABINETS



EXISTING COMPRESSORS



ROOF DECK EQUIPTMENT MOCKUP



ROOF DECK LARGE SKYLIGHT MOCKUP



ROOF DECK HEADHOUSE AND LEAN TO SKYLIGHT MOCKUP



F I F T H  F L O O R  P L A N
1
8" = 1'-0"

REPLACE DECKING
W/1x4 IPE

NOTE: REMOVE (E)
MEMBRANE ROOF AND
PROVIDE NEW RUBBER

MEMBRANE ROOFING ON
(E) OR NEW RIGID

INSULATION- SLOPE TO
EXISTING ROOF DRAINS-
INSPECT/REPAIR/CLEAN

EXISTING DRAIN SYSTEM
AS REQUIRED OR

REPLACE (E) FLASHINGS,
1
2" COUNTER FLASHINGS

(E) FIREBOX

NEW PAIR OF
STEEL/GLASS DOORS AT

(E) OPENING

NEW FIXED STEEL/GLASS
SIDELIGHT/FRAME

NEW FIXED STEEL/GLASS
SIDELIGHT/FRAME

ROOF TERRACE

WALL LEGEND:

NEW WALL

EXISTING WALL TO
REMAIN
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(N) HEAT PUMPS,
REMOVE EXISTING
COMPRESSORS

R O O F  F L O O R  P L A N
1
8" = 1'-0"

DN
(E)

HEAD
HOUSE

DN 1
RISER

(E)

(E) ROOF DECK

5' HIGH ELEVATOR
PENTHOUSE W/
RUBBER MEMBRANE
ROOFING

PROVIDE NEW TAPERED
RIGID INSULATION TO
SLOPE ROOFING TO 2
ROOF DRAINS 6" TO 12"
THICK (CLOSED CELL

SPRAY FOAM AT JOISTS
SPACE UNDER TO
COMPLETE R-40

THERMAL ENVELOPE)
TYP.- ENTIRE ROOF

REMOVE (E) RAILING
SYSTEM (E) DECKING

DN

DN

DN DN

REMOVE (E) CABINETS

(E) ROOF DRAIN

(E) COPPER
CURBING

DN

DN

PROVIDE TIGHTLY SEALING
MOTORIZED LOUVER 36" SQ FT

CLEAR AREA ELEV. SHAFT VENT 36"
ABOVE ROOFING

ALIGN THIS FACE OF
ELEV. FIRST FLOOR
SHAFT W/ WALL/ STEEL
BEAM LINE- FUR OUT AS
REQ.

DN SLOPE 11
2"

NEW COPPER CLAD 8"
CMU PARTY WALL
EXTENSION- SOLID
GROUT ALL CELLS

NEW ALUMINUM FRAMED
"LEAN TO" SKYLIGHT

(E) ROOF DRAIN

(E) RAILING SYSTEM-
REPAIR AND PAINT

(E) EQUIPMENT SCREEN,
REPAIR & REPAINT

REPLACE (E) MEMBRANE
ROOFING AND TAPERED

RIDGED INSULATION

S.S. COPPER CLAD LOW
WALL SKYLIGHT END

REPLACE (E) DECKING W/
1x4 IPE

NEW HIP ROOF ALUM.
FRAMED SKYLIGHT

SYSTEM ON BUILT UP
CURBS

10" HIGH
CURB

BUILD OUT HEAD HOUSE
FOR DUCT CHASE

ENERGY RECOVERY
VENTILATOR

FRESH AIR DUCT,
INSULATED

DRYER EX.
WALL CAP

B.E. DUCTS
BATH EXHAUST
THROUGH ROOF

KITCHEN EXHAUST
THROUGH ROOF WITH

RAIN HAT

WALL LEGEND:

NEW WALL

EXISTING WALL TO
REMAIN
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EXISTING
PARAPET & COPING

3
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EXISTING ELL
(BEYOND)

SITE LINE TO SIDE WALK ON SOUTH
SIDE OF COMMONWEALTH AVENUE

REMOVE (E) COMPRESSORS AND
INSTALL NEW HEAT PUMPS
(BEYOND)

ADD (N)  SKYLIGHT

(E) IN-FILLED
OPENING

RAMP (BEYOND)

INFILL (E) SKYLIGHT, ADD (N)
LEAN-TO SKYLIGHT

(E) WINDOWS

RECEPTION HALL MARTY'S OFFICEMEDIA / GAME ROOM

GARAGE
ELECT. EXERCISE

ROOM

MULTI-PURPOSE ROOM STAIR HALL LIBRARY

BEDROOMTRISTIN'S STUDY

MASTER BEDROOMBEDROOM

FAMILY ROOM
DEN ROOF

TERRACE

REMOVE (E) CABINETRY BEYOND

(E) HEAD HOUSE W/
STANDING SEAM COPPER

SCALE:1 BUILDING SECTION
3/32"  = 1'-0"

(N) RAILINGS

(E) FIREPLACE
TO REMAIN

REMOVE (E)
RAILING AND DECKING

(E) DOOR TO REMAIN

(E) LIGHT

(E) COPPER SKYLIGHT CURB

SPOT POINT (E) BRICK

(E) COPPER FLASHING
TOP OF (E) ROOF SHEATHING ELEV.

TOP OF (E) FIFTH SUBFLOOR

TOP OF (E) FOURTH SUBFLOOR

TOP OF (E) THIRD SUBFLOOR

TOP OF (E) SECOND SUBFLOOR

TOP OF (E) FIRST SUBFLOOR

TOP OF (E) GROUND CONC. SLAB ELEV.

ALLEY IN REAR
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(E) COPPER CLAD
HEAD HOUSE

(N) ALUMINUM
FRAMED CLEAR
GLASS SKYLIGHT

(N) S.S. COPPER SIDING
ON ELEVATOR PENTHOUSE
BEYOND

5TH FLOOR SOUTH ELEVATION
1
4" = 1'-0"

(N) LEAN-TO
SKYLIGHT BEYOND

(E) DECK

NEW FIXED
STEEL/GLASS
SIDELIGHT/FRAME
PAINTED BLACK

NEW PAIR OF
STEEL/GLASS
FRENCH DOORS AT
EXISTING OPENING-
REMOVE (E) DOORS-
PAINTED BLACK,
SIZE TO MATCH
EXISTING, TRUE
DIVIDED LIGHT

(N) COPPER CASING

(N) CONTINUOUS COPPER CORNICE

(E) COPPER FASCIA

REMOVE (E) RAILING SYSTEM,
DECK, AND CABINET

COPPER FLASHING @ SKYLIGHT CURB

EXISTING STANDING
SEAM COPPER SIDING
TO REMAIN- MODIFY
AS REQUIRED
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TOP OF FIRST FLOOR

TOP OF SECOND FLOOR

TOP OF THIRD FLOOR

TOP OF FOURTH FLOOR

TOP OF FIFTH FLOOR

TOP OF GROUND FLOOR

FRONT (SOUTH) ELEVATION
1
8"= 1'-0"

(E) WOOD WINDOWS
AND 12" SCREENS-
REPAIR AND REPAINT
(TYP.)

(E) SCONCES
(E) URNS

REPAINT (E) STEEL
RAILINGS RAILINGS

(E) STONEWORK TO
REMAIN- NO WORK

(E) COPPER CLAD
HEAD HOUSE

(N) ALUMINUM
FRAMED CLEAR
GLASS SKYLIGHT

(N) S.S. COPPER
SIDING ON ELEVATOR
PENTHOUSE
BEYOND

(N) LEAN-TO SKYLIGHT
BEYOND

(N) COPPER CASING

(N) CONTINUOUS
COPPER CORNICE

REMOVE (E) RAILING
SYSTEM, DECK, AND
CABINET

COPPER FLASHING @
SKYLIGHT CURB

(E) CHIMNEY- SPOT
POINT AS REQUIRED

(E) COPPER FASCIA
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(E) BRICK
CORBEL

EX. WIRING

EXIST. DOOR TO
REMAIN REPAINT
BLACK

LINE OF ROOF
BEYOND

(E) COPPER
DOWNSPOUT

8" 4"

2
4
"(E) BRICK CORBEL

REAR (NORTH) ELEVATION
1
4" = 1'-0"

(N) COPPER CLAD
ELEVATOR
PENTHOUSE BEYOND

(N) LEAN-TO
SKYLIGHT

8
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" 5
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(E) WOOD WINDOWS
AND 12" SCREENS-
REPAIR AND REPAINT
BLACK (TYP.)

(E) GARAGE DOOR
REPAINT BLACK REPAIR/REPAINT (E)

FENCE & GATES

(E) COPPER
GUTTER

(E) COPPER
ROOF LEADER

COPPER
ROOF

ROOF
FLASHING

(E) STEEL RAILING
SYSTEM- REPAINT
BLACK

(E) SLOPED GLAZING
@ (E) HEAD HOUSE

SPOT POINT (E)
CHIMNEY

REPAIR/ CLEAN
EXISTING COPPER
GUTTERS
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ALLEY

EXISTING
BRICK WALL
SPOT POINT

EQ EQ

(E) LINTELS & SILLS

NEW WOOD DOUBLE HUNG
DIVIDED LIGHT WINDOW IN (N)
MASONRY OPENING W/ 12"
SCREENS

WEST ELEVATION
1
8" = 1'-0"

(E) STEEL RAILING
SYSTEM- REPAINT
BLACK

(E) COPPER GUTTER &
RAINSPOUT- CLEAN
AND REPAIR

(E) WOOD WINDOWS
AND 12" SCREENS-
REPAIR AND REPAINT
BLACK (TYP.)

REPAIR/ CLEAN
EXISTING COPPER
GUTTERS

(E) LINTELS & SILLS

NEW PRECAST CONC. SILL &
HEADER TO MATCH (E) STONE
COLOR /TEXTURE & SIZE
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1 2SKYLIGHT CURB DETAIL 1 12"=1'-0"

3
4" CDX ROOF
SHEATHING

MEMBRANE ROOFING

5
8" CDX PLY SHEATHING

(N) SUSPENDED
CEILING

CORNER BEAD

 SPRAY FOAM
INSULATION

1
2" PROTECTION BOARD

10
"

MULLION TO BE WHITE
FINISH AT INTERIOR

SKYLIGHT SYSTEM

2X6" WALL CURB
W/ SPRAY FOAM INSULATION

5
8" TYPE X GWB AIR BARRIER MEMBRANE

5
8" FRS SHEATHING

(N) BEAM- SEE STRUCT.
DRAW'S

MEMBRANE FLASHING

(E) ROOF SHEATH. &
ROOF ASSEMBLY

2x P.T. BLOCKING

2 LAYERS 58"
TYPE-X  GWB

FIRE RET. 2x6 WOOD
STUDS W/ BATT. INSUL.

(E) MEMBRANE ROOFING

(N) MEMBRANE ROOFING

5
8" FRS SHEATHING

1 12"=1'-0"

MEMBRANE
FLASHING

ROOF FRAME -
SEE STRUCTURAL

DRAWINGS

COPPER DRIP
EDGE WITH CLEATS

@ 24" O.C.
R=30 TAPERED

INSULATION -
SLOPE TO DRAIN

1
2" PROTECTION BOARD

SEALANT

ELEVATOR HEAD HOUSE DETAIL

STRUCTURAL BEAM- SEE
STRUCTURAL DRAWINGS

ROOF RAFTERS- SEE
STRUCTURAL DRAWINGS

2x BUILT UP P.T. CANT

RIGID INSULATION

CORNER BEAD

2 6

NEW BRICK MOULD
BEYOND- PTD

NEW SELF-ADHERED
MEMBRANE

FLASHING - TURN UP
8" (MIN.) AT JAMBS

NEW  12  SCREEN

NEW WOOD SILL &
SUB SILL - PTD

EXISTING STONE SILL

3
4" MDF STOOL CAP

W/ BULLNOSE EDGE
TYP. APRON

NEW STUDS WITH 3 12"
MINERAL WOOL INSULATION

EXIST. MASONRY

GWB- SEE WALL
TYPE SCHEDULE

TYP. CASING BEYOND

NEW WOOD DOUBLE
HUNG SASH & FRAME -
PTD

FILL VOIDS WITH CLOSED
CELL SPRAY FOAM
INSULATION, TYP.

P.T. BLOCKING AS
REQUIRED

GWB- SEE WALL TYPE
SCHEDULE

MINERAL WOOL INSUL.

STUDS

P.T. BLOCKING AS
REQUIRED

FILL VOIDS WITH CLOSED
CELL SPRAY FOAM
INSULATION - TYP.

NEW REMOVABLE STOP
W/  SCREWS/ GROMMETS

NEW WOOD DOUBLE
HUNG SASH & FRAME -
PTD

SHIM

1
2" MDF HEAD/ JAMB @
NEW WINDOW TRIMNEW BRICK MOULD-

PTD

SEALANTSEALANT

EXISTING MASONRY

NEW STONE LINTEL

NEW STEEL LINTEL

TYP. WINDOW HEAD DETAIL IN MASONRY OPNG 11/2" = 1'-0" TYP. WINDOW SILL DETAIL IN MASONRY OPNG 11/2" = 1'-0"6

4
6
 W

al
th

am
 S

tr
e
e
t,
 S

u
it
e
 3

A

B
o
st

o
n
, M

A
 0

2
1
1
8

P
h
o
n
e
6
1
7
-9

5
6
-9

9
9
2

Fa
x
6
1
7
-9

5
6
-9

9
9
3

G
R

A
S
S
I 
D

E
S
IG

N
 G

R
O

U
P

B
E
A

U
C

H
E
M

IN
 G

R
A

S
S
I 
IN

T
E
R

IO
R

S

REVISED

EX
TE

R
IO

R
 D

ET
A

IL
S

A
S
 N

O
TE

D
D

A
TE

:
SC

A
LE

:
JO

B
 N

O
: 2

.2
0
.1

8
M

A
N

N
IO

N
 R

ES
ID

EN
C

E
13

 C
O

M
M

O
N

W
EA

LT
H

 A
V

E.
B

O
ST

O
N

, M
A

SS
A

C
H

U
SE

TT
S

1
6
0
1

A8



5
8"

2"

2" 2"MATCH EXISTING ABOVE

M
AT

CH
 IN

FI
LL

ED
 A

DJ
. W

IN
DO

W

TYPICAL WINDOW SECTIONTYPICAL WINDOW ELEVATION

DIVIDED LIGHT W/
INSUL. GLASS @
SIDE ELEVATION

4
6
 W

al
th

am
 S

tr
e
e
t,
 S

u
it
e
 3

A

B
o
st

o
n
, M

A
 0

2
1
1
8

P
h
o
n
e
6
1
7
-9

5
6
-9

9
9
2

Fa
x
6
1
7
-9

5
6
-9

9
9
3

G
R

A
S
S
I 
D

E
S
IG

N
 G

R
O

U
P

B
E
A

U
C

H
E
M

IN
 G

R
A

S
S
I 
IN

T
E
R

IO
R

S

REVISED

N
EW

 W
IN

D
O

W
 S

A
SH

 /
FR

A
M

E
N
TS

D
A

TE
:

SC
A

LE
:

JO
B

 N
O

: 2
.2

0
.1

8
M

A
N

N
IO

N
 R

ES
ID

EN
C

E
13

 C
O

M
M

O
N

W
EA

LT
H

 A
V

E.
B

O
ST

O
N

, M
A

SS
A

C
H

U
SE

TT
S

1
6
0
1

A9






































	A1
	Sheets and Views
	BBAC


	A2
	Sheets and Views
	BBAC


	A3
	Sheets and Views
	Layout1


	A4
	Sheets and Views
	Layout1


	A5
	Sheets and Views
	Layout1


	A6
	Sheets and Views
	Layout1


	A7
	Sheets and Views
	Layout1


	A8
	Sheets and Views
	Layout1


	A9
	Sheets and Views
	Layout1


	Photo- Front Facade
	Photo- Side Elevation
	Photo- 5th Floor Terrace
	Photo- Roof Mockup
	DSC00331
	Photo- Headhouse and Skylight Mockup
	Product Cuts
	Joe_20180220_103003
	Joe_20180220_103157
	Joe_20180220_103308
	Joe_20180220_103527
	Joe_20180220_103723




