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May 23, 2018 

City of Boston Conservation Commission 
1 City Hall Square, Room 709 
Boston, MA 02201 

Subject:  Notice of Intent – 135 Morrissey, Boston, MA 

Dear Conservation Commission Members: 

On behalf of 135 Morrissey Owner LLC, Epsilon Associates, Inc. (Epsilon) is pleased 
to submit the attached Notice of Intent (NOI) for the comprehensive revitalization 
and re-tenanting of the former Boston Globe Publishing Company building at 
135 William T. Morrissey Boulevard in Boston (Dorchester), Massachusetts.  This 
Project, hereafter referred to as the 135 Morrissey Project, entails a core and shell 
renovation within the massing of the existing building designed to attract creative 
office, technology, light manufacturing, warehouse, and life science tenants, with 
ancillary retail, as well as landscaping improvements of the surrounding property 
designed to improve site stormwater management and to enhance the visual 
character and pedestrian accessibility of the site. 

Wetland resources areas on and proximate to the 135 Morrissey site consist solely 
of Land Subject to Coastal Storm Flowage.  The Project has been designed to 
comply with the Wetlands Protection Act Regulations (310 CMR 10.00 et seq.), the 
Massachusetts Stormwater Standards as a redevelopment project, and the Boston 
Conservation Commission’s policy on resiliency and sea level rise.  Please refer to 
the attached NOI and supporting documents.   

Please contact me directly at (978) 461-6248, or via email at 
amagee@epsilonassociates.com to schedule a site inspection or with questions 
regarding this correspondence.  Thank you for your attention to this matter. 

Sincerely,  
EPSILON ASSOCIATES, INC. 

 
Andrew D. Magee 
Principal 

cc:  MassDEP – NERO   

encl.  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

Important: 
When filling out 
forms on the 
computer, use 
only the tab key 
to move your 
cursor - do not 
use the return 
key. 

 
 
 
Note:  
Before 
completing this 
form consult  
your local 
Conservation 
Commission 
regarding any 
municipal bylaw 
or ordinance. 

A. General Information 

1. Project Location (Note: electronic filers will click on button to locate project site): 

135 William T. Morrissey Boulevard 
a. Street Address  

Boston 
b. City/Town 

02125 
c. Zip Code 

Latitude and Longitude: 42d18'56.66" North 
d. Latitude 

71d2'58.38" West 
e. Longitude 

1302364050 
f. Assessors Map/Plat Number   

      
g. Parcel /Lot Number 

2.  Applicant: 

Todd 
a. First Name 

Fremont-Smith 
b. Last Name 

135 Morrissey Owner LLC, c/o Nordblom Development Company, Inc. 
c. Organization 

71 Third Street 
d. Street Address 

Burlington 
e. City/Town 

 MA 
f. State 
    

01803 
g. Zip Code 

 781-272-4000 
h. Phone Number 

781-221-3314 
i. Fax Number 

 tfremont-smith@nordblom.com 
j. Email Address 

3. Property owner (required if different from applicant):   Check if more than one owner 

135 Morrissey Owner LLC 
a. First Name 

      
b. Last Name 

 c/o Nordblom Development Company, Inc. 
c. Organization 

 71 Third Street 
d. Street Address 

  Burlington 
e. City/Town 

 MA 
f. State 
    

01803 
g. Zip Code 

  781-272-4000 
h. Phone Number 

781-221-3314 
i. Fax Number 

 tfremont-smith@nordblom.com 
j. Email address 

 4.  Representative (if any): 

 Andrew 
a. First Name 

Magee 
b. Last Name 

 Epsilon Associates, Inc. 
c. Company 

 3 Mill & Main Place, Suite 250 
d. Street Address 

 Maynard 
e. City/Town   

MA 
f. State 

01754   
g. Zip Code 

  978-897-7100 
h. Phone Number 

978-897-0099 
i. Fax Number 

amagee@epsilonassociates.com 
j. Email address 

 
  5.  Total WPA Fee Paid (from NOI Wetland Fee Transmittal Form): 

 $2,012.50 
a. Total Fee Paid 

$512.50 
b. State Fee Paid 

$1,500 (City fee schedule) 
c. City/Town Fee Paid 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 A.  General Information (continued) 
 6. General Project Description:  

 The project entails a core and shell renovation within the existing massing of the former Boston 
Globe Publishing Company building on Morrissey Boulevard.  The project includes landscaping 
improvements to the surrounding property, including an increase in planted, pervious area. 

 

 

 

 7a. Project Type Checklist:  (Limited Project Types see Section A. 7b.) 

  1.  Single Family Home  2.  Residential Subdivision 

  3.  Commercial/Industrial  4.  Dock/Pier 

  5.    Utilities 6.    Coastal engineering Structure 

  7.  Agriculture (e.g., cranberries, forestry)  8.  Transportation 

  9.  Other  

 7b. Is any portion of the proposed activity eligible to be treated as a limited project (including Ecological 
Restoration Limited Project) subject to 310 CMR 10.24 (coastal) or 310 CMR 10.53 (inland)? 

  1.   Yes  No If yes, describe which limited project applies to this project. (See 310 CMR 
10.24 and 10.53 for a complete list and description of limited project types) 

        
2. Limited Project Type  

 If the proposed activity is eligible to be treated as an Ecological Restoration Limited Project (310 
CMR10.24(8), 310 CMR 10.53(4)), complete and attach Appendix A: Ecological Restoration Limited 
Project Checklist and Signed Certification.  

 8. Property recorded at the Registry of Deeds for: 

 Suffolk 
a. County 

      
b. Certificate # (if registered land) 

 58967 
c. Book 

93 
d. Page Number 

 B. Buffer Zone & Resource Area Impacts (temporary & permanent) 

 1.   Buffer Zone Only – Check if the project is located only in the Buffer Zone of a Bordering   
  Vegetated Wetland, Inland Bank, or Coastal Resource Area. 

 2.  Inland Resource Areas (see 310 CMR 10.54-10.58; if not applicable, go to Section B.3,   
  Coastal Resource Areas). 

 Check all that apply below. Attach narrative and any supporting documentation describing how the 
project will meet all performance standards for each of the resource areas altered, including 
standards requiring consideration of alternative project design or location.  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 B. Buffer Zone & Resource Area Impacts (temporary & permanent) (cont’d) 

For all projects 
affecting other 
Resource Areas, 
please attach a 
narrative 
explaining how 
the resource 
area was 
delineated. 

Resource Area Size of Proposed Alteration Proposed Replacement (if any) 

a.   Bank       
1. linear feet 

      
2. linear feet 

b.  Bordering Vegetated 
  Wetland 

      
1. square feet 

      
2. square feet 

c.  Land Under 
 Waterbodies and 
 Waterways 

      
1. square feet 

      
2. square feet 

      
3. cubic yards dredged  

Resource Area Size of Proposed Alteration Proposed Replacement (if any) 

d.  Bordering Land 
 Subject to Flooding 

      
1. square feet 

      
2. square feet 

        
3. cubic feet of flood storage lost 

      
4. cubic feet replaced 

 e.  Isolated Land   
  Subject to Flooding 

      
1. square feet  

        
2. cubic feet of flood storage lost 

      
3. cubic feet replaced 

 f.   Riverfront Area       
1. Name of Waterway (if available)  - specify coastal or inland 

   2.  Width of Riverfront Area (check one): 

 
   25 ft. - Designated Densely Developed Areas only 
  

  100 ft. - New agricultural projects only 
 

   200 ft. - All other projects 

 

 

   3. Total area of Riverfront Area on the site of the proposed project:         
square feet 

  4. Proposed alteration of the Riverfront Area:  

       
a. total square feet  

      
b. square feet within 100 ft. 

      
c. square feet between 100 ft. and 200 ft. 

  5. Has an alternatives analysis been done and is it attached to this NOI?     Yes   No 

  6. Was the lot where the activity is proposed created prior to August 1, 1996?     Yes   No 

 3.  Coastal Resource Areas: (See 310 CMR 10.25-10.35)  
 Note: for coastal riverfront areas, please complete Section B.2.f. above. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 B. Buffer Zone & Resource Area Impacts (temporary & permanent) (cont’d) 
 

Check all that apply below.  Attach narrative and supporting documentation describing how the 
project will meet all performance standards for each of the resource areas altered, including 
standards requiring consideration of alternative project design or location.   

Online Users: 
Include your 
document 
transaction 
number 
(provided on your 
receipt page) 
with all 
supplementary 
information you 
submit to the 
Department. 

Resource Area Size of Proposed Alteration Proposed Replacement (if any) 

a.  Designated Port Areas  Indicate size under Land Under the Ocean, below 

b.  Land Under the Ocean       
1. square feet  

       
2. cubic yards dredged  

c.  Barrier Beach Indicate size under Coastal Beaches and/or Coastal Dunes below 

d.  Coastal Beaches       
1. square feet 

      
2. cubic yards beach nourishment 

 
e.  Coastal Dunes       

1. square feet 
      
2. cubic yards dune nourishment 

 
 Size of Proposed Alteration Proposed Replacement (if any) 

 
f.   Coastal Banks       

1. linear feet  
 g.  Rocky Intertidal   

  Shores 
      
1. square feet  

 
h.  Salt Marshes       

1. square feet 
      
2. sq ft restoration, rehab., creation 

 i.   Land Under Salt  
  Ponds 

      
1. square feet  

        
2. cubic yards dredged  

 j.   Land Containing  
  Shellfish 

      
1. square feet  

  k.  Fish Runs Indicate size under Coastal Banks, inland Bank, Land Under the 
Ocean, and/or inland Land Under Waterbodies and Waterways, 
above    

        
1. cubic yards dredged  

  l.  Land Subject to   
   Coastal Storm Flowage 

259,187 
1. square feet  

 4.  Restoration/Enhancement 
If the project is for the purpose of restoring or enhancing a wetland resource area in addition to the 
square footage that has been entered in Section B.2.b or B.3.h above, please enter the additional 
amount here.  

 
      
a. square feet of BVW 

      
b. square feet of Salt Marsh 

 5.  Project Involves Stream Crossings 

       
a. number of new stream crossings 

      
b. number of replacement stream crossings 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 C. Other Applicable Standards and Requirements 
  This is a proposal for an Ecological Restoration Limited Project. Skip Section C and 

complete Appendix A: Ecological Restoration Limited Project Checklists – Required Actions 
(310 CMR 10.11).  

 Streamlined Massachusetts Endangered Species Act/Wetlands Protection Act Review 
 

1. Is any portion of the proposed project located in Estimated Habitat of Rare Wildlife as indicated on 
the most recent Estimated Habitat Map of State-Listed Rare Wetland Wildlife published by the 
Natural Heritage and Endangered Species Program (NHESP)? To view habitat maps, see the 
Massachusetts Natural Heritage Atlas or go to 
http://maps.massgis.state.ma.us/PRI_EST_HAB/viewer.htm.  

 

 

 
a.   Yes   No  If yes, include proof of mailing or hand delivery of NOI to: 

   
  Natural Heritage and Endangered Species Program 
  Division of Fisheries and Wildlife 
               1 Rabbit Hill Road 
               Westborough, MA 01581 

   

 
 

  

 2017 
b. Date of map 

   

 If yes, the project is also subject to Massachusetts Endangered Species Act (MESA) review (321 
CMR 10.18). To qualify for a streamlined, 30-day, MESA/Wetlands Protection Act review, please 
complete Section C.1.c, and include requested materials with this Notice of Intent (NOI); OR 
complete Section C.2.f, if applicable. If MESA supplemental information is not included with the NOI, 
by completing Section 1 of this form, the NHESP will require a separate MESA filing which may take 
up to 90 days to review (unless noted exceptions in Section 2 apply, see below). 

 

 

  c.  Submit Supplemental Information for Endangered Species Review∗  

   1.   Percentage/acreage of property to be altered:  

    (a) within wetland Resource Area       
percentage/acreage 

    (b) outside Resource Area       
percentage/acreage 

   2.   Assessor’s Map or right-of-way plan of site 

 2.  Project plans for entire project site, including wetland resource areas and areas outside of 
wetlands jurisdiction, showing existing and proposed conditions, existing and proposed 
tree/vegetation clearing line, and clearly demarcated limits of work ∗∗    

 (a)    Project description (including description of impacts outside of wetland resource area & 
 buffer zone) 

 
(b)    Photographs representative of the site 

                                                      
∗ Some projects not in Estimated Habitat may be located in Priority Habitat, and require NHESP review (see 
http://www.mass.gov/eea/agencies/dfg/dfw/natural-heritage/regulatory-review/).  Priority Habitat includes habitat for state-listed plants 
and strictly upland species not protected by the Wetlands Protection Act. 
∗∗ MESA projects may not be segmented (321 CMR 10.16). The applicant must disclose full development plans even if such plans are 
not required as part of the Notice of Intent process. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 C. Other Applicable Standards and Requirements (cont’d) 
 

(c)   MESA filing fee (fee information available at 
http://www.mass.gov/dfwele/dfw/nhesp/regulatory_review/mesa/mesa_fee_schedule.htm).  
Make check payable to “Commonwealth of Massachusetts - NHESP” and mail to NHESP at 
above address 

 

 

   Projects altering 10 or more acres of land, also submit: 

  (d)  Vegetation cover type map of site 

  (e)   Project plans showing Priority & Estimated Habitat boundaries 

 
 (f)  OR Check One of the Following 

 
1.    Project is exempt from MESA review.   

Attach applicant letter indicating which MESA exemption applies. (See 321 CMR 10.14, 
http://www.mass.gov/dfwele/dfw/nhesp/regulatory_review/mesa/mesa_exemptions.htm; 
the NOI must still be sent to NHESP if the project is within estimated habitat pursuant to 
310 CMR 10.37 and 10.59.)         

 

 

  2.    Separate MESA review ongoing.         
a. NHESP Tracking # 

      
b. Date submitted to NHESP 

 
3.  Separate MESA review completed.  

   Include copy of NHESP “no Take” determination or valid Conservation & Management 
   Permit with approved plan.  

 3. For coastal projects only, is any portion of the proposed project located below the mean high water 
 line or in a fish run? 

  a.   Not applicable – project is in inland resource area only   b.   Yes  No 

 If yes, include proof of mailing, hand delivery, or electronic delivery of NOI to either: 

 
South Shore - Cohasset to Rhode Island border, and 
the Cape & Islands: 

 
Division of Marine Fisheries -  
Southeast Marine Fisheries Station 
Attn: Environmental Reviewer 
836 South Rodney French Blvd. 
New Bedford, MA  02744 
Email: DMF.EnvReview-South@state.ma.us  

North Shore - Hull to New Hampshire border: 
 

 
Division of Marine Fisheries -  
North Shore Office 
Attn: Environmental Reviewer 
30 Emerson Avenue 
Gloucester, MA 01930 
Email:  DMF.EnvReview-North@state.ma.us  

 

 

 

 

 Also if yes, the project may require a Chapter 91 license. For coastal towns in the Northeast Region, 
please contact MassDEP’s Boston Office. For coastal towns in the Southeast Region, please contact 
MassDEP’s Southeast Regional Office.   
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 C. Other Applicable Standards and Requirements (cont’d) 

Online Users: 
Include your 
document 
transaction 
number 
(provided on your 
receipt page) 
with all 
supplementary 
information you 
submit to the 
Department. 

4. Is any portion of the proposed project within an Area of Critical Environmental Concern (ACEC)? 

a.   Yes  No If yes, provide name of ACEC (see instructions to WPA Form 3 or MassDEP 
Website for ACEC locations). Note: electronic filers click on Website. 

       
b. ACEC 

5. Is any portion of the proposed project within an area designated as an Outstanding Resource Water 
 (ORW) as designated in the Massachusetts Surface Water Quality Standards, 314 CMR 4.00? 

 a.   Yes  No 

6. Is any portion of the site subject to a Wetlands Restriction Order under the Inland Wetlands 
 Restriction Act (M.G.L. c. 131, § 40A) or the Coastal Wetlands Restriction Act (M.G.L. c. 130, § 105)? 

a.   Yes  No 

 7. Is this project subject to provisions of the MassDEP Stormwater Management Standards? 

 a.  Yes. Attach a copy of the Stormwater Report as required by the Stormwater Management 
   Standards per 310 CMR 10.05(6)(k)-(q) and check if: 

 1.  Applying for Low Impact Development (LID) site design credits (as described in   
   Stormwater  Management Handbook Vol. 2, Chapter 3) 

 2.  A portion of the site constitutes redevelopment 

  3.  Proprietary BMPs are included in the Stormwater Management System. 

 b.  No. Check why the project is exempt: 

 1.  Single-family house 

 2.  Emergency road repair 

 3.  Small Residential Subdivision (less than or equal to 4 single-family houses or less than 
or   equal to 4 units in multi-family housing project) with no discharge to Critical Areas. 

 D.  Additional Information 

  This is a proposal for an Ecological Restoration Limited Project. Skip Section D and complete 
Appendix A: Ecological Restoration Notice of Intent – Minimum Required Documents (310 CMR 
10.12).  

  Applicants must include the following with this Notice of Intent (NOI). See instructions for details. 

 Online Users: Attach the document transaction number (provided on your receipt page) for any of 
the following information you submit to the Department.  

 1.  USGS or other map of the area (along with a narrative description, if necessary) containing 
sufficient information for the Conservation Commission and the Department to locate the site. 
(Electronic filers may omit this item.)  

 2.  Plans identifying the location of proposed activities (including activities proposed to serve as 
a Bordering Vegetated Wetland [BVW] replication area or other mitigating measure) relative 
to the boundaries of each affected resource area.  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 

WPA Form 3 – Notice of Intent 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  

Provided by MassDEP: 
  

MassDEP File Number 
 
Document Transaction Number 

      
City/Town 

 D.  Additional Information (cont’d) 

  3.  Identify the method for BVW and other resource area boundary delineations (MassDEP BVW 
   Field Data Form(s), Determination of Applicability, Order of Resource Area Delineation, etc.), 
    and attach documentation of the methodology.  

 4.  List the titles and dates for all plans and other materials submitted with this NOI. 

 See Attachment G, Project Plans 
a. Plan Title 

       
b. Prepared By 

      
c. Signed and Stamped by 

       
d. Final Revision Date 

      
e. Scale 

       
f. Additional Plan or Document Title 

      
g. Date 

 5.  If there is more than one property owner, please attach a list of these property owners not 
listed on this form. 

 6.  Attach proof of mailing for Natural Heritage and Endangered Species Program, if needed. 

 7.  Attach proof of mailing for Massachusetts Division of Marine Fisheries, if needed. 

 8.  Attach NOI Wetland Fee Transmittal Form  

 9.  Attach Stormwater Report, if needed.  

  

  

  

  

 E. Fees 
  1.  Fee Exempt: No filing fee shall be assessed for projects of any city, town, county, or district 

   of the Commonwealth, federally recognized Indian tribe housing authority, municipal housing 
   authority, or the Massachusetts Bay Transportation Authority.  

  
Applicants must submit the following information (in addition to pages 1 and 2 of the NOI Wetland 
Fee Transmittal Form) to confirm fee payment:  

 

 

  36559 
2. Municipal Check Number 

05-21-2018 
3. Check date 

  36560 
4. State Check Number 

05-21-2018 
5. Check date 

  Epsilon Associates, Inc. 
6. Payor name on check: First Name 

      
7. Payor name on check: Last Name 

   

   





  

Attachment A 

Project Narrative 



4967/Nordblom/NOI A-1 Project Narrative 
  Epsilon Associates, Inc. 

ATTACHMENT A - PROJECT NARRATIVE 

Nordblom Development Company, Inc., on behalf of 135 Morrissey Owner LLC (the 
Proponent), is proposing a comprehensive revitalization and re-tenanting of the former 
Boston Globe Publishing Company building at 135 Morrissey Boulevard, in Boston 
(Dorchester), Massachusetts.  This Project, hereafter referred to as the 135 Morrissey 
Project, entails a core and shell renovation within the massing of the existing building 
designed to attract creative office, technology, light manufacturing, warehouse and life 
science tenants, with ancillary retail and restaurant facilities, as well as landscaping 
improvements designed to improve site stormwater management, to enhance the visual 
character of the site, and to facilitate pedestrian movement proximate to and within site 
boundaries. 

Certain work associated with this Project will occur within a resource area subject to 
protection under the Massachusetts Wetlands Protection Act (WPA); specifically “Land 
Subject to Coastal Strom Flowage.”  This Notice of Intent (NOI) is being submitted to the 
City of Boston Conservation Commission under the WPA to demonstrate compliance with 
the performance standards of the WPA and its associated regulations at 310 CMR 10.00.  

1.0 Existing Conditions 

The Project site is located between Morrissey Boulevard to the east and the Southeast 
Expressway (Interstate I-93) to the west, and is bound to the north by an industrial lot and to 
the south by Patten’s Cove park and the north side of the Savin Hill residential 
neighborhood.  The location of the site is shown on Figure 1, Project Locus – USGS Map, 
and Figure 2, Project Locus – Vertical Aerial Photograph (see Attachment B, Figures).  
Figure 3, Existing Conditions – Exterior, shows the building as observed looking northwest 
from Morrissey Boulevard and as looking northeast from the Southeast Expressway.  An 
existing conditions plan for the site is included in Attachment G, Project Plans. 

The site is approximately 16.61 acres in area, with the existing former Boston Globe 
buildings occupying approximately 7.58 acres of this area.  The lands surrounding the 
building consist almost entirely of impervious surfaces, including driveways, surface 
parking lots, and loading docks.  There is currently open-air covered parking at the ground 
floor under the office space at the north end of the building, and open roof top parking on 
the second floor of the western side of the building, accessed by a ramp running parallel to 
the Southeast Expressway.  These parking areas, combined with the large parking lot at the 
south end of the site, currently contain approximately 901 parking spaces.  Meanwhile, a 
large covered loading dock serving 18 tractor-trailer trucks is located along the site 
driveway at the south edge of the site building, and an interior loading dock serving box 
trucks is located within the southeastern corner of the building (see Figure 3, “View 
Northwest from Morrissey Boulevard”).  A (former) water storage tank and various support 
buildings are located at the south end of the building, facing the Southeast Expressway.  The 
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tank served as back-up fire protection for the building and is located immediately adjacent 
to a large mechanical chiller unit.  The other support buildings include a maintenance 
garage and fuel filling area previously used for the Boston Globe’s fleet of delivery trucks. 

The building as it currently exists is three floors in height, including a partial mezzanine 
level between the first and second floors, and has an uppermost roof elevation 57.5 feet 
above average grade.  It has multiple areas with high floor to floor heights, which were 
previously used for the storage and manufacturing segments of the newspaper printing 
operations, while much of the other areas were designated for office and other uses.   

While the site structures, the buildings to the north, and the position of the site adjacent to 
the Southeast Expressway lend an industrial/commercial atmosphere to the site, the 
surrounding lands also include parkland, a residential neighborhood, and an institutional 
campus (see Figure 2). 

The southeast portion of the site abuts Patten’s Cove park, an approximately 9.6-acre park 
bordering a tidal creek associated with Savin Hill Cove.  The park is maintained by the 
Massachusetts Department of Conservation and Recreation (DCR), and includes open, 
mowed lawns and treed areas, with bluestone and paved pathways running through and 
along the borders of the Park and connecting directly to the Savin Hill neighborhood via 
Davitt Street.  Meanwhile, the southwest corner of the site abuts the termini of three cul-de-
sacs of the Savin Hill neighborhood, the middle of which, Wave Avenue, includes a gated 
emergency entrance to the Project site.  The roads to the east and west, Sea View Terrace 
and Savin Hill Court, end at fences and vegetated rows.   

Finally, the campus of Boston College High School is located directly opposite the site on 
Morrissey Boulevard.  The high school building is set back from Morrissey Boulevard by 
230 feet of lawn, and includes extensive playing fields on the south side, abutting the 
waters of Savin Hill Cove.  These green spaces compliment those of the Patten’s Cove park 
opposite Morrissey Boulevard and abutting the site, and together offer a green landscape 
balance to the more developed land of the site and its northern abutter. 

2.0 Project Description 

With the goal of revitalizing this now vacant building, the Proponent is proposing a 
comprehensive core and shell renovation of the Boston Globe building at 135 Morrissey 
Boulevard in the Dorchester neighborhood of Boston, and improvements to the exterior 
paved and landscaped portions of the site.  The building improvements are designed to 
attract creative office, technology, light manufacturing, warehouse and life science tenants, 
with ancillary retail and restaurant uses.  Landscaping improvements are being proposed to 
improve site stormwater management, to enhance the visual character of the site, and to 
facilitate pedestrian movement proximate to and within site boundaries.  Site grading plans, 
site stormwater management detail plans, and landscaping plans are included in 
Attachment G, Project Plans. 
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2.1 Building Improvements 

The 135 Morrissey Project is being designed so as to take advantage of, and to enhance, the 
physical and dimensional characteristics of the three floors and mezzanine space of the 
former Boston Globe building.  The 135 Morrissey building renovation and redesign will 
cater to a mix of users with an occupancy assumed to be approximately 50 percent office 
(business) use and 50 percent light industrial (factory) or warehouse (storage) uses.  These 
will be supported with a range of public assembly spaces, including a food hall and related 
seating areas, larger meeting rooms, and coffee vendors.  In addition, the Proponent hopes 
to attract a brew pub or restaurant tenant and a fitness center, both of which would serve 
the building tenants and the neighborhood.   

Renderings of the exterior building improvements are presented in Figure 4, Morrissey 
Boulevard Perspective – View Northwest, and Figure 5, Southwest Entry Perspective – View 
Northeast.  At the heart of the renovated building, in place of the existing multi-level 
printing presses, will be a new entrance and multi-story atrium space, serving as a central 
gathering and circulation area.  The atrium space is also intended to be the active hub of the 
building, containing a food hall and seating, and collaborative meeting and gathering 
spaces for the building’s users.  A rendering of the new atrium entry as seen from Morrissey 
Boulevard is presented in Figure 6, Morrissey Boulevard Atrium Entrance.   

In addition to the new main entry on Morrissey Boulevard, there will be a new west entry to 
the main parking area, a new connection to the north courtyard, and smaller tenant access 
entries from additional parking lots on the ground floor and second floor roof.  A 
perspective view of the new, western entrance is shown in Figure 5. 

The physical characteristics of the 135 Morrissey building vary greatly from point to point 
due to the multiple and varied additions and changes that have been implemented over the 
past 70 years.  There is a mix of brick, limestone, metal, and cement board exterior wall 
panels, and the curtainwall, storefront, or strip windows styles vary across each addition.  
The current design proposal intends to replace the older windows with new efficient ones, 
and to enlarge existing windows with a new curtainwall, with the goal of providing 
additional natural light into the tenant spaces, and to also unify the appearance of the 
existing building.  Some areas of the building which currently have multiple wall finishes 
will be unified to limit the amount of apparent building style variations. 

The current mechanical and communication systems of the 135 Morrissey building are 
varied and archaic, and are located on the multiple roof levels.  The Project will include a 
comprehensive replacement of the entire mechanical systems with new, quieter, and more 
efficient equipment, and generally reduce the variability of the roof top equipment.  The 
Proponent is evaluating the potential for roof-mounted solar (PV) systems, and the 
availability of grants and renewables funding.  The feasibility of installing PV systems will 
depend on the incentives at the time of construction, as well as the amount of space 
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available on the rooftops once mechanical equipment is sized and located.  Given the large 
expanses of open roof, consideration is also being given to the potential for urban farming 
on a portion of the roof. 

As a result of the above improvements, the original building 741,250 gross square-footage 
(GSF) (680,400 gross FAR SF) will be increased to 750,000 GSF (695,000 gross FAR SF). 
However, the footprint and massing of the building will not be increased.  Rather, the 
Project will enclose space on the ground floor at the southeast corner of the building 
previously used as both interior and exterior covered loading areas, all of which is located 
under the building’s existing second floor overhang (see Figure 3 “View Northwest from 
Morrissey Boulevard”).  This will result in increased usable floor space, but will not increase 
the footprint or massing of the building.  Furthermore, the Project intends to remove both a 
mechanical and a garage outbuilding structures from the site, therefore actually reducing 
the overall building footprint on the site. 

2.2 Landscape Improvements 

The property stretches along Morrissey Boulevard on the east and the Southeast Expressway 
on the west, is bounded by Patten’s Cove and the Savin Hill neighborhood on the south, 
and an existing industrial building directly to the north.  As noted above, the 16.61-acre site 
is almost entirely covered with impervious areas comprised of the building footprint, site 
drives, parking areas, and loading docks.  

Implementation of the proposed Project site landscape design will create a new main entry 
and drop off zone located at the new atrium on Morrissey Boulevard, with reconfigured 
parking along the main driveway.  Most of the existing mature trees will be retained.  
Renderings of the existing and proposed site landscape are presented in Figure 7, Existing 
and Proposed Site Landscape.  More detailed landscape plans, including layout and 
planting plans, are presented in Attachment G, Project Plans. 

As shown in Figure 7, the middle of the site’s three existing curb cuts will be eliminated, 
and the Project building will have a new west entry facing the Expressway.  This will result 
in a reconfigured and reduced parking area to the south.  The existing water tank will 
remain as an artifact of the former use, and as an art feature that also acts as an identifier for 
the building.  The open space adjacent to this western building entry will be developed as a 
pedestrian zone, with an entry plaza, outdoor seating for the brewery/restaurant, a public 
lawn area for both passive and active recreational activities, and multiple seating areas 
around the terrace and water tank.  Meanwhile, new improved and accessible site 
connections will be provided to the adjacent Patten’s Cove park at the southern end of the 
property, and a new multi-use pathway will be created so as to connect to the Savin Hill 
neighborhood.  A green buffer is being proposed for the site edge at Savin Hill, with 
extensive new trees and plantings throughout the parking area.   
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A landscaped courtyard and building entry located at the northern end of the building will 
serve as both an outdoor amenity for the tenants and a future connection to MBTA 
JFK/UMass Red Line/South Shore Commuter Rail Station to the north, while still providing 
loading access to the adjacent building space.   

Pedestrian access to the site will be improved.  The Project landscaping is being designed to 
re-integrate the site into the surrounding community.  Pedestrian paths, lighting, benches, 
and trash receptacles will be installed throughout the site.  An existing security fence along 
the southern site boundary will be removed to allow pedestrian access to the site from 
Patten’s Cove park and the Savin Hill neighborhood, including a multi-use path adjacent to 
the site and integrated into the Morrissey Boulevard sidewalk system, thereby considerably 
improving neighborhood access to the combined MBTA JFK/UMass Red Line/South Shore 
Commuter Rail Station north of the site.  Meanwhile, portions of the existing parking lot at 
the southerly edge of the site, adjacent to Savin Hill Court, Wave Avenue, and Sea View 
Terrace will be replaced by landscaped open space.   

In addition to the above Project site improvement, the Proponent is in discussions with the 
DCR regarding the potential for an ongoing stewardship role for maintenance and oversight 
of the Patten’s Cove park.  This would include an initial cleanup of the park, and removal of 
the chain link fences that currently separates the park and Project property.  The goal will 
be to make the park more accessible for the neighbors of Savin Hill and the community, as 
well as for the new building tenants. 

3.0 Wetland Resources, Flood Zones, and Sea Level Rise 

Work associated with the 135 Morrissey Project will occur within the LSCSF resource area, 
but does not occur within any other resource area, or within the buffer zone of any other 
resource area.  Figure 8, Environmental Constraints Map, depicts the extent of LSCSF on the 
Project site.  As shown on Figure 8, there are coastal wetlands associated with the flowed 
intertidal lands of Pattens Cove park, but these resource areas are located several hundred 
feet south of the site property and separated from the site by lawned parklands.   

There are no WPA regulatory performance standards for the LSCSF overlay area.  Typically, 
compliance with the state building code is deemed to provide “storm damage protection” 
and “flood control,” two public interests of the WPA.  The Boston Conservation 
Commission also requires applicants to submit the Boston Planning & Development Agency 
“Climate Resiliency Report Summary” with the NOI, and a copy of that document prepared 
for the Project is included as Attachment E, Climate Resiliency Report Summary, of this 
NOI.  Compliance with the Massachusetts Department of Environmental Protection 
(MassDEP) Stormwater Management Policies is also required in association with the WPA 
public interest in providing for the “prevention of pollution.”  Project compliance with these 
policies is reviewed in Section 4.2, below. 
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There are no Natural Heritage and Endangered Species Program (NHESP) Estimated and 
Priority Habitat of Rare and Endangered Species mapped near the Project site.  Similarly, 
there is no eelgrass and no anadromous fish habitat associated with the site.  The extent of 
LSCSF on the site and the proposed Project activities within LSCSF area are reviewed 
below.  The Project’s recognition of the potential for sea level rise is also reviewed below, 
as well as in the above-referenced Climate Resiliency Report Summary. 

3.1 Extent of Land Subject to Coastal Storm Flowage (LSCSF) 

LSCSF is defined as land subject to any inundation caused by coastal storms up to and 
including that caused by the 100-year storm, surge of record or storm of record, whichever 
is greater (310 CMR 10.04).  The 100-year floodplain as mapped by the Federal Emergency 
Management Agency (FEMA) extends to elevation 11 feet North American Vertical Datum 
(NAVD), or 17.46 feet Boston City Base (BCB), within the Project site (FEMA Flood 
Insurance Rate Map 25025C0083J, Revised March 16, 2016).  Figure 8 referenced above, 
and Figure 9, Project Site – FEMA Flood Insurance Rate Map, shows the extent and 
elevation of the flood zone on site as mapped by FEMA. 

As shown, most of the building and a portion of the site parking lot are located within an 
area mapped as “100 Year Flood Zone.”  Project work within this resource area will include 
site grading and landscaping, repair of the site’s existing stormwater management system, 
the addition of stormwater recharge system, building entranceway improvements, and 
building resiliency measures.  As noted in Section 2.1, the Project will enclose space on the 
ground floor at the southeast corner of the building previously used as both interior and 
exterior covered loading areas, all of which is located under the building’s existing second 
floor overhang.  The floor of the enclosed portions of the former loading docks will be 
raised and leveled at an elevation of 18.5 feet BCB, or 1.0 feet above the currently 
estimated 100-year flood elevation.  In addition and as discussed in Section 4.1, below, this 
area of the building will be flood-proofed to an elevation of 20.6 feet BCB.  

3.2 Flood Zones and Sea Level Rise 

On October 12, 2017, the BPDA Board approved the “Climate Resiliency - Review Policy 
Update” replacing the prior “Climate Change Resiliency and Preparedness Checklist” with 
the above-referenced Climate Resiliency Report Summary.  The new policy reflects the 
findings and recommendations of the Boston Research Advisory Group and Climate Ready 
Boston report, and Mayor Martin J. Walsh’s Carbon Neutral 2050 goal.  The update also 
introduced the BPDA online “Sea Level Rise - Flood Hazard Area” mapping tool for use in 
planning and designing for future sea level rise. 

The FEMA Flood Insurance Rate Map (FIRM) for the area identifies the flood elevation 
(Zone AE) for the site as elevation 11 feet NAVD88, which converts to a Boston City Base 
(BCB) elevation of 17.46 feet.  Meanwhile, the BPDA online Sea Level Rise - Flood Hazard 
Area mapping tool indicates a “Sea Level Rise – Base Flood Elevation” (SLR–BFE) for the 
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Project site of between 19.3 and 19.6 feet BCB, and assigns an elevation of 19.6 feet for use 
with the mapping tool.  Per the Climate Resiliency Report Summary, project proponents 
“should calculate the Sea Level Design Flood Elevation by adding 12 inches of freeboard” 
to the highest site SLR-BFE, “and 24 inches of freeboard for critical facilities and 
infrastructure and any ground floor residential units.”  For the purpose of the BPDA 
mapping tool “critical facilities and infrastructure” are defined as “hospitals, fire stations, 
police stations, critical record storage facilities and similar structures…” and, as such, are 
not necessarily applicable to this site.  The Guidance document does recommend locating 
“critical building equipment and systems above potential flood elevations,” but does not 
quantify what that higher elevation should be. 

Table 1 indicates the Zone AE elevation for the Project site in the first column, the BCB 
equivalent elevation in the second column, and the Climate Resiliency Report Summary 
recommended design flood elevations for the site in columns three and four.  

Table 1 FEMA Elevations and BPDA Sea Level Rise Design Estimates (feet) 

 
FEMA Zone AE 

Elevation 11 
(NAVD88) 

 
FEMA Zone AE 

Elevation 11 
(Boston City Base - 

BCB) 

 
BPDA 

 Sea Level Rise - Base Flood 
Elevation (BCB) 

 
BPDA 

Sea Level Rise - Design Flood 
Elevation (BCB) 

 
Buildings 

11 17.46 19.6 (19.3 – 19.6) 20.6 

 

4.0 Mitigation Measures and Compliance with the Wetland Protection Regulations 

The 135 Morrissey Project is being designed and will be constructed in compliance with 
the WPA as regards work in LSCSF, as well as in consideration of future flood elevations 
and sea level rise. 

4.1 Proposed Work within Land Subject to Coastal Storm Flowage 

The 135 Morrissey Project is committed to the advancement of sustainable and 
environmentally conscious design and construction.  To that end, the Project is being 
designed so as to meet the requirements of Article 37 of the Boston Zoning Code and to 
achieve certifiability under the United States Green Business Council (USGBC) Leadership 
in Green Energy and Environmental Design (LEED) v4 rating system.  In addition, the 
Project is taking a multi-disciplinary and pro-active approach to designing the buildings and 
site infrastructure for flood resilience, and is embracing the recommendations outlined in 
the City of Boston Climate Ready Boston report.  
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To achieve the above recommendations, the Project is being designed with any new floor 
slabs either at or above the suggested Design Flood Elevation, or will be built with flood-
proofed foundation walls to keep the water out to at least that elevation.  With the 
exception of the portion of the former interior loading area to be enclosed, the existing floor 
elevations in the building are already at or above the Design Flood Elevation.  The loading 
dock areas to be enclosed will be brought to elevation of 18.5 BCB, and will be flood-
proofed to a minimum elevation of 20.6 BCB.  Additionally, all new critical infrastructure 
for the renovated building (including water and fire service and pumps, electrical service 
and distribution, generator and generator fuel tanks, and other life safety equipment) are 
being located at levels above the Sea Level Rise - Design Flood Elevation of 20.6 feet BCB.  

Similarly, the Project design incorporates measures to minimize the effects of extreme 
precipitation events and droughts.  The Project’s stormwater management system has been 
designed in compliance with the MassDEP Stormwater Management Policy guidelines to 
reduce the existing peak rates and volumes of stormwater runoff from the site, and to 
promote recharge to the greatest extent practicable.  The Project will increase the pervious 
area on the site from the existing condition, thereby creating additional infiltration capacity 
on the site.  At the same time, the Project will address potential drought impacts by 
reducing the amount of water used both within the buildings and across the site for 
irrigation.  To minimize the Project’s susceptibility to drought conditions, the landscape 
design incorporates native and adaptive plant materials, and a high efficiency irrigation 
system will be installed.  Meanwhile, the Project will include low-flow fixtures and water 
conserving appliances to the extent feasible to minimize the amount of water used by the 
building’s occupants.   

The Project design incorporates a number of measures to minimize the impact of high 
temperature events, including the planting of additional shade trees and reduction of 
impervious surfaces, improvements to the building envelope, the installation of higher 
performance lighting and controls, including automatic LED lighting control, the 
incorporation of energy recovery ventilation, and the specifying of high albedo roof tops 
and green roofs to minimize the heat island effect. 

4.2 Review of Stormwater Management Standards 

The Project will comply with the Massachusetts Stormwater Management Standards to the 
maximum extent practicable consistent with its status as a Redevelopment Project as 
defined in Standard 7 of the standards.  A completed stormwater management report for the 
site is presented as Attachment F, Stormwater Report, to this NOI, but filed separately as 
both hard and digital copies. 

The proposed stormwater management system includes detention and infiltration systems 
that have been properly sized to manage site stormwater.  The Project will allow for the 
restoration of the land surface, grading for proper stormwater management, and the 
introduction of areas of new vegetation and pervious landscaping.  Site and stormwater 
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management improvements will improve the quality of runoff from the site and will provide 
a net benefit to the quality of the waters of Boston Harbor.  The Project has been designed 
to fully comply with the Massachusetts Stormwater Management Standards, as follows: 

Standard 1 - The Project site is fully developed with no evident stormwater Best 
Management Practices (BMPs) in place.  The redevelopment of the site intends to treat all 
impervious pavement areas through a series of deep sump catch basins, water quality units 
and, where feasible, stormwater infiltration.  Under the existing conditions the roof drainage 
is untreated and ties into storm drain pipes in the back of the building.  In the proposed 
condition, all roof areas will be directed to an infiltration system.   

Stormwater runoff from the entire site, with the exception of the front parking area, is 
tributary to the 60-inch storm drain that crosses the main parking area in the southerly part 
of the site.  This storm drain outlets into Pattens Cove.  No new connections to the 60-inch 
storm drain are proposed and there will be a reduction of flows into the storm drain due to 
the decrease of impervious areas on-site and the implementation of the proposed 
stormwater management system improvements. 

The front parking area currently drains via overland flow into Morrissey Boulevard, 
primarily through breaks in the curbing along the parking area.  It is proposed that 
stormwater runoff from this area be directed to deep sump catch basins, routed through a 
proprietary separator, and tied into the existing 36-inch storm drain in Morrissey Boulevard. 

Standard 2 – Runoff from the Project site discharges to Land Subject to Coastal Storm 
Flowage; however, the Project is not seeking a waiver from the Standard 2 requirements.  
Peak discharge rates will be reduced as the result of a decrease in impervious area and the 
proposed stormwater management system.  The 2-, 10- and 100-year storm events have 
been analyzed and the results are provided in Appendices C and D of the of the above-
referenced Project site stormwater management report, with a summary provided in Table 1 
of that report. 

Standard 3 – The site consists primarily of impervious cover.  Groundwater recharge will be 
improved by the introduction of landscaped areas and stormwater infiltration systems.  The 
required recharge volume will be exceeded as averaged over the site even though the site 
has limitations, including soils comprising primarily of urban fill that exhibits characteristics 
of C and D soils, and shallow depth to groundwater in several locations.  The proposed 
design provides an equivalent recharge depth of 0.78 inches times the impervious area of 
the site, greatly exceeding the required 0.25 inch target depth.   

Stormwater runoff that is directed towards the proposed stormwater infiltration systems will 
receive pretreatment that removes at least 44% of the Total Suspended Solids (TSS). 
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Standard 4 – Runoff from impervious pavement areas will be collected by deep sump catch 
basins and directed to proprietary separators and then, in some cases, to stormwater 
infiltration systems.  The stormwater management system will remove at least 80% of the 
TSS from these areas.  A 1-inch water quality volume has been used to design the system. 

Standard 5 – The site will have a high-intensity-use parking lot, which is considered a Land 
Use with Higher Potential Pollutant Loads (LUHPPL).  Stormwater runoff from a majority of 
the parking areas will be directed to specific BMPs that are considered suitable for LUHPPL.   

Runoff from some areas of the parking lots will be routed through deep sump catch basins 
and proprietary separators prior to connecting to the downstream storm drain system.  This 
will result in an improvement over existing conditions, thereby meeting the pretreatment 
requirements of Standard 5 and the structural BMP requirements to the maximum extent 
practicable.  

An operation and maintenance plan is provided in the attached stormwater management 
report.  Implementation of the plan will contribute to the improved quality of the 
stormwater runoff leaving the site.  A long-term pollution prevention plan will also be 
implemented, which will include source controls, good housekeeping practices, and 
emergency spill procedures. 

Standard 6 – The Project site is not adjacent to a critical area; however, the stormwater 
runoff from the site is tributary to a portion of Boston Harbor (proper) that is identified as a 
Shellfish Suitability Area, although shellfish harvesting and cultivation is currently 
prohibited in this area.  The stormwater management system is intended to meet the 
pretreatment standard, and meet the Structural BMP requirements to the maximum extent 
practicable.  Due to the presence of this potentially critical area, the water quality volume 
for treatment is based on a 1-inch event, as opposed to a ½-inch event. 

Standard 7 - The Project site is currently developed.  The redevelopment will result in an 
improvement over existing conditions, most notably in water quality and future 
maintenance.  Reasonable efforts have been made to meet all the stormwater standards to 
the maximum extent practicable. 

Standard 8 – The Project will install erosion and sediment controls prior to any major 
earthwork activity.  The Contractor will be required to prepare a Storm Water Pollution 
Prevention Plan in conjunction with the General Permit for Construction Activity under the 
US Environmental Protection Agency National Pollutant Discharge Elimination System 
(NPDES) program.   

Standard 9 – Appendix F of the Project site stormwater management report details the 
operation and maintenance requirements of the stormwater management system.   
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Standard 10 – There are no known or proposed illicit connections associated with this 
Project.  An illicit discharge compliance statement is provided in Appendix G of the Project 
site stormwater management report. 

4.3 Construction Period Mitigation Measures 

The following sections summarize the mitigation measures to be employed during 
construction. 

4.3.1 Water Quality 

To minimize potential short- and long-term impacts to water quality the following measures 
will be implemented: 

♦ Install catch basin inlet protection in all on-site catch basins to prevent the transport 
of sediment to the harbor through the existing drainage system during construction. 

♦ Install a sediment control barrier around the work area perimeter to trap sediment 
and prevent transport off-site, and to demarcate the work area. 

♦ Post-construction, the site will have increased pervious cover and, hence, additional 
stormwater recharge. 

♦ The drainage system has been designed with best management practices (BMPs) 
compliant with the MassDEP Stormwater Management Standards, as applicable.  
These improvements should result in an improvement in the quality of runoff from 
the site and a net benefit to the quality of the waters of Boston Harbor.   

4.3.2 Dust and Vehicle Emissions 

The construction contract will require contractors to use a number of measures to reduce 
dust, vehicle emissions and minimize impacts from construction vehicles and equipment, 
including: 

♦ Use wetting agents where and when needed. 

♦ Use of covered trucks to move aggregate material. 

♦ Minimization of exposed storage of debris on-site. 

♦ Monitoring of construction practices to minimize unnecessary transfers and 
mechanical disturbances of loose materials. 

♦ Storage of aggregate materials away from the areas of greatest pedestrian activity, 
where and when possible. 
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♦ Establishment of a stabilized site entrance at the exit gate to prevent dirt from being 
tracked on the street. 

♦ Cleaning of streets and sidewalks regularly to minimize dust accumulations. 

♦ Use of appropriate mufflers on equipment, and properly maintain intake and 
exhaust mufflers. 

♦ Use of muffling enclosures on continuously-operating equipment (e.g., air 
compressors and welding generators). 

♦ Use of quieter construction operations, techniques, and equipment, where feasible. 

♦ Scheduling of equipment operations to keep average noise levels low, synchronize 
noisiest operations with times of highest ambient noise levels, and maintain 
relatively uniform noise levels. 

♦ Turning off of idling equipment. 

♦ Use of shielding or distance to separate noisy equipment from sensitive receptors. 

5.0 Summary and Conclusion 

The 135 Morrissey Project entails the comprehensive revitalization and re-tenanting of the 
former Boston Globe building at 135 Morrissey Boulevard, in Boston (Dorchester), 
Massachusetts.  The Project includes a core and shell renovation of the existing building 
designed to attract creative office, technology, light manufacturing, warehouse and life 
science tenants, with ancillary retail and restaurant facilities, as well as landscaping 
improvements designed to improve site stormwater management, to enhance the visual 
character of the site, and to facilitate pedestrian movement proximate to and within site 
boundaries.  

A large portion of the site has been mapped by FEMA as lying within the 100-year 
floodplain.  The 100-year floodplain is identified as the wetland resource LSCSF in the WPA 
and associated regulations.  No other wetland resource areas or wetland buffer zones are 
located on or proximate to the site. 

The Project building is being designed to meet the requirements of LEED certifiable, and as 
demonstrated above, complies with the applicable wetland resource area regulations.  In 
addition, the Project building and site are being designed to address both currently 
designated floodplain issues and potential sea level rise.   

The ground floor of most of the site building exists at an elevation above the 20.6-foot 
(BCB) “Sea Level Rise – Design Flood Elevation” recommended per the October 12, 2017, 
BPDA Board-approved “Climate Resiliency - Review Policy Update” and associated 



4967/Nordblom/NOI A-13 Project Narrative 
  Epsilon Associates, Inc. 

“Climate Resiliency Report Summary.”  Meanwhile, all new critical infrastructure for the 
renovated building (including water and fire service and pumps, electrical service and 
distribution, generator and generator fuel tanks, and other life safety equipment) are being 
located at levels above the Design Flood Elevation of 20.6 feet.  Meanwhile, the loading 
dock areas to be enclosed will be brought to elevation 18.5 BCB, and will be flood-proofed 
to a minimum elevation of 20.6 BCB. 

Finally, the current site is essentially entirely paved.  The re-development of the site will 
allow for the restoration of the land surface, grading for proper stormwater control, the 
introduction of areas of pervious cover and subsurface recharge infrastructure, and 
vegetated landscaping. 
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Figures 

 

Figure 1 – Project Locus - USGS Map 
Figure 2 – Project Locus – Vertical Aerial Photograph 
Figure 3 – Existing Conditions - Exterior 
Figure 4 – Morrissey Boulevard Perspective – View Northwest 
Figure 5 – Southwest Entry Perspective – View Northeast 
Figure 6 – Morrissey Boulevard Atrium Entrance 
Figure 7 – Existing and Proposed Site Landscape 
Figure 8 – Environmental Constraints Map 
Figure 9 – Project Site – FEMA Flood Insurance Rate Map 
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    Figure 2 
Project Locus - Vertical Aerial Photograph
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Figure 3
Existing Conditions - Exterior 

135 Morrissey     Boston, Massachusetts

View Northwest From Morrissey Boulevard

View Northeast From Southeast Expressway (I-93)
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Figure 4 
Morrissey Boulevard Perspective  - View Northwest
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Figure 5 
Southwest Entry Perspective – View Northeast
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Figure 6 
Morrissey Boulevard Atrium Entrance



Figure 7
Existing and Proposed Site Landscape
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    Figure 8   
Environmental Constraints Map

135 Morrissey     Boston, Massachusetts
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Figure 9
Project Site – FEMA Flood Insurance Rate Map

135 Morrissey     Boston, Massachusetts
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 Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 
NOI Wetland Fee Transmittal Form 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  
 

 

 
Important: When 
filling out forms 
on the computer, 
use only the tab 
key to move your 
cursor - do not 
use the return 
key. 

 
 

A. Applicant Information 

1. Location of Project: 

135 William T. Morrissey Boulevard 
a. Street Address 

Boston 
b. City/Town 

      
c. Check number 

$512.50 - State fee 
d. Fee amount 

2. Applicant Mailing Address: 

Todd 
a. First Name 

Fremont-Smith 
b. Last Name 

135 Morrissey Owner LLC, c/o Nordblom Development Company, Inc. 
c. Organization 

71 Third Avenue 
d. Mailing Address 

Burlington 
e. City/Town 

MA 
f. State 

01803 
g. Zip Code 

 781-272-4000 
h. Phone Number 

781-221-3314 
i. Fax Number 

 tfremont-smith@nordblom.com 
j. Email Address 

3. Property Owner (if different): 

      
a. First Name 

      
b. Last Name 

       
c. Organization 

       
d. Mailing Address 

       
e. City/Town 

      
f. State 

      
g. Zip Code 

        
h. Phone Number 

      
i. Fax Number 

       
j. Email Address 

To calculate  
filing fees, refer 
to the category 
fee list and 
examples in the 
instructions for 
filling out WPA 
Form 3 (Notice of 
Intent). 

B. Fees 
Fee should be calculated using the following process & worksheet. Please see Instructions before 
filling out worksheet.  
 
Step 1/Type of Activity: Describe each type of activity that will occur in wetland resource area and buffer zone. 
 
Step 2/Number of Activities: Identify the number of each type of activity. 
 
Step 3/Individual Activity Fee: Identify each activity fee from the six project categories listed in the instructions.  
 
Step 4/Subtotal Activity Fee: Multiply the number of activities (identified in Step 2) times the fee per category 
(identified in Step 3) to reach a subtotal fee amount. Note: If any of these activities are in a Riverfront Area in 
addition to another Resource Area or the Buffer Zone, the fee per activity should be multiplied by 1.5 and then 
added to the subtotal amount. 
 
Step 5/Total Project Fee: Determine the total project fee by adding the subtotal amounts from Step 4. 
 
Step 6/Fee Payments: To calculate the state share of the fee, divide the total fee in half and subtract $12.50. To 
calculate the city/town share of the fee, divide the total fee in half and add $12.50. 

 

 

 

 

 

 

 



  

noifeetf.doc • Wetland Fee Transmittal Form • rev. 10/11 Page 2 of 2 

 

 Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands 
NOI Wetland Fee Transmittal Form 
Massachusetts Wetlands Protection Act M.G.L. c. 131, §40  
 

 

 B. Fees (continued) 
  Step 1/Type of Activity Step 2/Number 

of Activities 
Step 

3/Individual 
Activity Fee 

Step 4/Subtotal Activity 
Fee 

    

 3.b. 
  

1 
 
 

$1,050 
 

$1,050 
 
        

  
      
 

      
 

      
 

       
  

      
 

      
 

      
 

       
  

      
 

      
 

      
 

       
  

      
 

      
 

      
 

       
  

      
 

      
 

      
 

       
  

      
 

      
 

      
 

       
  

      
 

      
 

      
 
               Step 5/Total Project Fee: $1,050 - State fee 
schedule only 
                 Step 6/Fee Payments:  

                  Total Project Fee: $1,050 - State fee 
schedule only 

         State share of filing Fee: $512.50 
b. 1/2 Total Fee less $12.50 

  City/Town share of filling Fee: $1,500 - City Fee 
Schedule 

       C. Submittal Requirements 
 

a.) Complete pages 1 and 2 and send with a check or money order for the state share of the fee, payable to 
the Commonwealth of Massachusetts.  

 
Department of Environmental Protection 

Box 4062 
Boston, MA 02211 

 
b.) To the Conservation Commission: Send the Notice of Intent or Abbreviated Notice of Intent; a copy of 

this form; and the city/town fee payment. 
 

To MassDEP Regional Office (see Instructions): Send a copy of the Notice of Intent or Abbreviated Notice of 
Intent; a copy of this form; and a copy of the state fee payment. (E-filers of Notices of Intent may submit these 
electronically.) 

 

 

 

 

 

 

 
 



  

Attachment D 

Abutter Notification Information 



Affidavit of Service 
Under The Massachusetts Wetlands Protection Act  

 
 
We (“Epsilon”), hereby certify under the pains and penalties of perjury that on 
May 23, 2018 Epsilon Associates, Inc. gave notification to abutters in compliance 
with the second paragraph of Massachusetts General Laws Chapter 131, Section 40, 
and the DEP Guide to Abutter Notification dated April 8, 1994 and 310 CMR 
10.05(4)(a), in connection with the following matter: 
 

A Notice of Intent filed under the Massachusetts Wetland Protection Act by 
135 Morrissey Owner LLC, c/o Nordblom Development Company, Inc., on 
May 23, 2018 for property located at 135 William T. Morrissey Boulevard in 
Boston, MA. 

 
The form of notification and a list of the abutters to whom it was given and their 
addresses are attached to this Affidavit of Service. 
 

 
_______________________________  May 23, 2018_________________ 
Andrew D. Magee 
Principal 



 
Notification to Abutters  

 
Under The Massachusetts Wetland Protection Act  

 
In accordance with the second paragraph of Massachusetts General Laws Chapter 131, Section 
40, you are hereby notified of the following: 
 
a) The name of the applicant is: 135 Morrissey Owner LLC c/o Nordblom Development 

Company, Inc. 
 
b) The applicant has filed a Notice of Intent (“NOI”) application with the Boston Conservation 

Commission, seeking permission to alter an Area Subject to Protection under the Wetlands 
Protection Act (MGL c. 131 s. 40).  

 
c) The address of the lot where the activity is proposed is 135 William T. Morrissey Boulevard, 

Boston, Massachusetts 
 
d) The work proposed:  The Project entails the comprehensive revitalization and re-tenanting of 

the former Boston Globe building at 135 William T. Morrissey Boulevard, in Boston 
(Dorchester), Massachusetts, as well as landscaping improvements designed to introduce 
stormwater controls and to enhance the visual character of the site. 

 
e) Copies of the Notice of Intent may be examined at the Boston Conservation Department 

Office at .Boston City Hall, One City Hall Square, Room 709, Boston. 
 
f) Or Applicant’s representative’s phone number: (978) 897-7100 (Andrew Magee).  

 
g) The hearing date is scheduled for June 6, 2018. Additional information regarding the time and 

place of the public hearing may be obtained by calling the Boston Conservation Commission 
office at (617) 635-3850.  

 
h) Person sending this notification (applicant, representative or other) 
  

Name: EPSILON ASSOCIATES, INC. (Attn. Andrew Magee)  
Address: 3 MILL & MAIN PLACE, SUITE 250  
Town: MAYNARD   State: MA   Zip: 01754  
Telephone: (978) 897-7100  
 

NOTES :  
• Notice of the public hearing, including date, time and place will be published at least five 

(5) days in advance in a newspaper of general circulation. 
• Notice of the public hearing, including date, time and place will be posted in the City 

Hall not less than forty-eight hours in advance. 
• You may also contact the Northeast Regional Office of the Department of Environmental 

Protection at (978) 694-3200 for more information about this application. 



 
 
 
 
 

LIST OF ABUTTERS NOTIFIED OF PUBLIC HEARING 
 

Notice of Intent Application 
135 William T. Morrissey Boulevard, Boston 

 
 
 
 



PID  OWNER  ADDRESSEE  MLG_ADDRESS  MLG_CITYSTATE  ZIPCODE  LOC_ADDRESS  LOC_CITY  LOC_ZIPCODE
1302398016  ALLEN MEGHAN  C/O MEGHAN ALLEN  8 SEA VIEW TE #3  DORCHESTER MA 02125  8 SEA VIEW TE Apt 3  DORCHESTER 2125
1302398010  8 SEA VIEW TERRACE  C/O SEAVIEW LLC  51 THORNEY MEADOW WY  HANOVER MA 02339  8 SEA VIEW TE  DORCHESTER 2125
1302399004  DENOBLE MATTHEW  C/O MATTHEW DENOBLE  6 SEA VIEW TE #2  DORCHESTER MA 02125  6 SEA VIEW TE Apt 2  DORCHESTER 2125
1302411010  FLAHERTY MARY A    11 SAVIN HILL CT  DORCHESTER MA 02125  11 SAVIN HILL CT  DORCHESTER 2125
1302399002  FRADETTE  MICHAEL  P  C/O  MICHAEL  P  FRADETTE  6  SEAVIEW  TERRACE  #1  DORCHESTR    MA 02125  6 SEA VIEW TE Apt 1  DORCHESTER 2125
1302543001  COMMONWEALTH  OF MASS    DILLINGHAM  ST  DORCHESTER   MA 02125  DILLINGHAM ST  DORCHESTER 2125
1302404000  ELLIOT DANIEL R   9 WAVE AV  DORCHESTER MA 02125  9 WAVE AV  DORCHESTER 2125
1302398014  FISKE FAMILY PROPERTIES LLC  C/O FISKE FAMILY PROPERTIES LLC  11 SENTINEL RD  HINGHAM MA 02043  8 SEA VIEW TE Apt 2  DORCHESTER 2125
1302398012  ZINE LINDA J  C/O LINDA J ZINE  8 SEA VIEW TE #1  DORCHESTER MA 02125  8 SEA VIEW TE Apt 1  DORCHESTER 2125
1302386000  SWEENEY JEREMIAH F   14 DAVITT ST  DORCHESTER MA 02125  14 DAVITT ST  DORCHESTER 2125
1302394000  BAKER VINCENT A  C/O VINCENT BAKER  10 DAVITT ST  DORCHESTER MA 02125  SEA VIEW TE  DORCHESTER 2125
1302395000  SWEENEY JEREMIAH F   14 DAVITT ST  DORCHESTER MA 02125  SEA VIEW TE  DORCHESTER 2125
1302401000  KELLEHER JOHN P TS    355 SAVIN HILL AVE  DORCHESTER MA 02125  355 SAVIN HILL AV  DORCHESTER 2125
1302409000  CABRAL CARLOS E   235 SAVIN HILL AV  DORCHESTER MA 02125  369 SAVIN HILL AV  DORCHESTER 2125
1302387000  BAKER VINCENT A  C/O VINCENT BAKER  10 DAVITT ST  DORCHESTER MA 02125  10 DAVITT ST  DORCHESTER 2125
1302364050  135 MORRISSEY OWNER LLC  C/O ALCION VENTRUE  ONE POST OFFICE SQ STE 3150  BOSTON MA 02109  135 WM T MORRISSEY BL  SOUTH BOSTON 2127
1302400000  GIBSON SUSAN   351 SAVIN HILL AV  DORCHESTER MA 02125  351 SAVIN HILL AV  DORCHESTER 2125
1302403000  DROMGOOLE THOMAS P  C/O THOMAS P DROMGOOLE  7 WAVE AV  DORCHESTER MA 02125  7 WAVE AV  DORCHESTER 2125
1302407000  SAVIN HILL AV CONDO TRUST   365 SAVIN HILL AV  DORCHESTER MA 02125  365 SAVIN HILL AV  DORCHESTER 2125
1302407002  HORAN JOSEPH  C/O JOSEPH HORAN  365 SAVIN HILL AV #1  DORCHESTER MA 02125  365 SAVIN HILL AV Apt 1  DORCHESTER 2125
1302407008  CECCHINI NICHOLAS B  C/O NICHOLAS B CECCHINI  365 SAVIN HILL  AV  #4  DORCHESTER     MA 02125  365 SAVIN HILL AV Apt 4  DORCHESTER 2125
1302417000  MLECZKO TADEUSZ   12 SAVIN HILL CT  DORCHESTER  MA 02125  SAVIN HILL CT  DORCHESTER 2125
1302410000  TANG WILLIAM H  C/O WILLIAM TANG  371 SAVIN HILL AV  DORCHESTER MA 02125  371 SAVIN HILL AV  DORCHESTER 2125
1302414000  COOK NANCY M   15 SAVIN HILL CT  DORCHESTER MA 02125  15 SAVIN HILL CT  DORCHESTER 2125
1302418010  MLECZKO TADEUSZ   12 SAVIN HILL CT  DORCHESTER MA 02125  12 SAVIN HILL CT  DORCHESTER 2125
1302419000  MOWBRAY ANDREW W  C/O ANDREW MOWBRAY  375 SAVIN HILL AVE  DORCHESTER MA 02125  375 SAVIN HILL AV  DORCHESTER 2125
1302364002  COMMWLTH OF MASS   MOUNT VERNON  DORCHESTER MA 02125  MT VERNON ST  DORCHESTER 2125
1302421000  DIP-ROSSI RITA   379 SAVIN HILL AV  DORCHESTER MA 02125  SAVIN HILL AV  DORCHESTER 2125
1302364045  POB CC 75 MORRISSEY LLC  C/O POB CC 75 MORRISSEY LLC  8 STONY BROOK PL  ARMONK NY 10504  75 WM T MORRISSEY BL  SOUTH BOSTON 2127
1302364060  COMMONWEALTH OF MASS   WM T MORRISSEY BLVD  DORCHESTER MA 02125  WM T MORRISSEY BL  SOUTH BOSTON 2127
1302364055  COMMWLTH OF MASS   WM T MORRISSEY BLVD  DORCHESTER MA 02125  WM T MORRISSEY BL  SOUTH BOSTON 2127
1302392000  DOWLING JOHN B TS  C/O JOHN B DOWLING TS  349 SAVIN HILL AVE  DORCHESTER MA 02125  349 SAVIN HILL AV  DORCHESTER 2125
1302399000  6 SEA VIEW TERRACE   6  SEA VIEW   TE  DORCHESTER    MA 02125  6 SEA VIEW TE  DORCHESTER 2125
1302402000  BAKER CASEY ELIZABETH  C/O CASEY ELIZABETH BAKER  361 SAVIN HILL AVE  DORCHESTER MA 02125  361 SAVIN HILL AV  DORCHESTER 2125
1302406000  JENKINS EDWARD ETAL  JENKINS EDWARD ETAL  67 MAYFLOWER RD  MARSHFIELD MA 02050  8 WAVE AV  DORCHESTER 2125
1302415000  LEYDON JAMES L JR  C/O JAMES L LEYDON JR  19 SAVIN HILL COURT  DORCHESTER MA 02125  19 SAVIN HILL CT  DORCHESTER 2125
1302407004  BROOKS JAMES J  C/O JAMES J BROOKS  365 SAVIN HILL AV #2  DORCHESTER  MA 02125  365 SAVIN HILL AV Apt 2  DORCHESTER 2125
1302407006  ROSSEEL MORGAN  C/O MORGAN ROSSEEL  365 SAVIN HILL AVE #3  DORCHESTER  MA 02125  365 SAVIN HILL AV Apt 3  DORCHESTER 2125
1302418050  MLECZKO TADEUSZ   10 SAVIN HILL CT  DORCHESTER MA 02125  10 SAVIN HILL CT  DORCHESTER 2125
1302425000  AMNAC  PROPERTIES  LLC  C/O  AMNAC  PROPERTIES  LLC  71  GRAMPIAN WAY  DORCHESTER    MA 02125  383 SAVIN HILL AV  DORCHESTER 2125
1302432001  COMMWLTH OF MASS   DILLINGHAM  DORCHESTER MA 02125  DILLINGHAM ST  DORCHESTER 2125
1302393000  BRUNETTI ROBERT G  C/O ROBERT G BRUNETTI  835 PUEBLO CT  NAPERVILLE IL 60565  5 SEA VIEW TE  DORCHESTER 2125
1302396000  CITY OF BOSTON    SEA VIEW TE  DORCHESTER MA 02125  SEA VIEW TE  DORCHESTER 2125
1302420000  ROSSI RITA DIP  C/O RITA M DIP- ROSSI  379 SAVIN HILL AV  DORCHESTER MA 02125  379 SAVIN HILL AV  DORCHESTER 2125
1302405000  REAL ESTATE BOSTON LLC  C/O REAL ESTATE BOSTON LLC  58 GAINSBOROUGH ST  BOSTON MA 02115  10 WAVE AV  DORCHESTER 2125
1302408000  SU XIN RONG  C/O XIN RONG SU  367 SAVIN HILL AV  DORCHESTER MA 02125  367 SAVIN HILL AV  DORCHESTER 2125
1302413000  COOK NANCY M   15 SAVIN HILL CT  DORCHESTER MA 02125  SAVIN HILL CT  DORCHESTER 2125
1303321002  AYAAD TAMIR (DBA MISTER T)  C/O TAMIR AYAAD (DBA MISTER T)  35 BROOKS AVE #12A  QUINCY MA 02169  875 COLUMBIA RD  DORCHESTER 2125
1303321001  MASS BAY TRANSP AUTH   875 COLUMBIA RD  DORCHESTER MA 02125  875 COLUMBIA RD  DORCHESTER 2125
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Boston Planning & Development Agency  
Climate Resiliency Report Summary 

 
 
 

Submitted: 01/26/2018 15:02:23 
 
A.1 - Project Information  

Project Name:  135 Morrissey 

Project Address:  135 William T Morrissey Blvd Boston, MA 02125 

Filing Type:  Initial (PNF, EPNF, NPC or other substantial filing) 

Filing Contact:  Erik 
Rexford 

Epsilon Associates  erexford@epsilonassoci
ates.com 

978-897-7100 

Is MEPA approval required?  Yes  MEPA  date:  02/15/2018   

 
A.2 - Project Team  

Owner / Developer:  Nordblom Company 

Architect:  Stantec 

Engineer:  Howard Stein Hudson / Stantec / AHA Consulting Engineers, Inc. 

Sustainability / LEED:    Stantec 

Permitting:    Epsilon Associates, Inc. 

Construction Management:    John Moriarty & Associates 

 
A.3 - Project Description and Design Conditions 

List the principal Building Uses:  Mixed-use; light industrial, manufacturing, office 

List the First Floor Uses:  Same as above 

List any Critical Site Infrastructure 
and or Building Uses: 

None 

Site and Building: 

Site Area (SF):   723697  Building Area (SF):  324866 

Building Height (Ft):  57.5  Building Height (Stories):  4 

Existing Site Elevation – Low  
(Ft BCB): 

14.8  Existing Site Elevation – High  
(Ft BCB): 

22.5 

Proposed Site Elevation – Low  
(Ft BCB): 

14.8  Proposed Site Elevation – High  
(Ft BCB): 

22.5 

Proposed First Floor Elevation  
(Ft BCB):  

18.0  Below grade spaces/levels (#):   0 

Article 37 Green Building: 

LEED Version - Rating System:   V4  LEED Certification:  No 

Proposed LEED rating:   Silver  Proposed LEED point score (Pts.):  56 
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Boston Planning & Development Agency  
Climate Resiliency Report Summary 

 
 

 
Energy Loads and Performance 

For this filing – describe how energy 
loads & performance were 

determined 

Loads and energy performance are based on the anticipated areas and uses of the 
spaces, and CBECS annual average energy usage data per use type 

Annual Electric (kWh):  8311800  Peak Electric (kW):  6170.5 

Annual Heating (MMbtu/hr):  23167.7   Peak Heating (MMbtu):  9.458 

Annual Cooling (Tons/hr):  1754800   Peak Cooling (Tons):  2050 

Energy Use - Below ASHRAE 90.1 - 
2013 (%): 

10  Have the local utilities reviewed the 
building energy performance?: 

No 

Energy Use - Below Mass. Code (%):  10  Energy Use Intensity (kBtu/SF):  72.322 

Back-up / Emergency Power System 

Electrical Generation Output (kW):  600  Number of Power Units:  1 

System Type (kW):  600  Fuel Source:  Diesel 

Emergency and Critical System Loads (in the event of a service interruption) 

Electric (kW):  500  Heating (MMbtu/hr):  0 

    Cooling (Tons/hr):  0 
 
 
B – Greenhouse Gas Reduction and Net Zero  / Net Positive Carbon Building Performance 
 
Reducing greenhouse gas emissions is critical to avoiding more extreme climate change conditions. To achieve the City’s 
goal of carbon-neutrality by 2050 the performance of new buildings will need to progressively improve to carbon net zero 
and net positive. 

 
B.1 – GHG Emissions - Design Conditions 
 

    For this filing - Annual Building GHG Emissions (Tons):  6309.0 
 

For this filing - describe how building energy performance has been integrated into project planning, design, and 
engineering and any supporting analysis or modeling: 

Energy performance is a focus of the project team for this renovation project; new HVAC systems and equipment are 
planned, new lighting will be installed in all areas, and new controls will be used for the systems.  Energy modeling has 
been started and will be updated as the project design evolves and the project progresses. 

Describe building specific passive energy efficiency measures including orientation, massing, building envelop, and 
systems: 
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The building exists; orientation and massing will be reused.  Envelope improvements will be made to walls, windows, 
and roof, and new HVAC systems will be installed. 

 
Describe building specific active energy efficiency measures including high performance equipment, controls, fixtures, 
and systems: 

High-efficiency water chillers, condensing hot water boilers, variable flow pumping systems, exhaust air heat 
recovery, and LED lighting with controls systems will all be used. 

 

Describe building specific load reduction strategies including on-site renewable energy, clean energy, and storage 
systems: 

On-site PV is being investigated.  Depending on final economics and space available, it may be possible to install a PV 
array with a total capacity of 374 KW.  This is estimated by PV Watts to produce 481,000 kW-hr per year, or approx.. 
5.8% of the estimated annual electric usage. 

Describe any area or district scale emission reduction strategies including renewable energy, central energy plants, 
distributed energy systems, and smart grid infrastructure: 

Central cooling and heating plant will be used.  Roof mounted PV is discussed above. 

 
Describe any energy efficiency assistance or support provided or to be provided to the project: 

  None anticipated at this time. 

 

 
B.2 - GHG Reduction - Adaptation Strategies 

Describe how the building and its systems will evolve to further reduce GHG emissions and achieve annual carbon  net zero 
and net positive performance (e.g. added efficiency measures, renewable energy, energy storage, etc.) and the timeline for 
meeting that goal (by 2050): 

  Additional strategies to reduce GHG may include enhanced tenant metering, tenant operation guidelines, tenant 
fit-out requirements, addition energy conservation measures, expansion of on-site renewables and energy storage 
options, and deployment of new sustainability and adaptation strategies as they become feasible at the Project site. 
The Proponent will continue to evaluate energy conservation strategies during the design phase of the project. 

 
 
C - Extreme Heat Events 
 
Annual average temperature in Boston increased by about 2˚F in the past hundred years and will continue to rise due to 
climate change. By the end of the century, the average annual temperature could be 56° (compared to 46° now) and the 
number of days above 90° (currently about 10 a year) could rise to 90. 
 

 
C.1 – Extreme Heat - Design Conditions 

Temperature Range - Low (Deg.):  0  Temperature Range - High (Deg.):  95 
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Annual Heating Degree Days:  5498.7   Annual Cooling Degree Days  889.2 

What Extreme Heat Event characteristics will be / have been used for project planning  

Days - Above 90° (#):  25  Days - Above 100° (#):  5 

Number of Heatwaves / Year (#):  2  Average Duration of Heatwave (Days):  3 

Describe all building and site measures to reduce heat-island effect at the site and in the surrounding area: 

  Reduction of impervious surface, additional shade trees and shrubs, high-albedo 
roofing materials, high reflectivity paving materials.  

 
C.2 - Extreme Heat – Adaptation Strategies 

Describe how the building and its systems will be adapted to efficiently manage future higher average temperatures, 
higher extreme temperatures, additional annual heatwaves, and longer heatwaves: 

  Ongoing vulnerability assessment of risks to building/systems from extreme heat 
events.   Feasibility of green roofs, walls, structures, and additional landscape 
elements are being evaluated.  Use of high-efficiency HVAC systems that are 
appropriately sized for cooling load during design life of system. 

Describe all mechanical and non-mechanical strategies that will support building functionality and use during extended 
interruptions of utility services and infrastructure including proposed and future adaptations: 

  Operable windows, natural ventilation, external shading devices, feasibility of a 
“cool room” will be evaluated.  On-site backup generation capacity in excess of 
critical systems demand and feasibility of on-site renewable generation and 
storage is being evaluated. 

 
 
D - Extreme Precipitation Events 
 
From 1958 to 2010, there was a 70 percent increase in the amount of precipitation that fell on the days with the heaviest 
precipitation.  Currently, the 10-Year, 24-Hour Design Storm precipitation level is 5.25”. There is a significant probability that 
this will increase to at least 6” by the end of the century. Additionally, fewer, larger storms are likely to be accompanied by 
more frequent droughts. 
 
D.1 – Extreme Precipitation - Design Conditions 
What is the project design 
precipitation level? (In. / 24 Hours) 

6     

 

Describe all building and site measures for reducing storm water run-off: 

  Reduction of impervious surface, improvements to stormwater management 
system, installation of bioswales. 

 

   
D.2 - Extreme Precipitation - Adaptation Strategies 
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Describe how site and building systems will be adapted to efficiently accommodate future more significant rain events 
(e.g. rainwater harvesting, on-site storm water retention, bio swales, green roofs): 

  Feasibility of additional stormwater retention, infiltration, and storage, including 
bioswales, green roofs, blue roofs, storage basins or tanks, and other infrastructure. 

 
 
E – Sea Level Rise and Storms 
 
Under any plausible greenhouse gas emissions scenario, the sea level in Boston will continue to rise throughout the century. 
This will increase the number of buildings in Boston susceptible to coastal flooding and the likely frequency of flooding for 
those already in the floodplain. 
 

Is any portion of the site in a FEMA Special Flood 

Hazard Area?   
Yes  What Zone:  AE 

What is the current FEMA SFHA Zone Base Flood Elevation for the site (Ft BCB)?  17.5 

   

Is any portion of the site in the BPDA Sea Level Rise Flood 
Hazard Area (see SLR-FHA online map)? 

Yes     

 

If you answered YES to either of the above questions, please complete the following questions.   
Otherwise you have completed the questionnaire; thank you! 

 
E.1 – Sea Level Rise and Storms – Design Conditions 

Proposed projects should identify immediate and future adaptation strategies for managing the flooding scenario 
represented by the Sea Level Rise Flood Hazard Area (SLR-FHA), which includes 3.2’ of sea level rise above 2013 tide levels, 
an additional 2.5” to account for subsidence, and the 1% Annual Chance Flood. After using the SLR-FHA to identify a 
project’s Sea Level Rise Base Flood Elevation, proponents should calculate the Sea Level Rise Design Flood Elevation by 
adding 12” of freeboard for buildings, and 24” of freeboard for critical facilities and infrastructure and any ground floor 
residential units. 
 

What is the Sea Level Rise - 
Base Flood Elevation for the 

site (Ft BCB)? 

19.5     

What is the Sea Level Rise - 
Design Flood Elevation for the 

site (Ft BCB)? 

20.5  First Floor Elevation (Ft BCB):  18.0 

What are the Site Elevations at 
Building (Ft BCB)? 

~16.5  What is the Accessible Route Elevation 
(Ft BCB)? 

~17.0-20.0' 

Describe site design strategies for adapting to sea level rise including building access during flood events, elevated site 
areas, hard and soft barriers, wave / velocity breaks, storm water systems, utility services, etc.: 
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  Backflow prevention at stormwater outfalls. 

Describe how the proposed Building Design Flood Elevation will be achieved including dry / wet flood proofing, critical 
systems protection, utility service protection, temporary flood barriers, waste and drain water back flow prevention, etc.: 

  Critical systems, electric, cable, and other utility services located below design flood 
elevation, if any, may be dry flood proofed.  To the extent feasible, critical systems will be 
located above SLR-BFE.  Temporary flood barriers may be deployed at building openings to 
below-grade (non-habitable/equipment) spaces. 

Describe how occupants might shelter in place during a flooding event including any emergency power, water, and waste 
water provisions and the expected availability of any such measures: 

  Emergency power will be supplied on site to maintain life safety systems. 

Describe any strategies that would support rapid recovery after a weather event: 

  Flood damage-resistant structural and finish materials will be selected for appropriate 
locations. 

 
E.2 – Sea Level Rise and Storms – Adaptation Strategies 

Describe future site design and or infrastructure adaptation strategies for responding to sea level rise including future 
elevating of site areas and access routes, barriers, wave / velocity breaks, storm water systems, utility services, etc.: 

  Expansion of stormwater management systems, including additional storage or infiltration 
capacity is being evaluated.  Hard/landscaped features that serve as flooding barriers, 
additional site fill, and deployable flood barriers.  

Describe future building adaptation strategies for raising the Sea Level Rise Design Flood Elevation and further protecting 
critical systems, including permanent and temporary measures: 

  Expansion of deployable protective barrier system, as necessary.  

 
Thank you for completing the Boston Climate Change Checklist!  
 
For questions or comments about this checklist or Climate Change best practices, please contact: 
John.Dalzell@boston.gov 
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Introduction  

This Stormwater Management Report describes the existing drainage conditions and proposed 

stormwater best management practices (BMPs) designed to treat and control runoff as part of the 

redevelopment of 135 Morrissey Boulevard in the Dorchester neighborhood of Boston, 

Massachusetts. 

The Site is approximately 16.6± acres and is almost completely covered by impervious surfaces.  The 

building occupies over 7½ acres, and the paved parking, access, and loading over 8.3 acres.  A 

majority of the Site’s stormwater runoff ends up in a 60-inch pipe that traverses the site and outfalls 

into Patten’s Cove located to the south of the Site.  The front parking area drains into Morrissey 

Boulevard through the driveway openings, and gaps in the curbing along the parking area.  The 

existing storm drain system provides almost no water quality treatment and stormwater infiltration 

is limited. 

The Project will result in a decrease in impervious cover by over one acre.  Stormwater BMPs will be 

constructed to improve the water quality of runoff from paved areas as well as the roof of the 

buildings.  Stormwater BMPs include deep sump catch basins, subsurface infiltration systems, and 

stormwater treatment (water quality) units. These systems will capture and help reduce pollutant 

concentrations in the stormwater runoff prior to discharging to Patten’s Cove and Boston Harbor. 

Hydrology 

Pre and post-development hydrology was analyzed with HydroCAD v 10.0, model using TR-20 

methodology. The rainfall data was obtained from NOAA Atlas 14, Point Precipitation Frequency 

Estimates using 24-hour storms.  The result of this analysis shows there will be a decrease in the 

peak discharge rates & volumes from the site in the post-development conditions for all the storm 

events analyzed (Refer to Table 1 in the Stormwater Management Standards section for pre- and 

post-development peak discharge rate comparisons).   

PRE-CONSTRUCTION HYDROLOGY   
The front parking area (easterly) has no drainage structures.  Runoff drains towards Morrissey 

Boulevard either through the driveway openings or through gaps in the curbing along the easterly 

edge of the parking lot.  

The building roof is collected by two drain lines under the building.  These drain lines just about run 

the length of the building going front to back (east to west).  Both drains tie into a drain line in the 

back of the building that runs approximately parallel with the I-93 right-of-way.  This drain line 
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ultimately ties into a 60-inch storm drain that crosses under the main parking area to the south of 

the building and discharges into Patten’s Cove 

Surface runoff from the northerly loading area is captured by catch basins, which tie into the 

northerly drain line under the building mentioned above.   

Surface runoff from the main parking area to the north of the building is picked up by catch basins, 

and eventually ends up in the 60-inch storm drain that outfalls into Patten’s Cove. 

POST-CONSTRUCTION HYDROLOGY  

Flow to Storm Drain in Morrissey Boulevard 

Stormwater runoff from the northerly portion of the front parking lot will be collected in deep sump 

catch basins, routed through a water quality unit for pretreatment before discharging to a 

subsurface infiltration system.  The southerly portion of the front lot is too low to send to the 

infiltration system, but it is expected that over 80% of net annual total suspended solids (TSS) will 

be removed through the use of water quality units.  This treated runoff, and overflows from the 

infiltration system during large storm events, will be directed to a new connection to the 36-inch 

storm drain in Morrissey Boulevard. 

Flow to 60-Inch Storm Drain 

It is proposed to collect all of the rooftop runoff and direct it to one of the several subsurface 

infiltration systems on-site.  The infiltration systems all have overflows for large storm events.  

These overflows tie into the new closed drainage system on-site, which ultimately discharges to the 

60-inch storm drain on-site.  No new connections are proposed to the 60-inch pipe.  The new storm 

drain system will tie into existing drain laterals off of the 60-inch pipe and located within the site. 

Stormwater runoff from about 60% of the site to the south of the building, which includes most of the 

main parking area, will be collected in deep sump catch basins.  The catch basins will be routed to 

water quality units providing over 80% removal of TSS prior to discharging to subsurface infiltration 

systems.  The remaining portion of the site to the south of the building contains a portion of the 

parking area, the westerly loading dock, and the west entry courtyard area.  This area gets routed to 

water quality units that will remove at least 80% of the TSS. Paved areas are captured be deep sump 

catch basins prior to the water quality units. 

Runoff from the north entry courtyard is picked up by area drains and routed to an existing pipe that 

runs under the building.  This pipe connects to the existing pipe network that is connected to the 60-

inch storm drain. 
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Stormwater Management Standards   

STANDARD 1: NO NEW UNTREATED DISCHARGES OR EROSION TO 
WETLANDS 
The Project Site is fully developed with no evident stormwater Best Management Practices (BMPs).  

The Redevelopment intends to treat all impervious pavement areas through a series of deep sump 

catch basins, water quality units and, where feasible, stormwater infiltration.  The roof drainage is 

untreated in existing conditions and ties into storm drain pipes in the back of the building.  All roof 

areas are directed to an infiltration system in the proposed condition.   

Stormwater runoff from the entire site, with the exception of the front parking area, is tributary to 

the 60-inch storm drain that crosses the main parking area in the southerly part of the site.  This 

storm drain outlets into Patten’s Cove.  No new connections to the 60-inch storm drain are proposed 

and there will be a reduction of flows due to the decrease of impervious areas on-site and the 

proposed stormwater management system improvements. 

The front parking area currently drains via overland flow into Morrissey Boulevard primarily 

through breaks in the curbing along the parking area.  It is proposed to collect stormwater runoff 

from this area in deep sump catch basins and route through proprietary separators.  Runoff from a 

portion of this parking area will also be directed to an infiltration system.  The closed drainage 

system will tie into the 36-inch storm drain in Morrissey Boulevard. 

STANDARD 2: POST-DEVELOPMENT PEAK DISCHARGE RATES NOT TO 
EXCEED PRE-DEVELOPMENT PEAK DISCHARGE RATES  
The project site discharges to Land Subject to Coastal Storm Flowage; however, the project is not 

seeking a waiver from the Standard 2 requirements.  Peak discharge rates will be reduced as the 

result of a decrease in impervious area and the proposed stormwater management system.  The 2, 10 

and 100-year storm events were analyzed.  Calculations are provided in Appendix C and D with a 

summary provided in Table 1 below. 

Table 1. Pre- Vs Post-Development Peak Discharge Rates 

Design Point

Pre-
Development 

Rate (cfs)

Post-
Development 

Rates (cfs) 

2-Year Storm Event   

DP1: 36-inch Storm Drain in 
Morrissey Blvd 

4.05 2.66 

DP2: 60-inch Storm Drain On-Site 49.35 41.71 
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10-Year Storm Event   

DP1: 36-inch Storm Drain in 
Morrissey Blvd 

7.00 6.92 

DP2: 60-inch Storm Drain On-Site 78.68 76.11 

   

100-Year Storm Event   

DP1: 36-inch Storm Drain in 
Morrissey Blvd 

11.59 10.41 

DP2: 60-inch Storm Drain On-Site 124.78 119.77 

   

 

STANDARD 3: MINIMIZE OR ELIMINATE LOSS OF ANNUAL RECHARGE TO 
GROUNDWATER  
The existing site primarily consist of impervious cover and groundwater recharge will be improved 

by the introduction of several landscaped areas and stormwater infiltration systems.  The required 

recharge volume will be exceeded as averaged over the Site even though the Site has limitations 

including soils comprising primarily of urban fill that exhibits characteristics of C and D soils, and 

shallow depth to groundwater in several locations.  The proposed design provides an equivalent 

recharge depth of 0.78 inches times the impervious area of the site, greatly exceeding the 0.25 inch 

target depth required.   

Stormwater runoff that is directed towards the proposed stormwater infiltration systems receive 

pretreatment that removes at least 44% of the Total Suspended Solids (TSS). 

STANDARD 4: STORMWATER MANAGEMENT SYSTEM TO REMOVE 80% 
OF AVERAGE ANNUAL LOAD OF TOTAL SUSPENDED SOLIDS (TSS)  
Impervious pavement areas are collected by deep sump catch basins and directed to proprietary 

separators, and then in some cases to stormwater infiltration systems.  The stormwater 

management system removes at least 80% of the TSS from these areas.  A 1-inch water quality 

volume is used to design the system. 

STANDARD 5: LAND USES WITH HIGHER POTENTIAL POLLUTANT LOADS 
The site will have a high-intensity-use parking lot, which is considered a Land Use with Higher 

Potential Pollutant Loads (LUHPPL).  Stormwater runoff from a majority of the parking areas will 

be directed to specific BMPs that are considered suitable for LUHPPL.   
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Runoff from some areas of the parking will be routed through deep sump catch basins and 

proprietary separators prior to connecting to the downstream storm drain system.  This will result in 

an improvement over existing conditions, meeting the pretreatment requirements of Standard 5, and 

meeting the structural BMP requirements to the maximum extent practicable.  

An operation and maintenance plan that is provided in this report and will be followed by the owner 

will further improve the stormwater runoff leaving the site.  A long-term pollution prevention plan 

will also be followed, which will include source controls, good housekeeping practices, and emergency 

spill procedures. 

STANDARD 6: STORMWATER DISCHARGES TO CRITICAL AREAS 
The Site is not adjacent to a critical area; however, the stormwater runoff from the site is tributary 

to a portion of Boston Harbor (Proper) that is a Shellfish Suitability Area although shellfish growing 

is currently prohibited.  The stormwater management system is intended to meet the pretreatment 

standard, and meet the Structural BMP requirements to the maximum extent practicable.  Due to 

the presence of this potentially critical area, the water quality volume is based on one-inch, as 

opposed to ½ inch. 

STANDARD 7: REDEVELOPMENT PROJECTS 
The Project site is currently developed.  The redevelopment will result in an improvement over 

existing conditions most notably in water quality and future maintenance.  Reasonable efforts have 

been made to meet all the stormwater standards to the maximum extent practicable. 

STANDARD 8: CONTROL CONSTRUCTION-RELATED IMPACTS 
The project will install erosion and sediment controls prior to any major earthwork activity. The 

Contractor will be required to prepare a Storm Water Pollution Prevention Plan in conjunction with 

the General Permit for Construction Activity under the EPA’s National Pollutant Discharge 

Elimination System (NPDES) program.   

STANDARD 9: LONG-TERM OPERATION AND MAINTENANCE PLAN 
See Appendix F for the operation and maintenance requirements of the stormwater management 

system. 

STANDARD 10: NO ILLICIT DISCHARGES  
There are no known or proposed illicit connections associated with this project. Illicit discharge 

compliance statement is provided in Appendix G.  
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 A. Introduction 
Important: When 
filling out forms 
on the computer, 
use only the tab 
key to move your 
cursor - do not 
use the return 
key. 

 

A Stormwater Report must be submitted with the Notice of Intent permit application to document 
compliance with the Stormwater Management Standards. The following checklist is NOT a substitute for 
the Stormwater Report (which should provide more substantive and detailed information) but is offered 
here as a tool to help the applicant organize their Stormwater Management documentation for their 
Report and for the reviewer to assess this information in a consistent format. As noted in the Checklist, 
the Stormwater Report must contain the engineering computations and supporting information set forth in 
Volume 3 of the Massachusetts Stormwater Handbook. The Stormwater Report must be prepared and 
certified by a Registered Professional Engineer (RPE) licensed in the Commonwealth. 
 
The Stormwater Report must include: 

 The Stormwater Checklist completed and stamped by a Registered Professional Engineer (see 
page 2) that certifies that the Stormwater Report contains all required submittals.1 This Checklist 
is to be used as the cover for the completed Stormwater Report. 

 Applicant/Project Name 
 Project Address 
 Name of Firm and Registered Professional Engineer that prepared the Report 
 Long-Term Pollution Prevention Plan required by Standards 4-6 
 Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan required 

by Standard 82 
 Operation and Maintenance Plan required by Standard 9 

 
In addition to all plans and supporting information, the Stormwater Report must include a brief narrative 
describing stormwater management practices, including environmentally sensitive site design and LID 
techniques, along with a diagram depicting runoff through the proposed BMP treatment train.  Plans are 
required to show existing and proposed conditions, identify all wetland resource areas, NRCS soil types, 
critical areas, Land Uses with Higher Potential Pollutant Loads (LUHPPL), and any areas on the site 
where infiltration rate is greater than 2.4 inches per hour.   The Plans shall identify the drainage areas for 
both existing and proposed conditions at a scale that enables verification of supporting calculations.   

 
As noted in the Checklist, the Stormwater Management Report shall document compliance with each of 
the Stormwater Management Standards as provided in the Massachusetts Stormwater Handbook.  The 
soils evaluation and calculations shall be done using the methodologies set forth in Volume 3 of the 
Massachusetts Stormwater Handbook.   
 
To ensure that the Stormwater Report is complete, applicants are required to fill in the Stormwater Report 
Checklist by checking the box to indicate that the specified information has been included in the 
Stormwater Report.  If any of the information specified in the checklist has not been submitted, the 
applicant must provide an explanation.  The completed Stormwater Report Checklist and Certification 
must be submitted with the Stormwater Report. 

 

 

 

 

 

 

 

 

 

 

 

  

   

  
1 The Stormwater Report may also include the Illicit Discharge Compliance Statement required by Standard 10.  If not included in 
the Stormwater Report, the Illicit Discharge Compliance Statement must be submitted prior to the discharge of stormwater runoff to 
the post-construction best management practices. 
 
2 For some complex projects, it may not be possible to include the Construction Period Erosion and Sedimentation Control Plan in 
the Stormwater Report.  In that event, the issuing authority has the discretion to issue an Order of Conditions that approves the 
project and includes a condition requiring the proponent to submit the Construction Period Erosion and Sedimentation Control Plan 
before commencing any land disturbance activity on the site. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 LID Measures:  Stormwater Standards require LID measures to be considered.  Document what 

environmentally sensitive design and LID Techniques were considered during the planning and design of 
the project:  

 
 No disturbance to any Wetland Resource Areas 

 
 Site Design Practices (e.g. clustered development, reduced frontage setbacks) 

 
 Reduced Impervious Area (Redevelopment Only) 

 
 Minimizing disturbance to existing trees and shrubs 

 
 LID Site Design Credit Requested: 

 
  Credit 1    

 
  Credit 2 

 
  Credit 3 

 
 Use of “country drainage” versus curb and gutter conveyance and pipe 

 
 Bioretention Cells (includes Rain Gardens) 

 
 Constructed Stormwater Wetlands (includes Gravel Wetlands designs) 

 
 Treebox Filter 

 
 Water Quality Swale 

 
 Grass Channel 

 
 Green Roof 

 
 Other (describe): 

       
 

 
 

 
Standard 1: No New Untreated Discharges 

 
 No new untreated discharges 

  Outlets have been designed so there is no erosion or scour to wetlands and waters of the 
Commonwealth 

 
 Supporting calculations specified in Volume 3 of the Massachusetts Stormwater Handbook included. 
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Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 2:  Peak Rate Attenuation 

  Standard 2 waiver requested because the project is located in land subject to coastal storm flowage 
and stormwater discharge is to a wetland subject to coastal flooding. 

  Evaluation provided to determine whether off-site flooding increases during the 100-year 24-hour 
storm. 

 
 Calculations provided to show that post-development peak discharge rates do not exceed pre-

development rates for the 2-year and 10-year 24-hour storms.  If evaluation shows that off-site 
flooding increases during the 100-year 24-hour storm, calculations are also provided to show that 
post-development peak discharge rates do not exceed pre-development rates for the 100-year 24-
hour storm. 

 

 

 
Standard 3: Recharge 

 
 Soil Analysis provided. 

 
 Required Recharge Volume calculation provided. 

 
 Required Recharge volume reduced through use of the LID site Design Credits. 

 
 Sizing the infiltration, BMPs is based on the following method:  Check the method used. 

 
  Static   Simple Dynamic   Dynamic Field1 

 
 Runoff from all impervious areas at the site discharging to the infiltration BMP. 

 
 Runoff from all impervious areas at the site is not discharging to the infiltration BMP and calculations 

are provided showing that the drainage area contributing runoff to the infiltration BMPs is sufficient to 
generate the required recharge volume. 

 

 
 Recharge BMPs have been sized to infiltrate the Required Recharge Volume. 

  Recharge BMPs have been sized to infiltrate the Required Recharge Volume only to the maximum 
extent practicable for the following reason: 

 
  Site is comprised solely of C and D soils and/or bedrock at the land surface 

 
  M.G.L. c. 21E sites pursuant to 310 CMR 40.0000 

 
  Solid Waste Landfill pursuant to 310 CMR 19.000 

   Project is otherwise subject to Stormwater Management Standards only to the maximum extent 
 practicable. 

 
 Calculations showing that the infiltration BMPs will drain in 72 hours are provided. 

 
 Property includes a M.G.L. c. 21E site or a solid waste landfill and a mounding analysis is included. 

 
  

 
1 80% TSS removal is required prior to discharge to infiltration BMP if Dynamic Field method is used. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 3: Recharge (continued) 

 
 The infiltration BMP is used to attenuate peak flows during storms greater than or equal to the 10-

year 24-hour storm and separation to seasonal high groundwater is less than 4 feet and a mounding 
analysis is provided. 

 

  Documentation is provided showing that infiltration BMPs do not adversely impact nearby wetland 
resource areas. 

 
Standard 4: Water Quality 

 
The Long-Term Pollution Prevention Plan typically includes the following: 
 Good housekeeping practices;  
 Provisions for storing materials and waste products inside or under cover; 
 Vehicle washing controls; 
 Requirements for routine inspections and maintenance of stormwater BMPs;  
 Spill prevention and response plans;  
 Provisions for maintenance of lawns, gardens, and other landscaped areas;  
 Requirements for storage and use of fertilizers, herbicides, and pesticides; 
 Pet waste management provisions;  
 Provisions for operation and management of septic systems;  
 Provisions for solid waste management; 
 Snow disposal and plowing plans relative to Wetland Resource Areas; 
 Winter Road Salt and/or Sand Use and Storage restrictions; 
 Street sweeping schedules; 
 Provisions for prevention of illicit discharges to the stormwater management system; 
 Documentation that Stormwater BMPs are designed to provide for shutdown and containment in the 

event of a spill or discharges to or near critical areas or from LUHPPL; 
 Training for staff or personnel involved with implementing Long-Term Pollution Prevention Plan;  
 List of Emergency contacts for implementing Long-Term Pollution Prevention Plan. 

 

 

 

 

 

 

 

 

 

  A Long-Term Pollution Prevention Plan is attached to Stormwater Report and is included as an 
attachment to the Wetlands Notice of Intent. 

  Treatment BMPs subject to the 44% TSS removal pretreatment requirement and the one inch rule for 
calculating the water quality volume are included, and discharge: 

 
  is within the Zone II or Interim Wellhead Protection Area 

 
  is near or to other critical areas 

 
  is within soils with a rapid infiltration rate (greater than 2.4 inches per hour) 

 
  involves runoff from land uses with higher potential pollutant loads. 

 
 The Required Water Quality Volume is reduced through use of the LID site Design Credits. 

  Calculations documenting that the treatment train meets the 80% TSS removal requirement and, if 
applicable, the 44% TSS removal pretreatment requirement, are provided. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 
 

Standard 4: Water Quality (continued) 

 
 The BMP is sized (and calculations provided) based on: 

 
  The ½” or 1” Water Quality Volume or 

   The equivalent flow rate associated with the Water Quality Volume and documentation is 
 provided showing that the BMP treats the required water quality volume. 

 
 The applicant proposes to use proprietary BMPs, and documentation supporting use of proprietary 

BMP and proposed TSS removal rate is provided.  This documentation may be in the form of the 
propriety BMP checklist found in Volume 2, Chapter 4 of the Massachusetts Stormwater Handbook 
and submitting copies of the TARP Report, STEP Report, and/or other third party studies verifying 
performance of the proprietary BMPs. 

 

 

 
 A TMDL exists that indicates a need to reduce pollutants other than TSS and documentation showing 

that the BMPs selected are consistent with the TMDL is provided. 

 Standard 5: Land Uses With Higher Potential Pollutant Loads (LUHPPLs) 

 
 The NPDES Multi-Sector General Permit covers the land use and the Stormwater Pollution 

Prevention Plan (SWPPP) has been included with the Stormwater Report. 

 
 The NPDES Multi-Sector General Permit covers the land use and the SWPPP will be submitted prior 

to the discharge of stormwater to the post-construction stormwater BMPs. 

  The NPDES Multi-Sector General Permit does not cover the land use. 

  LUHPPLs are located at the site and industry specific source control and pollution prevention 
measures have been proposed to reduce or eliminate the exposure of LUHPPLs to rain, snow, snow 
melt and runoff, and been included in the long term Pollution Prevention Plan.  

  All exposure has been eliminated. 

  All exposure has not been eliminated and all BMPs selected are on MassDEP LUHPPL list. 

  The LUHPPL has the potential to generate runoff with moderate to higher concentrations of oil and 
grease (e.g. all parking lots with >1000 vehicle trips per day) and the treatment train includes an oil 
grit separator, a filtering bioretention area, a sand filter or equivalent.  

 Standard 6: Critical Areas 

 
 The discharge is near or to a critical area and the treatment train includes only BMPs that MassDEP 

has approved for stormwater discharges to or near that particular class of critical area. 

  Critical areas and BMPs are identified in the Stormwater Report. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 7: Redevelopments and Other Projects Subject to the Standards only to the maximum 
extent practicable 

 
 The project is subject to the Stormwater Management Standards only to the maximum Extent 

Practicable as a: 

   Limited Project 

 
  Small Residential Projects: 5-9 single family houses or 5-9 units in a multi-family development 

 provided there is no discharge that may potentially affect a critical area. 

 
  Small Residential Projects: 2-4 single family houses or 2-4 units in a multi-family development  
  with a discharge to a critical area 

 
  Marina and/or boatyard provided the hull painting, service and maintenance areas are protected 

 from exposure to rain, snow, snow melt and runoff 

   Bike Path and/or Foot Path 

   Redevelopment Project 

   Redevelopment portion of mix of new and redevelopment. 

 
 Certain standards are not fully met (Standard No. 1, 8, 9, and 10 must always be fully met) and an 

explanation of why these standards are not met is contained in the Stormwater Report. 

  The project involves redevelopment and a description of all measures that have been taken to 
improve existing conditions is provided in the Stormwater Report.  The redevelopment checklist found 
in Volume 2 Chapter 3 of the Massachusetts Stormwater Handbook may be used to document that 
the proposed stormwater management system (a) complies with Standards 2, 3 and the pretreatment 
and structural BMP requirements of Standards 4-6 to the maximum extent practicable and (b) 
improves existing conditions. 

 

 

 Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 

 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan must include the 
following information: 
 

 Narrative; 
 Construction Period Operation and Maintenance Plan; 
 Names of Persons or Entity Responsible for Plan Compliance; 
 Construction Period Pollution Prevention Measures; 
 Erosion and Sedimentation Control Plan Drawings; 
 Detail drawings and specifications for erosion control BMPs, including sizing calculations; 
 Vegetation Planning; 
 Site Development Plan; 
 Construction Sequencing Plan; 
 Sequencing of Erosion and Sedimentation Controls; 
 Operation and Maintenance of Erosion and Sedimentation Controls; 
 Inspection Schedule; 
 Maintenance Schedule; 
 Inspection and Maintenance Log Form. 

 

 

 

 

 

 

 

 

 
 A Construction Period Pollution Prevention and Erosion and Sedimentation Control Plan containing 

the information set forth above has been included in the Stormwater Report. 
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Massachusetts Department of Environmental Protection  
Bureau of Resource Protection - Wetlands Program 

Checklist for Stormwater Report  
 

 Checklist (continued) 

 
Standard 8: Construction Period Pollution Prevention and Erosion and Sedimentation Control 
(continued) 

  The project is highly complex and information is included in the Stormwater Report that explains why 
it is not possible to submit the Construction Period Pollution Prevention and Erosion and 
Sedimentation Control Plan with the application. A Construction Period Pollution Prevention and 
Erosion and Sedimentation Control has not been included in the Stormwater Report but will be 
submitted before land disturbance begins. 

 

 

  The project is not covered by a NPDES Construction General Permit. 

 
 The project is covered by a NPDES Construction General Permit and a copy of the SWPPP is in the 

Stormwater Report. 

 
 The project is covered by a NPDES Construction General Permit but no SWPPP been submitted.  

The SWPPP will be submitted BEFORE land disturbance begins. 

 Standard 9: Operation and Maintenance Plan 

 
 The Post Construction Operation and Maintenance Plan is included in the Stormwater Report and 

includes the following information: 

   Name of the stormwater management system owners; 

   Party responsible for operation and maintenance; 

   Schedule for implementation of routine and non-routine maintenance tasks; 

   Plan showing the location of all stormwater BMPs maintenance access areas; 

   Description and delineation of public safety features; 

   Estimated operation and maintenance budget; and 

   Operation and Maintenance Log Form. 

 
 The responsible party is not the owner of the parcel where the BMP is located and the Stormwater 

Report includes the following submissions: 

   A copy of the legal instrument (deed, homeowner’s association, utility trust or other legal entity) 
 that establishes the terms of and legal responsibility for the operation and maintenance of the 
 project site stormwater BMPs;  

 
  A plan and easement deed that allows site access for the legal entity to operate and maintain 

 BMP functions. 

 Standard 10: Prohibition of Illicit Discharges 

  The Long-Term Pollution Prevention Plan includes measures to prevent illicit discharges; 

  An Illicit Discharge Compliance Statement is attached; 

 
 NO Illicit Discharge Compliance Statement is attached but will be submitted prior to the discharge of 

any stormwater to post-construction BMPs. 
 



  

 

 

 

 

 

 

Appendix B:  
Soils Information 
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Map Unit Legend

Map Unit Symbol Map Unit Name Acres in AOI Percent of AOI

1 Water 2.4 4.5%

603 Urban land, wet substratum, 0 
to 3 percent slopes

33.7 65.0%

630C Charlton-Hollis-Urban land 
complex, 3 to 15 percent 
slopes

6.0 11.6%

655 Udorthents, wet substratum 9.8 18.9%

Totals for Area of Interest 51.9 100.0%
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-BITUMINOUS CONCRETE-
Dense gray silty SAND with gravel (SM), mps 1.0 in., no structure, no odor,
moist, 30% ash, brick and glass in fragments, particles, and specks

Medium dense gray silty SAND (SM), mps 0.5 in., no structure, no odor,
moist, 80% ash, in fragments, particles, and specks

 -FILL-

Note: Stratum change at 8.75 ft.
Stiff gray ORGANIC SILT (OL/OH), mps 0.05 in., no structure, no odor,
moist, root and plant fibers

 -ORGANIC DEPOSITS-

Stiff gray to red-brown ORGANIC SILT (OL/OH), mps 0.05 in., single
layer of fine sand at 15.0 ft, 0.2 ft thick, no odor, wet

S4A: Very stiff olive-brown to olive-gray lean CLAY (CL), mps 0.10 in., no
structure, no odor, moist, no pp data

 -MARINE DEPOSITS-

Very stiff olive-brown to olive-gray lean CLAY (CL), mps 0.3 in., no
structure, no odor, moist
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U - Undisturbed Sample

S - Split Spoon Sample
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†Note:  Maximum particle size is determined by direct observation within the limitations of sampler size.
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HW Drive to 19.0 ft

13S

Rig Make & Model:

Grout

Screen

Well Diagram

Sheet No.

15 December 2014

of Hole

Boston City Base

24

Dilatancy:  R - Rapid   S - Slow   N - None
Toughness:  L - Low   M - Medium   H - High

Cuttings

None

HA14-01

Samples

File No.

62.1

Location

HA14-01

Time (hr.)

Inside Diameter  (in.)

Boring No.

Driller

Datum

Type

Barrel

Water

Concrete

Hammer Fall  (in.)

Bentonite Seal

Finish

Elevation

K.SmithDrilling Equipment and Procedures

15 December 2014
1

D. Palleiko

Casing

Casing:

PID Make & Model:-

of Casing
Bottom

Winch   Safety Hammer

Time

Water Level Data

Note:   Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Sample ID

Boring No.

30

1 3/8

--

Elapsed Riser Pipe

Start

Bit Type:
S H&A Rep.

Plasticity:   N - Nonplastic   L - Low   M - Medium   H - High
Dry Strength:  N - None   L - Low   M - Medium   H - High   V - Very High

See Plan

Summary

Field Tests:

3

Drill Mud:
Hammer Weight  (lb) -140300

Date Bottom
Filter Sand

Hoist/Hammer:

--

Depth  (ft) to:

Sampler

Overburden  (ft)

Rock Cored  (ft)

Roller Bit
Mobile B-53 Truck
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 PPA = 2.25 -3.25 tsf
 PPD = 1.75 -3.40 tsf

Stiff gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist
 PPA = 2.25 - 2.5 tsf
 PPD = 2.0 - 2.5 tsf

 -MARINE DEPOSITS-

Medium dense gray SILT (ML), mps 0.05 in., no structure, no odor, wet

Medium dense gray SILT (ML), mps 0.05 in., frequent interbeds of lean clay
up to 8 in. thick, no odor, wet

Stiff gray lean CLAY (CL), mps 0.05 in., frequent fine sand partings, no
odor, moist

 PPA = 1.0 - 1.25 tsf
 PPD = 1.0 tsf

Very stiff gray lean CLAY (CL), mps 0.05 in., frequent fine sand partings,
no odor, moist

 PPA = 1.0 -1.25 tsf
 PPD = 1.0 tsf

Note: Drill action indicates stratum change.

Medium dense gray poorly graded SAND with silt (SP-SM), mps 0.05 in., no
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.
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structure, odor, wet

 -MARINE DEPOSITS-

Note: Rig chatters indicate gravel and cobbles at 53.0 and 55.5 ft.

Medium dense olive-gray fading to red-brown poorly graded SAND (SP),
mps 0.05 in., no odor, moist

Change to hard lean CLAY at 55.5 ft, no odor, moist

Note: Drill indicates stratum change.
Occasional cobbles

Very dense olive brown silty SAND with gravel (SM), mps 1.0 in., no
structure, no odor, wet

 -GLACIOFLUVIAL DEPOSITS-
Note:Advanced roller bit to 62.1 ft. Constant hard, smooth drilling.
Note: Refusal on probable BEDROCK.

 BOTTOM OF EXPLORATION 62.1 FT

15 25

N M

95

20

5

100

20

M

5 15

41321-000
3of3

NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.
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4
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SM

SM

OL/
OH

OL/
OH

S1
12

S2
9

S3
10

S4
16

 0.5
2.0

 5.0
7.0

 10.0
12.0

 15.0
17.0

15.6
0.4

5.5
10.5

-3.0
19.0

 -BITUMINOUS CONCRETE-
Loose brown silty SAND with gravel (SM), mps 0.8 in., no structure,
no odor, moist, 20 -25% ash, cinder, glass, coal in fragments, particles,
and specks

 -FILL-

Very loose gray, black and red-brown mottled 100% ASH, cinders, slag
in fragments, particles, and specks

Note: Stratum change at 10.5 ft.
10.5-12.5: Soft dark brown fibrous ORGANIC SILT (OL/OH), mps
0.05 in., rootmat structure, moderate H2S odor, moist

 -ORGANIC DEPOSITS-

Medium stiff light gray ORGANIC SILT (OL/OH), mps 0.05 in.,
occasional brown fibrous peat up to 2 in. thick, no odor, moist

Note: Drill action indicates stratum change at 19.0 ft
 -MARINE DEPOSITS-
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Client
Contractor NEW ENGLAND BORING CONTRACTORS, LLC

Project
WE 135 MORRISSEY BOULEVARD LLC
135 MORRISSEY BLVD, THE BOSTON GLOBE, BOSTON, MA

of

NW/HW

O - Open End Rod

T - Thin Wall Tube

U - Undisturbed Sample

S - Split Spoon Sample

3.0/4.0 16.0  (est.)

†Note:  Maximum particle size is determined by direct observation within the limitations of sampler size.
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HW Drive to

9S

Rig Make & Model:

Grout

Screen

Well Diagram

1400

Sheet No.

19 December 2014

of Hole

Boston City Base

24

Dilatancy:  R - Rapid   S - Slow   N - None
Toughness:  L - Low   M - Medium   H - High

Cuttings

None

HA14-02(OW)

Samples11.8

File No.

42.0

17.0

Location

HA14-02(OW)

Time (hr.)

12/19/14

Inside Diameter  (in.)

Boring No.

Driller

Datum

Type

Barrel

Water

Concrete

Hammer Fall  (in.)

Bentonite Seal

Finish

Elevation

K. SmithDrilling Equipment and Procedures

19 December 2014
1

D. Palleiko

Casing

Casing:

PID Make & Model:-

of Casing
Bottom

Cat-Head   Safety Hammer

Time

Water Level Data

Note:   Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Sample ID

Boring No.

30

1 3/8

--

Elapsed Riser Pipe

Start

Bit Type:
S H&A Rep.

Plasticity:   N - Nonplastic   L - Low   M - Medium   H - High
Dry Strength:  N - None   L - Low   M - Medium   H - High   V - Very High

0.25

See Plan

Summary

Field Tests:

2

Drill Mud:
Hammer Weight  (lb) -140300

Date Bottom
Filter Sand

Hoist/Hammer:

--

42.0

Depth  (ft) to:

Sampler

Overburden  (ft)

Rock Cored  (ft)

Roller Bit
Mobile B-53 Truck
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(Density/consistency, color, GROUP NAME, max. particle size†,
structure, odor, moisture, optional descriptions

GEOLOGIC INTERPRETATION)

Gravel Sand Field Test
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21

S6
24
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24

S9
24

 20.0
22.0

 25.0
27.0

 30.0
32.0

 35.0
37.0

 40.0
42.0

-26.0
42.0

Stiff yellow-brown lean CLAY (CL), mps 0.5 in., occasional fine sand
partings, no odor, moist

 PPA = 2.0 tsf
 PPD = 2.0 tsf

Note: Rig Chattering. Drill action indicates occasional gravel at 22.5 ft.

Medium stiff olive-gray lean CLAY (CL), mps 0.05 in., no structure,
no odor, moist

 PPA = 1.5 - 1.25 tsf
 PPD = 1.25 tsf

 -MARINE DEPOSITS-

Stiff gray lean CLAY (CL), mps 0.05 in., frequent interbeds of silt up
to 1.0 in. thick, no odor, moist

Medium stiff gray lean CLAY (CL), mps 0.05, no structure, no odor,
moist

 PPA = 1.0 -1.25 tsf
 PPD = 1.0 tsf

Medium stiff gray lean CLAY (CL), mps 0.05 in., no structure, no
odor, moist

 PPA = 1.0 tsf
 PPD = 0.75 tsf

 BOTTOM OF EXPLORATION 42.0 FT
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Boring No.

File No.

Boring No. HA14-02(OW)

Sheet No.

HA14-02(OW)
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(Density/consistency, color, GROUP NAME, max. particle size†,
structure, odor, moisture, optional descriptions

GEOLOGIC INTERPRETATION)

Gravel Sand Field Test
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WOH
1
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SM

ML

OL/
OH

OL/
OH

S1
8

S2
5

S3
18

S4
11

 0.5
2.0

 5.0
7.0

 10.0
12.0

 15.0
17.0

15.6
0.4

6.0
10.0

-2.0
18.0

 -BITUMINOUS CONCRETE-
Medium dense black and gray silty SAND with gravel (SM), mps 0.75 in., no
structure, no odor, moist, 20% ash in particles and specks

 -FILL-

Very loose dark brown with gray brown specks sandy SILT with gravel
(ML), mps 0.5 in., no structure, no odor, moist, 75-80% ash, coal in
fragments, particles and specks

 -ASH FILL-

Note: Stratum change at 10.0 ft.
Very soft brown to dark brown fibrous ORGANIC SOIL (OL/OH), mps 0.10
in., fibrous root mat structure, moderate to strong H2S odor, moist

 -ORGANIC DEPOSITS-

Stiff gray ORGANIC SILT (OL/OH), mps0.05 in., occasional plant fiber, no
odor, moist

 -MARINE DEPOSITS-
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Client
Contractor NEW ENGLAND BORING CONTRACTORS, LLC

Project
WE 135 MORRISSEY BOULEVARD LLC
135 MORRISSEY BLVD, THE BOSTON GLOBE, BOSTON, MA

of

HW

O - Open End Rod

T - Thin Wall Tube

U - Undisturbed Sample

S - Split Spoon Sample

4.0

5.0

16.0  (est.)

†Note:  Maximum particle size is determined by direct observation within the limitations of sampler size.
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HW Drive to 15 ft

22S

Rig Make & Model:

Grout

Screen

Well Diagram

0700

Sheet No.

19 December 2014

of Hole

Boston City Base

24

Dilatancy:  R - Rapid   S - Slow   N - None
Toughness:  L - Low   M - Medium   H - High

Cuttings

None

HA14-03

Samples11.05

File No.

124.0

11.34

15

Location

HA14-03

Time (hr.)

12/17/14

Inside Diameter  (in.)

Boring No.

Driller

Datum

Type

Barrel

Water

Concrete

Hammer Fall  (in.)

Bentonite Seal

15

Finish

12/18/14

Elevation

K. SmithDrilling Equipment and Procedures

16 December 2014
1

D. Palleiko

Casing

Casing:

PID Make & Model:-

of Casing
Bottom

Cat-Head   Safety Hammer

Time

Water Level Data

Note:   Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Sample ID

Boring No.

30

1 3/8

NX

Elapsed Riser Pipe

Start

Bit Type:
S H&A Rep.

Plasticity:   N - Nonplastic   L - Low   M - Medium   H - High
Dry Strength:  N - None   L - Low   M - Medium   H - High   V - Very High

16

See Plan

Summary

Field Tests:

6

Drill Mud:
Hammer Weight  (lb) -140300

Date Bottom
Filter Sand

Hoist/Hammer:

2.0

48.25

Depth  (ft) to:

107.60700

Sampler

Overburden  (ft)

Rock Cored  (ft)

16

Roller Bit
Mobile B-53 Truck
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TEST BORING REPORT
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ft) VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(Density/consistency, color, GROUP NAME, max. particle size†,
structure, odor, moisture, optional descriptions

GEOLOGIC INTERPRETATION)

Gravel Sand Field Test
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ML
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S10
14

 20.0
22.0

 25.0
27.0

 30.0
32.0

 35.0
37.0

 40.0
42.0

 45.0
47.0

Stiff gray lean CLAY (CL). mps 0.05 in., no structure, no odor, moist

Stiff gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist

Stiff gray lean CLAY (CL), mps 0.05 in., frequent moderately angular fine
sand partings up to 1/32 in. thick, no odor, moist

 PPA = 0.5 tsf
 PPD = 0.5 tsf

Soft gray lean CLAY (CL), mps 0.05 in., frequent silt layers up to 2 in.
thick, no odor, moist

 PPA = 1.0 - 1.5 tsf
 PPD = 1.0 - 1.25 tsf

 -MARINE DEPOSITS-

Medium stiff gray lean CLAY (CL), frequent interbeds of silt up to 2 in.
thick, no odor, moist

Loose gray SILT (ML), mps 0.05 in., frequent lean CLAY (CL) interbeds up
to 2 in. thick, no odor, moist
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Boring No.

File No.

Boring No. HA14-03

Sheet No.

HA14-03
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TEST BORING REPORT
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ft) VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(Density/consistency, color, GROUP NAME, max. particle size†,
structure, odor, moisture, optional descriptions

GEOLOGIC INTERPRETATION)

Gravel Sand Field Test

%
 F

in
e

%
 C

oa
rs

e

%
 M

ed
iu

m

%
 F

in
e

%
 F

in
es

D
ila

ta
nc

y

%
 C

oa
rs

e

T
ou

gh
n

es
s

P
la

st
ic

ity

S
tr

en
gt

h

Field Test



3
4
5
10

4
4
5
5

3
5
5
7

1
3
2
3

WOR
6
6
6

2
3
4
7

CL

CL

CL

CL

CL

CL
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24

S12
15

S13
24

S14
24

S15
24

S16
15

 50.0
52.0

 55.0
57.0

 60.0
62.0

 65.0
67.0

 70.0
72.0

 75.0
77.0

Stiff gray lean CLAY (CL), mps 0.05 in., frequent vertical silt partings, no
odor, moist, no PP data

Stiff gray lean CLAY (CL), mps 0.05 in., frequent fine sand/silt partings, no
odor, moist

 PPA = 1.25 tsf
 PPD = 1.0 tsf

Stiff gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist
 PPA = 1.25 tsf
 PPD = 1.0 tsf

Medium stiff gray lean CLAY (CL), mps 0.05 in., frequent interbeds of silt
up to 2 in. thick, no odor, wet

Stiff gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist
 PPA = 0.75 tsf
 PPD = 0.75 tsf

 -MARINE DEPOSITS-

Medium stiff gray lean CLAY (CL), mps 0.05 in., occasional fine sand
partings, no odor, moist
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.

Boring No.

File No.

Boring No. HA14-03

Sheet No.

HA14-03
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ft) VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(Density/consistency, color, GROUP NAME, max. particle size†,
structure, odor, moisture, optional descriptions

GEOLOGIC INTERPRETATION)

Gravel Sand Field Test
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WOH

3
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WOR/18"
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4
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S17
24

S18
24

S19
24

 80.0
82.0

 90.0
92.0

 100.0
102.0

Soft gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist
 PPA = 0.5 tsf

Very soft gray lean CLAY (CL), mps 0.05 in., no structure, no odor, moist
 PPA = 0.05 tsf
 PPD = 0.5 tsf

Soft gray lean CLAY (CL), mps 0.05 in., frequent fine sand partings, no
odor, moist

 PPA = 0.5 tsf
 PPD = 0.5 tsf
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.
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File No.

Boring No. HA14-03

Sheet No.

HA14-03
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TEST BORING REPORT
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ft) VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(Density/consistency, color, GROUP NAME, max. particle size†,
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121.4

-93.0
109.0

-98.0
114.0

-102.0
118.0

Note: Stratum change at 109.0 ft.

Very dense light brown well graded SAND with silt and gravel (SW-SM),
mps 0.8 in., no structure, no odor, occasional  iron stained band

 -GLACIOFLUVIAL DEPOSITS-

Note: Drill action indicates stratum change at 114.0 ft.

Very dense light brown and gray mottled silty GRAVEL (GM), mps 1.2 in.,
weakly bonded, no odor, moist

 -GLACIAL TILL-

Note: Drill action indicates stratum change. Till gets harder.

 -GLACIAL TILL-

Very dense light brown and gray mottled silty GRAVEL with sand (GM),
mps 1.2 in., moderately bonded, no odor, moist

Note: Drill action indicates top of bedrock at 122.0 ft.

 TOP OF BEDROCK AT 122.0 FT
SEE CORE BORING REPORT FOR ROCK DETAILS
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NOTE:  Soil identification based on visual-manual methods of the USCS as practiced by Haley & Aldrich, Inc.
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Slight
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 122.0

-113.0
 129.0

4

5

5

5

Note: Advanced to 124.0 ft. Consistently hard material

Medium hard, slightly weathered, lilac-purple aphanitic to fine grained ARGILLITE.
Bedding extremely thin to very thin, low angle. Primary joints low angle, bed parallel, very
close to extremely close, smooth, planar, fresh to discolored with iron stain, tight.
Secondary joints high angle, close to moderately close, smooth, plan, fresh to discolored
with iron stain, tight.

 -CAMBRIDGE ARGILLITE-

 BOTTOM OF EXPLORATION 129.0 FT

SEE TEST BORING REPORT FOR OVERBURDEN DETAILS
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Letter of Transmittal 

 

 

www.haleyaldrich.com 

HALEY & ALDRICH, INC. 

465 Medford St. 

Suite 2200 

Boston, MA 02129 

617.886.7400 

Date 15 March 2018  

File Number 130861-009 

From Lee S. Vanzler, P.E.; Michael J. Atwood, P.E. 

  
  
To Hacin + Associates 

11 Beacon Street, Suite 1010 

Boston, MA 02108 

  
Attention Richard Latini, P.E. 

Copy to Nordblom:  Todd Fremont-Smith; Steve Logan 

John Moriarty & Associates: Will Marini; Joel Dyson; Eric Harstad; David Leathers 

Stantec: Thomas Urtz 

 

Subject 135 Morrisey Boulevard – Test Pit Explorations and Hydraulic Conductivity 

  
  
Attachments   

Test Pit Exploration Location Plan 

Logs of Test Pit Explorations 

Test Pit Photographs 

Soil Gradation Data 

 

 

Transmitted via � First class mail   � Overnight express   � Hand delivery   � Email 

 

 

We have reviewed soil gradation laboratory testing from soil samples collected during the 7 March 2018 

test pit exploration program at 135 Morrisey Boulevard.   The soil samples were collected from each of 

the three (3) test pits conducted within the area of the proposed stormwater recharge systems; refer 

the attached sketch showing the designations and approximate locations of the test pits, as well as 

photographs of each pit.   

 

The table below provides a general summary of our observations, as well as an estimate of hydraulic 

conductivity calculated from the soil gradation laboratory testing.   Additional description of the 

conditions observed is included in the attached test pit logs. 

 

Test Pit 

ID 
Test Pit Depth (ft) 

Depth to 

Groundwater (ft) 

Groundwater 

Elevation (BCB) 

Estimated Hydraulic 

Conductivity (cm/sec) 

TP18-1 9.5 7.0 10.0 1x10-2 

TP18-2 9.5 8.0 7.5 2x10-4 

TP18-3 10.0 9.5 9.0 3x10-6 

 



 

 

 

 

 

 

Letter of Transmittal 

 

 

www.haleyaldrich.com 

HALEY & ALDRICH, INC. 

465 Medford St. 

Suite 2200 

Boston, MA 02129 

617.886.7400 

As you are aware, there is inherent variability in subsurface conditions, particularly in the near surface 

urban fill soils – this is evident from the wide range of estimated hydraulic conductivity in each of the 

three pits.  While the hydraulic conductivity estimates are representative of the soil sample collected, 

permeability characteristics could vary across the plan limits of the proposed recharge systems.    

 

Please let us know if you have any questions or if you need further information to help advance your 

stormwater recharge system design.   

 

 



TP18-1

TP18-2

TP18-3

APPROXIMATE
LOCATION OF TEST
PIT EXPLORATION

135 MORRISEY BOULEVARD
BOSTON, MASSACHUSETTS

TEST PIT EXPLORATION LOCATION PLAN

HALEY & ALDRICH, INC.
MARCH 2018



16.2
0.8
15.7
1.3

11.0
6.0

7.5
9.5

SP

SM

SP

-BITUMINOUS CONCRETE-

Tan poorly graded SAND with gravel (SP), mps 1.5 in., no structure,
no odor, dry, 1.5 dense grade (1.3 ft)

Light brown silty SAND with gravel (SM), mps 3.0 ft, no structure, no
odor, dry, pieces/fragments of brick, glass, asphalt, pieces of 4.0 in.
clay throughout

-URBAN FILL-

Brown poorly graded SAND with gravel (SP), mps 6.0 in., no odor,
wet, pockets of approximately 2.0 to 3.0 in. organics

Note: Encountered water at 8.0 ft.

-FILL-

BOTTOM OF EXPLORATION 9.5 FT
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Dry Strength   N - None  L - Low  M - Medium  H - High  V - Very High

Test Pit No.TEST PIT LOG

Approx. Vol. (cu.ft)

7 Mar 2018

VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(color, natural grain size and artificial component percentage estimates, maximum
particle size, manual test properties, structure, odors, moisture,

other descriptions and observations
GEOLOGIC INTERPRETATION)

Field TestsGravel Sand
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15.0
0.5

12.5
3.0
12.0
3.5

6.0
9.5

SP

SP

SM

-BITUMINOUS CONCRETE-

Yellow brown poorly graded SAND (SP), mps 0.5 in., no structure, no
odor, dry
Note: Sidewell wet (south).

-FILL-

Gray poorly graded SAND with gravel (SP), mps 1.0 in., no structure,
no odor, dry, dense grade

-FILL-

Dark brown silty SAND with gravel (SM), mps 16.0 in., no structure,
slight odor, dry, pieces of wood, brick, some cinders

Note: Groundwater at 8.0 ft. Sample taken 3.5 to 6.0 ft.

-FILL-

Note: Sidewalls on south had water poring out.

BOTTOM OF EXPLORATION 9.5 FT
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Dilatancy                             R - Rapid     S - Slow     N - None
Toughness                        L - Low     M - Medium     H - High
Plasticity                  N - Nonplastic   L - Low   M - Medium   H - High
Dry Strength   N - None  L - Low  M - Medium  H - High  V - Very High

Test Pit No.TEST PIT LOG
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VISUAL-MANUAL IDENTIFICATION AND DESCRIPTION

(color, natural grain size and artificial component percentage estimates, maximum
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GEOLOGIC INTERPRETATION)

Field TestsGravel Sand

  %
 F

in
e

  %
 C

oa
rs

e

  %
 M

ed
iu

m

  D
ila

ta
nc

y

  T
ou

gh
n

es
s

  P
la

st
ic

ity

  S
tr

en
gt

h

  %
 C

oa
rs

e

  %
 F

in
es

  %
 F

in
e

TP18-2
4.0 - 6.5



18.3
0.317.9
0.6

16.9
1.6

8.5
10.0

SP

SP- SM

SP- SM

-BITUMINOUS CONCRETE-
Tan poorly graded SAND with gravel (SP), mps 1.0 in., no structure,
no odor, dry - dense grade
Brown poorly graded SAND with silt and gravel (SP-SM), mps 3.0 in.,
no structure, no odor, dry

-FILL-

Gray to brown poorly graded SAND with silt and gravel (SP-SM), mps
2.0 in., no structure, no odor, dry, pieces of clinkers, glass, brick, coal

Note: Ash percentage up to 30%.

-FILL-

Note: Groundwater at 9.5 ft.
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GEOLOGIC INTERPRETATION)

Field TestsGravel Sand

  %
 F

in
e

  %
 C

oa
rs

e

  %
 M

ed
iu

m

  D
ila

ta
nc

y

  T
ou

gh
n

es
s

  P
la

st
ic

ity

  S
tr

en
gt

h

  %
 C

oa
rs

e

  %
 F

in
es

  %
 F

in
e

TP18-3
0.0 - 10.0



TEST PIT PHOTOGRAPH:  TP18-1



TEST PIT PHOTOGRAPH:  TP18-2



TEST PIT PHOTOGRAPH:  TP18-3



DATE: FILE NO:

TP18-1A 3.0-6.0 ft. 9.7 19.64 0.43 SP

TP18-2 3.0-6.0 ft. 15.1 SM

TP18-3 4.0-7.0 ft. 35.5 SM

Gray poorly graded sand with gravel

Dark brown silty sand

Brown silty sand with gravel

Geotechnical Consulting Services, 135 Morrissey Boulevard
Boston, Massachusetts

3/12/2018 130861.009

Atterberg Limits % Water

WL WP IP (%)
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Appendix C:  
Pre-Development Hydrology 

 

 

 

 

 

  



 



E1=63,776 S.F.

E4=83,416 S.F.E3=247,510 S.F.

E3

E2 BLDG 1=328,992 S.F.

FIGURE

D.1



E1

TO WILLIAM T.
 MORRISSEY

 BOULEVARD (DP#1)

E2

ROOF (DP#2)

E3

TO DMH SOUTHEAST
 EXPRESSWAY (DP#3)

E4

TO 24" DRAIN LINE
 (DP#4)

1L

WILLIAM T.
 MORRISSEY
 BOULEVARD

2L

PROJECT SITE

Routing Diagram for Pre-135 Morrissey Blvd
Prepared by Howard Stein Hudson,  Printed 5/17/2018

HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Subcat Reach Pond Link



Pre-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 2HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Area Listing (all nodes)

Area
(acres)

CN Description
(subcatchment-numbers)

0.720 74 >75% Grass cover, Good, HSG C  (E1, E3, E4)
8.341 98 Paved parking, HSG C  (E1, E3, E4)
7.553 98 Roofs, HSG C  (E2)

16.614 97 TOTAL AREA
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Summary for Subcatchment E1: TO WILLIAM T. MORRISSEY BOULEVARD (DP#1)

Runoff = 4.05 cfs @ 12.07 hrs,  Volume= 0.282 af,  Depth> 2.31"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
1.053 98 Paved parking, HSG C
0.411 74 >75% Grass cover, Good, HSG C
1.464 91 Weighted Average
0.411 28.07% Pervious Area
1.053 71.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E2: ROOF (DP#2)

Runoff = 24.77 cfs @ 12.07 hrs,  Volume= 1.904 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
7.553 98 Roofs, HSG C
7.553 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E3: TO DMH SOUTHEAST EXPRESSWAY (DP#3)

Runoff = 18.64 cfs @ 12.07 hrs,  Volume= 1.432 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
5.594 98 Paved parking, HSG C
0.088 74 >75% Grass cover, Good, HSG C
5.682 98 Weighted Average
0.088 1.55% Pervious Area
5.594 98.45% Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E4: TO 24" DRAIN LINE (DP#4)

Runoff = 5.94 cfs @ 12.07 hrs,  Volume= 0.431 af,  Depth> 2.70"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
1.694 98 Paved parking, HSG C
0.221 74 >75% Grass cover, Good, HSG C
1.915 95 Weighted Average
0.221 11.54% Pervious Area
1.694 88.46% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.464 ac, 71.93% Impervious,  Inflow Depth > 2.31"    for  2-YR event
Inflow = 4.05 cfs @ 12.07 hrs,  Volume= 0.282 af
Primary = 4.05 cfs @ 12.07 hrs,  Volume= 0.282 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs

Summary for Link 2L: PROJECT SITE

Inflow Area = 15.150 ac, 97.96% Impervious,  Inflow Depth > 2.98"    for  2-YR event
Inflow = 49.35 cfs @ 12.07 hrs,  Volume= 3.768 af
Primary = 49.35 cfs @ 12.07 hrs,  Volume= 3.768 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Subcatchment E1: TO WILLIAM T. MORRISSEY BOULEVARD (DP#1)

Runoff = 7.00 cfs @ 12.07 hrs,  Volume= 0.502 af,  Depth> 4.12"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
1.053 98 Paved parking, HSG C
0.411 74 >75% Grass cover, Good, HSG C
1.464 91 Weighted Average
0.411 28.07% Pervious Area
1.053 71.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E2: ROOF (DP#2)

Runoff = 39.36 cfs @ 12.07 hrs,  Volume= 3.084 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
7.553 98 Roofs, HSG C
7.553 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E3: TO DMH SOUTHEAST EXPRESSWAY (DP#3)

Runoff = 29.61 cfs @ 12.07 hrs,  Volume= 2.320 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
5.594 98 Paved parking, HSG C
0.088 74 >75% Grass cover, Good, HSG C
5.682 98 Weighted Average
0.088 1.55% Pervious Area
5.594 98.45% Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E4: TO 24" DRAIN LINE (DP#4)

Runoff = 9.72 cfs @ 12.07 hrs,  Volume= 0.727 af,  Depth> 4.56"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
1.694 98 Paved parking, HSG C
0.221 74 >75% Grass cover, Good, HSG C
1.915 95 Weighted Average
0.221 11.54% Pervious Area
1.694 88.46% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.464 ac, 71.93% Impervious,  Inflow Depth > 4.12"    for  10-YR event
Inflow = 7.00 cfs @ 12.07 hrs,  Volume= 0.502 af
Primary = 7.00 cfs @ 12.07 hrs,  Volume= 0.502 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs

Summary for Link 2L: PROJECT SITE

Inflow Area = 15.150 ac, 97.96% Impervious,  Inflow Depth > 4.86"    for  10-YR event
Inflow = 78.68 cfs @ 12.07 hrs,  Volume= 6.131 af
Primary = 78.68 cfs @ 12.07 hrs,  Volume= 6.131 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Subcatchment E1: TO WILLIAM T. MORRISSEY BOULEVARD (DP#1)

Runoff = 11.59 cfs @ 12.07 hrs,  Volume= 0.857 af,  Depth> 7.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
1.053 98 Paved parking, HSG C
0.411 74 >75% Grass cover, Good, HSG C
1.464 91 Weighted Average
0.411 28.07% Pervious Area
1.053 71.93% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E2: ROOF (DP#2)

Runoff = 62.30 cfs @ 12.07 hrs,  Volume= 4.950 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
7.553 98 Roofs, HSG C
7.553 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E3: TO DMH SOUTHEAST EXPRESSWAY (DP#3)

Runoff = 46.87 cfs @ 12.07 hrs,  Volume= 3.724 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
5.594 98 Paved parking, HSG C
0.088 74 >75% Grass cover, Good, HSG C
5.682 98 Weighted Average
0.088 1.55% Pervious Area
5.594 98.45% Impervious Area
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Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Subcatchment E4: TO 24" DRAIN LINE (DP#4)

Runoff = 15.61 cfs @ 12.07 hrs,  Volume= 1.198 af,  Depth> 7.51"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
1.694 98 Paved parking, HSG C
0.221 74 >75% Grass cover, Good, HSG C
1.915 95 Weighted Average
0.221 11.54% Pervious Area
1.694 88.46% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 

Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.464 ac, 71.93% Impervious,  Inflow Depth > 7.03"    for  100-YR event
Inflow = 11.59 cfs @ 12.07 hrs,  Volume= 0.857 af
Primary = 11.59 cfs @ 12.07 hrs,  Volume= 0.857 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs

Summary for Link 2L: PROJECT SITE

Inflow Area = 15.150 ac, 97.96% Impervious,  Inflow Depth > 7.82"    for  100-YR event
Inflow = 124.78 cfs @ 12.07 hrs,  Volume= 9.872 af
Primary = 124.78 cfs @ 12.07 hrs,  Volume= 9.872 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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P1B=0.86 Ac.
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P1A=0.57 Ac.
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Area Listing (all nodes)

Area
(acres)

CN Description
(subcatchment-numbers)

1.684 74 >75% Grass cover, Good, HSG C  (P1A, P1B, P1C, P3A, P3B, P4)
0.033 96 Gravel surface, HSG C  (P1B, P1C, P3A)
0.095 74 Landscaped Areas  (P3)
7.217 98 Paved parking, HSG C  (P1A, P1B, P1C, P3A, P3B, P4)
0.323 98 Pavement  (P3)
2.266 98 Roof  (P2C)
4.984 98 Roofs, HSG C  (P2A, P2B, P2D)

16.602 95 TOTAL AREA
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Summary for Subcatchment P1A: Northerly Portion of Front Parking

Runoff = 1.58 cfs @ 12.07 hrs,  Volume= 0.110 af,  Depth> 2.31"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
0.409 98 Paved parking, HSG C
0.162 74 >75% Grass cover, Good, HSG C
0.571 91 Weighted Average
0.162 28.37% Pervious Area
0.409 71.63% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P1B: Southerly Portion of Front Parking

Runoff = 2.61 cfs @ 12.07 hrs,  Volume= 0.187 af,  Depth> 2.60"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
0.728 98 Paved parking, HSG C
0.131 74 >75% Grass cover, Good, HSG C
0.003 96 Gravel surface, HSG C
0.862 94 Weighted Average
0.134 15.55% Pervious Area
0.728 84.45% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P1C: Parking Near Sourtherly Entrace

Runoff = 2.78 cfs @ 12.07 hrs,  Volume= 0.202 af,  Depth> 2.70"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
0.775 98 Paved parking, HSG C
0.109 74 >75% Grass cover, Good, HSG C
0.012 96 Gravel surface, HSG C
0.896 95 Weighted Average
0.121 13.50% Pervious Area
0.775 86.50% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2A: Northerly Roof Area

Runoff = 3.27 cfs @ 12.07 hrs,  Volume= 0.251 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
0.997 98 Roofs, HSG C
0.997 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2B: Southeasterly Roof Area

Runoff = 8.34 cfs @ 12.07 hrs,  Volume= 0.641 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
2.543 98 Roofs, HSG C
2.543 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2C: Central Roof Area

Runoff = 7.43 cfs @ 12.07 hrs,  Volume= 0.571 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
* 2.266 98 Roof

2.266 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2D: Parking Deck

Runoff = 4.74 cfs @ 12.07 hrs,  Volume= 0.364 af,  Depth> 3.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
1.444 98 Roofs, HSG C
1.444 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3: Northerly Courtyard

Runoff = 1.23 cfs @ 12.07 hrs,  Volume= 0.087 af,  Depth> 2.50"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (sf) CN Description
* 4,131 74 Landscaped Areas
* 14,060 98 Pavement

18,191 93 Weighted Average
4,131 22.71% Pervious Area

14,060 77.29% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3A: At Westerly Entry and Parking Ramp

Runoff = 9.08 cfs @ 12.07 hrs,  Volume= 0.644 af,  Depth> 2.50"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
2.458 98 Paved parking, HSG C
0.611 74 >75% Grass cover, Good, HSG C
0.018 96 Gravel surface, HSG C
3.087 93 Weighted Average
0.629 20.38% Pervious Area
2.458 79.62% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3B: Easterly Portion of Main Parking

Runoff = 5.19 cfs @ 12.07 hrs,  Volume= 0.368 af,  Depth> 2.50"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
1.426 98 Paved parking, HSG C
0.338 74 >75% Grass cover, Good, HSG C
1.764 93 Weighted Average
0.338 19.16% Pervious Area
1.426 80.84% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P4: Southwesterly Portion of Main Parking

Runoff = 5.16 cfs @ 12.07 hrs,  Volume= 0.366 af,  Depth> 2.50"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  2-YR Rainfall=3.26"

Area (ac) CN Description
1.421 98 Paved parking, HSG C
0.333 74 >75% Grass cover, Good, HSG C
1.754 93 Weighted Average
0.333 18.99% Pervious Area
1.421 81.01% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Pond INF #1: In Northerly Courtyard

Inflow Area = 0.997 ac,100.00% Impervious,  Inflow Depth > 3.03"    for  2-YR event
Inflow = 3.27 cfs @ 12.07 hrs,  Volume= 0.251 af
Outflow = 2.68 cfs @ 12.12 hrs,  Volume= 0.168 af,  Atten= 18%,  Lag= 3.1 min
Discarded = 0.02 cfs @ 8.09 hrs,  Volume= 0.032 af
Primary = 2.66 cfs @ 12.12 hrs,  Volume= 0.135 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 14.37' @ 12.12 hrs   Surf.Area= 0.068 ac   Storage= 0.099 af

Plug-Flow detention time= 166.9 min calculated for 0.168 af (67% of inflow)
Center-of-Mass det. time= 68.5 min ( 823.2 - 754.6 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.029 af 39.50'W x 46.34'L x 3.50'H Field A

0.147 af Overall - 0.051 af Embedded = 0.096 af  x 30.0% Voids
#2A 12.50' 0.051 af ADS_StormTech SC-740 +Cap  x 48  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
8 Rows of 6 Chambers

#3B 12.00' 0.018 af 44.25'W x 24.98'L x 3.50'H Field B
0.089 af Overall - 0.028 af Embedded = 0.060 af  x 30.0% Voids

#4B 12.50' 0.028 af ADS_StormTech SC-740 +Cap  x 27  Inside #3
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
9 Rows of 3 Chambers

#5 12.45' 0.002 af 5.00'D x 3.45'H DMH
0.128 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.45' 12.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.45' / 12.40'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 14.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 8.09 hrs  HW=12.45'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=2.65 cfs @ 12.12 hrs  HW=14.37'   (Free Discharge)
2=Culvert  (Passes 2.65 cfs of 3.56 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 2.65 cfs @ 1.78 fps)
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Stage-Area-Storage for Pond INF #1: In Northerly Courtyard

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.067 0.000
12.05 0.067 0.001
12.10 0.067 0.002
12.15 0.067 0.003
12.20 0.067 0.004
12.25 0.067 0.005
12.30 0.067 0.006
12.35 0.067 0.007
12.40 0.067 0.008
12.45 0.068 0.009
12.50 0.068 0.010
12.55 0.068 0.013
12.60 0.068 0.015
12.65 0.068 0.018
12.70 0.068 0.021
12.75 0.068 0.023
12.80 0.068 0.026
12.85 0.068 0.028
12.90 0.068 0.031
12.95 0.068 0.034
13.00 0.068 0.036
13.05 0.068 0.039
13.10 0.068 0.041
13.15 0.068 0.044
13.20 0.068 0.046
13.25 0.068 0.049
13.30 0.068 0.051
13.35 0.068 0.054
13.40 0.068 0.056
13.45 0.068 0.058
13.50 0.068 0.061
13.55 0.068 0.063
13.60 0.068 0.066
13.65 0.068 0.068
13.70 0.068 0.070
13.75 0.068 0.072
13.80 0.068 0.075
13.85 0.068 0.077
13.90 0.068 0.079
13.95 0.068 0.081
14.00 0.068 0.084
14.05 0.068 0.086
14.10 0.068 0.088
14.15 0.068 0.090
14.20 0.068 0.092
14.25 0.068 0.094
14.30 0.068 0.096
14.35 0.068 0.098
14.40 0.068 0.100
14.45 0.068 0.102
14.50 0.068 0.103
14.55 0.068 0.105
14.60 0.068 0.107

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

14.65 0.068 0.108
14.70 0.068 0.110
14.75 0.068 0.111
14.80 0.068 0.113
14.85 0.068 0.114
14.90 0.068 0.115
14.95 0.068 0.116
15.00 0.068 0.117
15.05 0.068 0.118
15.10 0.068 0.119
15.15 0.068 0.120
15.20 0.068 0.121
15.25 0.068 0.122
15.30 0.068 0.123
15.35 0.068 0.124
15.40 0.068 0.125
15.45 0.068 0.126
15.50 0.068 0.128
15.55 0.068 0.128
15.60 0.068 0.128
15.65 0.068 0.128
15.70 0.068 0.128
15.75 0.068 0.128
15.80 0.068 0.128
15.85 0.068 0.128
15.90 0.068 0.128
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Summary for Pond INF #2: In Front Parking

Inflow Area = 0.571 ac, 71.63% Impervious,  Inflow Depth > 2.31"    for  2-YR event
Inflow = 1.58 cfs @ 12.07 hrs,  Volume= 0.110 af
Outflow = 0.92 cfs @ 12.17 hrs,  Volume= 0.073 af,  Atten= 42%,  Lag= 6.1 min
Discarded = 0.01 cfs @ 8.31 hrs,  Volume= 0.018 af
Primary = 0.91 cfs @ 12.17 hrs,  Volume= 0.055 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 12.49' @ 12.17 hrs   Surf.Area= 0.048 ac   Storage= 0.041 af

Plug-Flow detention time= 158.1 min calculated for 0.073 af (66% of inflow)
Center-of-Mass det. time= 61.1 min ( 861.5 - 800.3 )

Volume Invert Avail.Storage Storage Description
#1A 10.87' 0.023 af 24.83'W x 74.40'L x 2.33'H Field A

0.099 af Overall - 0.024 af Embedded = 0.075 af  x 30.0% Voids
#2A 11.37' 0.024 af ADS_StormTech SC-310 +Cap  x 70  Inside #1

Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
7 Rows of 10 Chambers

#3B 10.87' 0.003 af 8.17'W x 31.68'L x 2.33'H Field B
0.014 af Overall - 0.003 af Embedded = 0.011 af  x 30.0% Voids

#4B 11.37' 0.003 af ADS_StormTech SC-310 +Cap  x 8  Inside #3
Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
2 Rows of 4 Chambers

0.052 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.87' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.20' 12.0"  Round Culvert   

L= 7.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.20' / 11.10'   S= 0.0143 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 12.30' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.01 cfs @ 8.31 hrs  HW=10.89'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=0.90 cfs @ 12.17 hrs  HW=12.49'   (Free Discharge)
2=Culvert  (Passes 0.90 cfs of 2.65 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 0.90 cfs @ 1.21 fps)
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Stage-Area-Storage for Pond INF #2: In Front Parking

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.87 0.048 0.000
10.92 0.048 0.001
10.97 0.048 0.001
11.02 0.048 0.002
11.07 0.048 0.003
11.12 0.048 0.004
11.17 0.048 0.004
11.22 0.048 0.005
11.27 0.048 0.006
11.32 0.048 0.007
11.37 0.048 0.007
11.42 0.048 0.009
11.47 0.048 0.011
11.52 0.048 0.013
11.57 0.048 0.014
11.62 0.048 0.016
11.67 0.048 0.018
11.72 0.048 0.020
11.77 0.048 0.021
11.82 0.048 0.023
11.87 0.048 0.025
11.92 0.048 0.026
11.97 0.048 0.028
12.02 0.048 0.029
12.07 0.048 0.031
12.12 0.048 0.032
12.17 0.048 0.034
12.22 0.048 0.035
12.27 0.048 0.036
12.32 0.048 0.038
12.37 0.048 0.039
12.42 0.048 0.040
12.47 0.048 0.041
12.52 0.048 0.042
12.57 0.048 0.043
12.62 0.048 0.044
12.67 0.048 0.045
12.72 0.048 0.045
12.77 0.048 0.046
12.82 0.048 0.047
12.87 0.048 0.047
12.92 0.048 0.048
12.97 0.048 0.049
13.02 0.048 0.050
13.07 0.048 0.050
13.12 0.048 0.051
13.17 0.048 0.052
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Summary for Pond INF #3: South of Building

Inflow Area = 3.439 ac, 96.48% Impervious,  Inflow Depth > 2.94"    for  2-YR event
Inflow = 11.12 cfs @ 12.07 hrs,  Volume= 0.843 af
Outflow = 11.52 cfs @ 12.07 hrs,  Volume= 0.569 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.04 cfs @ 11.98 hrs,  Volume= 0.071 af
Primary = 11.48 cfs @ 12.07 hrs,  Volume= 0.498 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 14.09' @ 12.07 hrs   Surf.Area= 0.151 ac   Storage= 0.292 af

Plug-Flow detention time= 170.1 min calculated for 0.569 af (68% of inflow)
Center-of-Mass det. time= 73.5 min ( 834.0 - 760.5 )

Volume Invert Avail.Storage Storage Description
#1A 9.00' 0.101 af 25.25'W x 259.94'L x 3.50'H Field A

0.527 af Overall - 0.190 af Embedded = 0.338 af  x 30.0% Voids
#2A 9.50' 0.190 af ADS_StormTech SC-740 +Cap  x 180  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
5 Rows of 36 Chambers

#3 12.20' 0.002 af 5.00'D x 3.50'H DMH
0.293 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 9.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.00' 24.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.00' / 11.95'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

Discarded OutFlow  Max=0.04 cfs @ 11.98 hrs  HW=12.25'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=11.42 cfs @ 12.07 hrs  HW=14.08'   (Free Discharge)
2=Culvert  (Barrel Controls 11.42 cfs @ 4.34 fps)
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Stage-Area-Storage for Pond INF #3: South of Building

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

9.00 0.151 0.000
9.10 0.151 0.005
9.20 0.151 0.009
9.30 0.151 0.014
9.40 0.151 0.018
9.50 0.151 0.023
9.60 0.151 0.035
9.70 0.151 0.047
9.80 0.151 0.059
9.90 0.151 0.071

10.00 0.151 0.083
10.10 0.151 0.094
10.20 0.151 0.106
10.30 0.151 0.117
10.40 0.151 0.129
10.50 0.151 0.140
10.60 0.151 0.151
10.70 0.151 0.161
10.80 0.151 0.172
10.90 0.151 0.182
11.00 0.151 0.192
11.10 0.151 0.202
11.20 0.151 0.212
11.30 0.151 0.221
11.40 0.151 0.229
11.50 0.151 0.238
11.60 0.151 0.245
11.70 0.151 0.252
11.80 0.151 0.258
11.90 0.151 0.264
12.00 0.151 0.268
12.10 0.151 0.273
12.20 0.151 0.278
12.30 0.151 0.282
12.40 0.151 0.287
12.50 0.151 0.291
12.60 0.151 0.291
12.70 0.151 0.291
12.80 0.151 0.291
12.90 0.151 0.291
13.00 0.151 0.291
13.10 0.151 0.291
13.20 0.151 0.292
13.30 0.151 0.292
13.40 0.151 0.292
13.50 0.151 0.292
13.60 0.151 0.292
13.70 0.151 0.292
13.80 0.151 0.292
13.90 0.151 0.292
14.00 0.151 0.292
14.10 0.151 0.292
14.20 0.151 0.292

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

14.30 0.151 0.292
14.40 0.151 0.292
14.50 0.151 0.292
14.60 0.151 0.292
14.70 0.151 0.292
14.80 0.151 0.292
14.90 0.151 0.292
15.00 0.151 0.292
15.10 0.151 0.292
15.20 0.151 0.292
15.30 0.151 0.292
15.40 0.151 0.293
15.50 0.151 0.293
15.60 0.151 0.293
15.70 0.151 0.293
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Summary for Pond INF #4: In Main Parking Area

Inflow Area = 5.705 ac, 97.88% Impervious,  Inflow Depth > 2.25"    for  2-YR event
Inflow = 18.91 cfs @ 12.07 hrs,  Volume= 1.069 af
Outflow = 18.65 cfs @ 12.08 hrs,  Volume= 0.868 af,  Atten= 1%,  Lag= 0.4 min
Discarded = 0.02 cfs @ 9.22 hrs,  Volume= 0.032 af
Primary = 18.63 cfs @ 12.08 hrs,  Volume= 0.835 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 17.25' @ 12.08 hrs   Surf.Area= 0.066 ac   Storage= 0.202 af

Plug-Flow detention time= 113.7 min calculated for 0.867 af (81% of inflow)
Center-of-Mass det. time= 42.3 min ( 835.6 - 793.3 )

Volume Invert Avail.Storage Storage Description
#1A 10.25' 0.070 af 37.08'W x 77.40'L x 5.50'H Field A

0.362 af Overall - 0.130 af Embedded = 0.233 af  x 30.0% Voids
#2A 11.00' 0.130 af ADS_StormTech MC-3500 d +Cap  x 50  Inside #1

Effective Size= 70.4"W x 45.0"H => 15.33 sf x 7.17'L = 110.0 cf
Overall Size= 77.0"W x 45.0"H x 7.50'L with 0.33' Overlap
5 Rows of 10 Chambers
Cap Storage= +14.9 cf x 2 x 5 rows = 149.0 cf

#3 11.63' 0.003 af 5.00'D x 6.97'H DMH
0.203 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.25' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.50' 24.0"  Round Culvert   

L= 98.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.50' / 11.00'   S= 0.0051 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

#3 Device 2 16.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 9.22 hrs  HW=11.63'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=18.50 cfs @ 12.08 hrs  HW=17.25'   (Free Discharge)
2=Culvert  (Passes 18.50 cfs of 26.02 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 18.50 cfs @ 3.71 fps)
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Stage-Area-Storage for Pond INF #4: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.25 0.066 0.000
10.35 0.066 0.002
10.45 0.066 0.004
10.55 0.066 0.006
10.65 0.066 0.008
10.75 0.066 0.010
10.85 0.066 0.012
10.95 0.066 0.014
11.05 0.066 0.018
11.15 0.066 0.023
11.25 0.066 0.028
11.35 0.066 0.034
11.45 0.066 0.039
11.55 0.066 0.044
11.65 0.066 0.050
11.75 0.066 0.055
11.85 0.066 0.060
11.95 0.066 0.066
12.05 0.066 0.071
12.15 0.066 0.076
12.25 0.066 0.081
12.35 0.066 0.086
12.45 0.066 0.091
12.55 0.066 0.096
12.65 0.066 0.101
12.75 0.066 0.106
12.85 0.066 0.111
12.95 0.066 0.116
13.05 0.066 0.120
13.15 0.066 0.125
13.25 0.066 0.129
13.35 0.066 0.134
13.45 0.066 0.138
13.55 0.066 0.142
13.65 0.066 0.147
13.75 0.066 0.151
13.85 0.066 0.155
13.95 0.066 0.158
14.05 0.066 0.162
14.15 0.066 0.166
14.25 0.066 0.169
14.35 0.066 0.172
14.45 0.066 0.174
14.55 0.066 0.177
14.65 0.066 0.179
14.75 0.066 0.181
14.85 0.066 0.183
14.95 0.066 0.185
15.05 0.066 0.187
15.15 0.066 0.189
15.25 0.066 0.191
15.35 0.066 0.193
15.45 0.066 0.195

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

15.55 0.066 0.197
15.65 0.066 0.199
15.75 0.066 0.201
15.85 0.066 0.201
15.95 0.066 0.201
16.05 0.066 0.201
16.15 0.066 0.201
16.25 0.066 0.202
16.35 0.066 0.202
16.45 0.066 0.202
16.55 0.066 0.202
16.65 0.066 0.202
16.75 0.066 0.202
16.85 0.066 0.202
16.95 0.066 0.202
17.05 0.066 0.202
17.15 0.066 0.202
17.25 0.066 0.202
17.35 0.066 0.202
17.45 0.066 0.202
17.55 0.066 0.202
17.65 0.066 0.202
17.75 0.066 0.202
17.85 0.066 0.202
17.95 0.066 0.202
18.05 0.066 0.202
18.15 0.066 0.202
18.25 0.066 0.202
18.35 0.066 0.202
18.45 0.066 0.203
18.55 0.066 0.203
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Summary for Pond INF #5: In Main Parking Area

Inflow Area = 1.764 ac, 80.84% Impervious,  Inflow Depth > 2.50"    for  2-YR event
Inflow = 5.19 cfs @ 12.07 hrs,  Volume= 0.368 af
Outflow = 5.39 cfs @ 12.09 hrs,  Volume= 0.247 af,  Atten= 0%,  Lag= 1.2 min
Discarded = 0.02 cfs @ 7.44 hrs,  Volume= 0.027 af
Primary = 5.37 cfs @ 12.09 hrs,  Volume= 0.220 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.33' @ 12.09 hrs   Surf.Area= 0.068 ac   Storage= 0.131 af

Plug-Flow detention time= 158.8 min calculated for 0.247 af (67% of inflow)
Center-of-Mass det. time= 63.6 min ( 854.2 - 790.6 )

Volume Invert Avail.Storage Storage Description
#1A 11.75' 0.046 af 49.00'W x 60.58'L x 3.50'H Field A

0.238 af Overall - 0.084 af Embedded = 0.154 af  x 30.0% Voids
#2A 12.25' 0.084 af ADS_StormTech SC-740 +Cap  x 80  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
10 Rows of 8 Chambers

#3 18.55' 0.002 af 4.00'D x 8.00'H DMH
0.133 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 11.75' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.20' 18.0"  Round Culvert   

L= 50.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.20' / 11.20'   S= 0.0200 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 14.75' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 7.44 hrs  HW=11.90'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=5.23 cfs @ 12.09 hrs  HW=15.32'   (Free Discharge)
2=Culvert  (Passes 5.23 cfs of 10.34 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 5.23 cfs @ 2.30 fps)



Type III 24-hr  2-YR Rainfall=3.26"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 23HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Stage-Area-Storage for Pond INF #5: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

11.75 0.068 0.000
11.90 0.068 0.003
12.05 0.068 0.006
12.20 0.068 0.009
12.35 0.068 0.016
12.50 0.068 0.024
12.65 0.068 0.032
12.80 0.068 0.040
12.95 0.068 0.048
13.10 0.068 0.055
13.25 0.068 0.063
13.40 0.068 0.070
13.55 0.068 0.077
13.70 0.068 0.084
13.85 0.068 0.091
14.00 0.068 0.097
14.15 0.068 0.103
14.30 0.068 0.108
14.45 0.068 0.113
14.60 0.068 0.117
14.75 0.068 0.120
14.90 0.068 0.123
15.05 0.068 0.127
15.20 0.068 0.130
15.35 0.068 0.131
15.50 0.068 0.131
15.65 0.068 0.131
15.80 0.068 0.131
15.95 0.068 0.131
16.10 0.068 0.131
16.25 0.068 0.131
16.40 0.068 0.131
16.55 0.068 0.131
16.70 0.068 0.131
16.85 0.068 0.131
17.00 0.068 0.131
17.15 0.068 0.131
17.30 0.068 0.131
17.45 0.068 0.131
17.60 0.068 0.131
17.75 0.068 0.131
17.90 0.068 0.131
18.05 0.068 0.131
18.20 0.068 0.131
18.35 0.068 0.131
18.50 0.068 0.131
18.65 0.068 0.131
18.80 0.068 0.131
18.95 0.068 0.131
19.10 0.068 0.131
19.25 0.068 0.131
19.40 0.068 0.131
19.55 0.068 0.131

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

19.70 0.068 0.131
19.85 0.068 0.131
20.00 0.068 0.131
20.15 0.068 0.131
20.30 0.068 0.131
20.45 0.068 0.131
20.60 0.068 0.131
20.75 0.068 0.131
20.90 0.068 0.131
21.05 0.068 0.131
21.20 0.068 0.131
21.35 0.068 0.131
21.50 0.068 0.131
21.65 0.068 0.132
21.80 0.068 0.132
21.95 0.068 0.132
22.10 0.068 0.132
22.25 0.068 0.132
22.40 0.068 0.132
22.55 0.068 0.132
22.70 0.068 0.132
22.85 0.068 0.132
23.00 0.068 0.132
23.15 0.068 0.132
23.30 0.068 0.132
23.45 0.068 0.132
23.60 0.068 0.132
23.75 0.068 0.132
23.90 0.068 0.132
24.05 0.068 0.132
24.20 0.068 0.132
24.35 0.068 0.132
24.50 0.068 0.132
24.65 0.068 0.132
24.80 0.068 0.132
24.95 0.068 0.132
25.10 0.068 0.132
25.25 0.068 0.133
25.40 0.068 0.133
25.55 0.068 0.133
25.70 0.068 0.133
25.85 0.068 0.133
26.00 0.068 0.133
26.15 0.068 0.133
26.30 0.068 0.133
26.45 0.068 0.133
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Summary for Pond INF #6: In Main Parking Area

Inflow Area = 1.754 ac, 81.01% Impervious,  Inflow Depth > 2.50"    for  2-YR event
Inflow = 5.16 cfs @ 12.07 hrs,  Volume= 0.366 af
Outflow = 3.92 cfs @ 12.14 hrs,  Volume= 0.233 af,  Atten= 24%,  Lag= 3.8 min
Discarded = 0.02 cfs @ 12.05 hrs,  Volume= 0.030 af
Primary = 3.90 cfs @ 12.14 hrs,  Volume= 0.202 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.47' @ 12.14 hrs   Surf.Area= 0.075 ac   Storage= 0.143 af

Plug-Flow detention time= 168.3 min calculated for 0.233 af (64% of inflow)
Center-of-Mass det. time= 69.5 min ( 860.1 - 790.6 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.051 af 53.75'W x 60.58'L x 3.50'H Field A

0.262 af Overall - 0.093 af Embedded = 0.169 af  x 30.0% Voids
#2A 12.50' 0.093 af ADS_StormTech SC-740 +Cap  x 88  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
11 Rows of 8 Chambers

#3 14.55' 0.002 af 5.00'D x 3.85'H Vertical Cone/Cylinder
0.145 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.50' 18.0"  Round Culvert   

L= 11.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.50' / 12.35'   S= 0.0136 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 15.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 12.05 hrs  HW=14.64'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=3.88 cfs @ 12.14 hrs  HW=15.47'   (Free Discharge)
2=Culvert  (Passes 3.88 cfs of 10.02 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 3.88 cfs @ 2.05 fps)
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Stage-Area-Storage for Pond INF #6: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.075 0.000
12.10 0.075 0.002
12.20 0.075 0.004
12.30 0.075 0.007
12.40 0.075 0.009
12.50 0.075 0.011
12.60 0.075 0.017
12.70 0.075 0.023
12.80 0.075 0.029
12.90 0.075 0.035
13.00 0.075 0.041
13.10 0.075 0.047
13.20 0.075 0.052
13.30 0.075 0.058
13.40 0.075 0.063
13.50 0.075 0.069
13.60 0.075 0.074
13.70 0.075 0.079
13.80 0.075 0.085
13.90 0.075 0.090
14.00 0.075 0.095
14.10 0.075 0.099
14.20 0.075 0.104
14.30 0.075 0.109
14.40 0.075 0.113
14.50 0.075 0.117
14.60 0.075 0.121
14.70 0.075 0.124
14.80 0.075 0.127
14.90 0.075 0.130
15.00 0.075 0.132
15.10 0.075 0.135
15.20 0.075 0.137
15.30 0.075 0.139
15.40 0.075 0.142
15.50 0.075 0.144
15.60 0.075 0.144
15.70 0.075 0.144
15.80 0.075 0.144
15.90 0.075 0.144
16.00 0.075 0.144
16.10 0.075 0.144
16.20 0.075 0.144
16.30 0.075 0.144
16.40 0.075 0.144
16.50 0.075 0.144
16.60 0.075 0.144
16.70 0.075 0.144
16.80 0.075 0.144
16.90 0.075 0.145
17.00 0.075 0.145
17.10 0.075 0.145
17.20 0.075 0.145

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

17.30 0.075 0.145
17.40 0.075 0.145
17.50 0.075 0.145
17.60 0.075 0.145
17.70 0.075 0.145
17.80 0.075 0.145
17.90 0.075 0.145
18.00 0.075 0.145
18.10 0.075 0.145
18.20 0.075 0.145
18.30 0.075 0.145
18.40 0.075 0.145
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Summary for Pond INF#7: West of parking deck

Inflow Area = 1.444 ac,100.00% Impervious,  Inflow Depth > 3.03"    for  2-YR event
Inflow = 4.74 cfs @ 12.07 hrs,  Volume= 0.364 af
Outflow = 5.01 cfs @ 12.07 hrs,  Volume= 0.247 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 2.80 hrs,  Volume= 0.033 af
Primary = 4.99 cfs @ 12.07 hrs,  Volume= 0.214 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 14.65' @ 12.07 hrs   Surf.Area= 2,930 sf   Storage= 5,521 cf

Plug-Flow detention time= 163.7 min calculated for 0.247 af (68% of inflow)
Center-of-Mass det. time= 67.4 min ( 822.1 - 754.6 )

Volume Invert Avail.Storage Storage Description
#1A 11.10' 1,206 cf 15.75'W x 110.42'L x 3.50'H Field A

6,087 cf Overall - 2,067 cf Embedded = 4,019 cf  x 30.0% Voids
#2A 11.60' 2,067 cf ADS_StormTech SC-740 +Cap  x 45  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 15 Chambers

#3 11.00' 63 cf 4.00'D x 5.00'H Vertical Cone/Cylinder
#4B 11.10' 824 cf 15.75'W x 74.82'L x 3.50'H Field B

4,124 cf Overall - 1,378 cf Embedded = 2,746 cf  x 30.0% Voids
#5B 11.60' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #4

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 10 Chambers

5,538 cf Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Primary 10.80' 18.0"  Round Culvert   L= 166.0'   Ke= 0.600   

Inlet / Outlet Invert= 10.80' / 9.10'   S= 0.0102 '/'   Cc= 0.900   
n= 0.011,  Flow Area= 1.77 sf   

#2 Device 1 14.10' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

#3 Discarded 11.00' 0.270 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.02 cfs @ 2.80 hrs  HW=11.10'   (Free Discharge)
3=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=4.98 cfs @ 12.07 hrs  HW=14.65'   (Free Discharge)
1=Culvert  (Passes 4.98 cfs of 14.05 cfs potential flow)

2=Broad-Crested Rectangular Weir  (Weir Controls 4.98 cfs @ 2.26 fps)
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Stage-Area-Storage for Pond INF#7: West of parking deck

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

11.00 13 0
11.05 13 1
11.10 2,930 1
11.15 2,930 46
11.20 2,930 90
11.25 2,930 134
11.30 2,930 179
11.35 2,930 223
11.40 2,930 268
11.45 2,930 312
11.50 2,930 356
11.55 2,930 401
11.60 2,930 445
11.65 2,930 559
11.70 2,930 673
11.75 2,930 786
11.80 2,930 900
11.85 2,930 1,013
11.90 2,930 1,125
11.95 2,930 1,237
12.00 2,930 1,349
12.05 2,930 1,460
12.10 2,930 1,570
12.15 2,930 1,680
12.20 2,930 1,789
12.25 2,930 1,898
12.30 2,930 2,006
12.35 2,930 2,113
12.40 2,930 2,220
12.45 2,930 2,326
12.50 2,930 2,432
12.55 2,930 2,536
12.60 2,930 2,640
12.65 2,930 2,743
12.70 2,930 2,845
12.75 2,930 2,946
12.80 2,930 3,047
12.85 2,930 3,146
12.90 2,930 3,244
12.95 2,930 3,341
13.00 2,930 3,438
13.05 2,930 3,533
13.10 2,930 3,626
13.15 2,930 3,719
13.20 2,930 3,811
13.25 2,930 3,900
13.30 2,930 3,989
13.35 2,930 4,075
13.40 2,930 4,160
13.45 2,930 4,243
13.50 2,930 4,325
13.55 2,930 4,404
13.60 2,930 4,482

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

13.65 2,930 4,557
13.70 2,930 4,629
13.75 2,930 4,699
13.80 2,930 4,764
13.85 2,930 4,825
13.90 2,930 4,882
13.95 2,930 4,934
14.00 2,930 4,983
14.05 2,930 5,031
14.10 2,930 5,076
14.15 2,930 5,121
14.20 2,930 5,165
14.25 2,930 5,210
14.30 2,930 5,254
14.35 2,930 5,298
14.40 2,930 5,343
14.45 2,930 5,387
14.50 2,930 5,432
14.55 2,930 5,476
14.60 2,930 5,520
14.65 2,930 5,521
14.70 2,930 5,522
14.75 2,930 5,522
14.80 2,930 5,523
14.85 2,930 5,524
14.90 2,930 5,524
14.95 2,930 5,525
15.00 2,930 5,525
15.05 2,930 5,526
15.10 2,930 5,527
15.15 2,930 5,527
15.20 2,930 5,528
15.25 2,930 5,529
15.30 2,930 5,529
15.35 2,930 5,530
15.40 2,930 5,530
15.45 2,930 5,531
15.50 2,930 5,532
15.55 2,930 5,532
15.60 2,930 5,533
15.65 2,930 5,534
15.70 2,930 5,534
15.75 2,930 5,535
15.80 2,930 5,535
15.85 2,930 5,536
15.90 2,930 5,537
15.95 2,930 5,537
16.00 2,930 5,538
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Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.433 ac, 79.34% Impervious,  Inflow Depth > 2.02"    for  2-YR event
Inflow = 2.66 cfs @ 12.13 hrs,  Volume= 0.241 af
Primary = 2.66 cfs @ 12.13 hrs,  Volume= 0.241 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Link 2L: PROJECT SITE

Inflow Area = 15.169 ac, 90.01% Impervious,  Inflow Depth > 1.85"    for  2-YR event
Inflow = 41.71 cfs @ 12.09 hrs,  Volume= 2.338 af
Primary = 41.71 cfs @ 12.09 hrs,  Volume= 2.338 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Subcatchment P1A: Northerly Portion of Front Parking

Runoff = 2.73 cfs @ 12.07 hrs,  Volume= 0.196 af,  Depth> 4.12"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
0.409 98 Paved parking, HSG C
0.162 74 >75% Grass cover, Good, HSG C
0.571 91 Weighted Average
0.162 28.37% Pervious Area
0.409 71.63% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P1B: Southerly Portion of Front Parking

Runoff = 4.32 cfs @ 12.07 hrs,  Volume= 0.319 af,  Depth> 4.44"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
0.728 98 Paved parking, HSG C
0.131 74 >75% Grass cover, Good, HSG C
0.003 96 Gravel surface, HSG C
0.862 94 Weighted Average
0.134 15.55% Pervious Area
0.728 84.45% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 



Type III 24-hr  10-YR Rainfall=5.14"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 32HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Summary for Subcatchment P1C: Parking Near Sourtherly Entrace

Runoff = 4.55 cfs @ 12.07 hrs,  Volume= 0.340 af,  Depth> 4.56"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
0.775 98 Paved parking, HSG C
0.109 74 >75% Grass cover, Good, HSG C
0.012 96 Gravel surface, HSG C
0.896 95 Weighted Average
0.121 13.50% Pervious Area
0.775 86.50% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2A: Northerly Roof Area

Runoff = 5.20 cfs @ 12.07 hrs,  Volume= 0.407 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
0.997 98 Roofs, HSG C
0.997 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2B: Southeasterly Roof Area

Runoff = 13.25 cfs @ 12.07 hrs,  Volume= 1.038 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
2.543 98 Roofs, HSG C
2.543 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2C: Central Roof Area

Runoff = 11.81 cfs @ 12.07 hrs,  Volume= 0.925 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
* 2.266 98 Roof

2.266 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 



Type III 24-hr  10-YR Rainfall=5.14"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 36HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Summary for Subcatchment P2D: Parking Deck

Runoff = 7.52 cfs @ 12.07 hrs,  Volume= 0.590 af,  Depth> 4.90"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
1.444 98 Roofs, HSG C
1.444 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3: Northerly Courtyard

Runoff = 2.06 cfs @ 12.07 hrs,  Volume= 0.151 af,  Depth> 4.33"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (sf) CN Description
* 4,131 74 Landscaped Areas
* 14,060 98 Pavement

18,191 93 Weighted Average
4,131 22.71% Pervious Area

14,060 77.29% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3A: At Westerly Entry and Parking Ramp

Runoff = 15.25 cfs @ 12.07 hrs,  Volume= 1.114 af,  Depth> 4.33"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
2.458 98 Paved parking, HSG C
0.611 74 >75% Grass cover, Good, HSG C
0.018 96 Gravel surface, HSG C
3.087 93 Weighted Average
0.629 20.38% Pervious Area
2.458 79.62% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3B: Easterly Portion of Main Parking

Runoff = 8.72 cfs @ 12.07 hrs,  Volume= 0.637 af,  Depth> 4.33"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
1.426 98 Paved parking, HSG C
0.338 74 >75% Grass cover, Good, HSG C
1.764 93 Weighted Average
0.338 19.16% Pervious Area
1.426 80.84% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P4: Southwesterly Portion of Main Parking

Runoff = 8.67 cfs @ 12.07 hrs,  Volume= 0.633 af,  Depth> 4.33"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  10-YR Rainfall=5.14"

Area (ac) CN Description
1.421 98 Paved parking, HSG C
0.333 74 >75% Grass cover, Good, HSG C
1.754 93 Weighted Average
0.333 18.99% Pervious Area
1.421 81.01% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Pond INF #1: In Northerly Courtyard

Inflow Area = 0.997 ac,100.00% Impervious,  Inflow Depth > 4.90"    for  10-YR event
Inflow = 5.20 cfs @ 12.07 hrs,  Volume= 0.407 af
Outflow = 3.95 cfs @ 12.13 hrs,  Volume= 0.323 af,  Atten= 24%,  Lag= 3.7 min
Discarded = 0.02 cfs @ 5.80 hrs,  Volume= 0.034 af
Primary = 3.93 cfs @ 12.13 hrs,  Volume= 0.289 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 14.69' @ 12.13 hrs   Surf.Area= 0.068 ac   Storage= 0.110 af

Plug-Flow detention time= 138.2 min calculated for 0.323 af (79% of inflow)
Center-of-Mass det. time= 59.8 min ( 806.0 - 746.2 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.029 af 39.50'W x 46.34'L x 3.50'H Field A

0.147 af Overall - 0.051 af Embedded = 0.096 af  x 30.0% Voids
#2A 12.50' 0.051 af ADS_StormTech SC-740 +Cap  x 48  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
8 Rows of 6 Chambers

#3B 12.00' 0.018 af 44.25'W x 24.98'L x 3.50'H Field B
0.089 af Overall - 0.028 af Embedded = 0.060 af  x 30.0% Voids

#4B 12.50' 0.028 af ADS_StormTech SC-740 +Cap  x 27  Inside #3
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
9 Rows of 3 Chambers

#5 12.45' 0.002 af 5.00'D x 3.45'H DMH
0.128 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.45' 12.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.45' / 12.40'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 14.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 5.80 hrs  HW=12.45'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=3.93 cfs @ 12.13 hrs  HW=14.69'   (Free Discharge)
2=Culvert  (Inlet Controls 3.93 cfs @ 5.01 fps)

3=Broad-Crested Rectangular Weir  (Passes 3.93 cfs of 7.21 cfs potential flow)
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Stage-Area-Storage for Pond INF #1: In Northerly Courtyard

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.067 0.000
12.05 0.067 0.001
12.10 0.067 0.002
12.15 0.067 0.003
12.20 0.067 0.004
12.25 0.067 0.005
12.30 0.067 0.006
12.35 0.067 0.007
12.40 0.067 0.008
12.45 0.068 0.009
12.50 0.068 0.010
12.55 0.068 0.013
12.60 0.068 0.015
12.65 0.068 0.018
12.70 0.068 0.021
12.75 0.068 0.023
12.80 0.068 0.026
12.85 0.068 0.028
12.90 0.068 0.031
12.95 0.068 0.034
13.00 0.068 0.036
13.05 0.068 0.039
13.10 0.068 0.041
13.15 0.068 0.044
13.20 0.068 0.046
13.25 0.068 0.049
13.30 0.068 0.051
13.35 0.068 0.054
13.40 0.068 0.056
13.45 0.068 0.058
13.50 0.068 0.061
13.55 0.068 0.063
13.60 0.068 0.066
13.65 0.068 0.068
13.70 0.068 0.070
13.75 0.068 0.072
13.80 0.068 0.075
13.85 0.068 0.077
13.90 0.068 0.079
13.95 0.068 0.081
14.00 0.068 0.084
14.05 0.068 0.086
14.10 0.068 0.088
14.15 0.068 0.090
14.20 0.068 0.092
14.25 0.068 0.094
14.30 0.068 0.096
14.35 0.068 0.098
14.40 0.068 0.100
14.45 0.068 0.102
14.50 0.068 0.103
14.55 0.068 0.105
14.60 0.068 0.107

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

14.65 0.068 0.108
14.70 0.068 0.110
14.75 0.068 0.111
14.80 0.068 0.113
14.85 0.068 0.114
14.90 0.068 0.115
14.95 0.068 0.116
15.00 0.068 0.117
15.05 0.068 0.118
15.10 0.068 0.119
15.15 0.068 0.120
15.20 0.068 0.121
15.25 0.068 0.122
15.30 0.068 0.123
15.35 0.068 0.124
15.40 0.068 0.125
15.45 0.068 0.126
15.50 0.068 0.128
15.55 0.068 0.128
15.60 0.068 0.128
15.65 0.068 0.128
15.70 0.068 0.128
15.75 0.068 0.128
15.80 0.068 0.128
15.85 0.068 0.128
15.90 0.068 0.128
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Summary for Pond INF #2: In Front Parking

Inflow Area = 0.571 ac, 71.63% Impervious,  Inflow Depth > 4.12"    for  10-YR event
Inflow = 2.73 cfs @ 12.07 hrs,  Volume= 0.196 af
Outflow = 2.66 cfs @ 12.09 hrs,  Volume= 0.158 af,  Atten= 2%,  Lag= 1.0 min
Discarded = 0.01 cfs @ 6.37 hrs,  Volume= 0.020 af
Primary = 2.65 cfs @ 12.09 hrs,  Volume= 0.138 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 12.67' @ 12.09 hrs   Surf.Area= 0.048 ac   Storage= 0.045 af

Plug-Flow detention time= 112.9 min calculated for 0.158 af (81% of inflow)
Center-of-Mass det. time= 40.0 min ( 824.5 - 784.5 )

Volume Invert Avail.Storage Storage Description
#1A 10.87' 0.023 af 24.83'W x 74.40'L x 2.33'H Field A

0.099 af Overall - 0.024 af Embedded = 0.075 af  x 30.0% Voids
#2A 11.37' 0.024 af ADS_StormTech SC-310 +Cap  x 70  Inside #1

Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
7 Rows of 10 Chambers

#3B 10.87' 0.003 af 8.17'W x 31.68'L x 2.33'H Field B
0.014 af Overall - 0.003 af Embedded = 0.011 af  x 30.0% Voids

#4B 11.37' 0.003 af ADS_StormTech SC-310 +Cap  x 8  Inside #3
Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
2 Rows of 4 Chambers

0.052 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.87' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.20' 12.0"  Round Culvert   

L= 7.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.20' / 11.10'   S= 0.0143 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 12.30' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.01 cfs @ 6.37 hrs  HW=10.89'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=2.65 cfs @ 12.09 hrs  HW=12.67'   (Free Discharge)
2=Culvert  (Passes 2.65 cfs of 2.94 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 2.65 cfs @ 1.77 fps)
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Stage-Area-Storage for Pond INF #2: In Front Parking

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.87 0.048 0.000
10.92 0.048 0.001
10.97 0.048 0.001
11.02 0.048 0.002
11.07 0.048 0.003
11.12 0.048 0.004
11.17 0.048 0.004
11.22 0.048 0.005
11.27 0.048 0.006
11.32 0.048 0.007
11.37 0.048 0.007
11.42 0.048 0.009
11.47 0.048 0.011
11.52 0.048 0.013
11.57 0.048 0.014
11.62 0.048 0.016
11.67 0.048 0.018
11.72 0.048 0.020
11.77 0.048 0.021
11.82 0.048 0.023
11.87 0.048 0.025
11.92 0.048 0.026
11.97 0.048 0.028
12.02 0.048 0.029
12.07 0.048 0.031
12.12 0.048 0.032
12.17 0.048 0.034
12.22 0.048 0.035
12.27 0.048 0.036
12.32 0.048 0.038
12.37 0.048 0.039
12.42 0.048 0.040
12.47 0.048 0.041
12.52 0.048 0.042
12.57 0.048 0.043
12.62 0.048 0.044
12.67 0.048 0.045
12.72 0.048 0.045
12.77 0.048 0.046
12.82 0.048 0.047
12.87 0.048 0.047
12.92 0.048 0.048
12.97 0.048 0.049
13.02 0.048 0.050
13.07 0.048 0.050
13.12 0.048 0.051
13.17 0.048 0.052
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Summary for Pond INF #3: South of Building

Inflow Area = 3.439 ac, 96.48% Impervious,  Inflow Depth > 4.81"    for  10-YR event
Inflow = 17.80 cfs @ 12.07 hrs,  Volume= 1.378 af
Outflow = 17.79 cfs @ 12.07 hrs,  Volume= 1.103 af,  Atten= 0%,  Lag= 0.1 min
Discarded = 0.04 cfs @ 11.28 hrs,  Volume= 0.075 af
Primary = 17.75 cfs @ 12.07 hrs,  Volume= 1.027 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.21' @ 12.07 hrs   Surf.Area= 0.151 ac   Storage= 0.292 af

Plug-Flow detention time= 136.8 min calculated for 1.103 af (80% of inflow)
Center-of-Mass det. time= 60.2 min ( 811.3 - 751.1 )

Volume Invert Avail.Storage Storage Description
#1A 9.00' 0.101 af 25.25'W x 259.94'L x 3.50'H Field A

0.527 af Overall - 0.190 af Embedded = 0.338 af  x 30.0% Voids
#2A 9.50' 0.190 af ADS_StormTech SC-740 +Cap  x 180  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
5 Rows of 36 Chambers

#3 12.20' 0.002 af 5.00'D x 3.50'H DMH
0.293 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 9.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.00' 24.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.00' / 11.95'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

Discarded OutFlow  Max=0.04 cfs @ 11.28 hrs  HW=12.22'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=17.73 cfs @ 12.07 hrs  HW=15.20'   (Free Discharge)
2=Culvert  (Inlet Controls 17.73 cfs @ 5.64 fps)
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Stage-Area-Storage for Pond INF #3: South of Building

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

9.00 0.151 0.000
9.10 0.151 0.005
9.20 0.151 0.009
9.30 0.151 0.014
9.40 0.151 0.018
9.50 0.151 0.023
9.60 0.151 0.035
9.70 0.151 0.047
9.80 0.151 0.059
9.90 0.151 0.071

10.00 0.151 0.083
10.10 0.151 0.094
10.20 0.151 0.106
10.30 0.151 0.117
10.40 0.151 0.129
10.50 0.151 0.140
10.60 0.151 0.151
10.70 0.151 0.161
10.80 0.151 0.172
10.90 0.151 0.182
11.00 0.151 0.192
11.10 0.151 0.202
11.20 0.151 0.212
11.30 0.151 0.221
11.40 0.151 0.229
11.50 0.151 0.238
11.60 0.151 0.245
11.70 0.151 0.252
11.80 0.151 0.258
11.90 0.151 0.264
12.00 0.151 0.268
12.10 0.151 0.273
12.20 0.151 0.278
12.30 0.151 0.282
12.40 0.151 0.287
12.50 0.151 0.291
12.60 0.151 0.291
12.70 0.151 0.291
12.80 0.151 0.291
12.90 0.151 0.291
13.00 0.151 0.291
13.10 0.151 0.291
13.20 0.151 0.292
13.30 0.151 0.292
13.40 0.151 0.292
13.50 0.151 0.292
13.60 0.151 0.292
13.70 0.151 0.292
13.80 0.151 0.292
13.90 0.151 0.292
14.00 0.151 0.292
14.10 0.151 0.292
14.20 0.151 0.292

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

14.30 0.151 0.292
14.40 0.151 0.292
14.50 0.151 0.292
14.60 0.151 0.292
14.70 0.151 0.292
14.80 0.151 0.292
14.90 0.151 0.292
15.00 0.151 0.292
15.10 0.151 0.292
15.20 0.151 0.292
15.30 0.151 0.292
15.40 0.151 0.293
15.50 0.151 0.293
15.60 0.151 0.293
15.70 0.151 0.293
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Summary for Pond INF #4: In Main Parking Area

Inflow Area = 5.705 ac, 97.88% Impervious,  Inflow Depth > 4.11"    for  10-YR event
Inflow = 29.56 cfs @ 12.07 hrs,  Volume= 1.952 af
Outflow = 29.54 cfs @ 12.07 hrs,  Volume= 1.751 af,  Atten= 0%,  Lag= 0.1 min
Discarded = 0.02 cfs @ 7.24 hrs,  Volume= 0.033 af
Primary = 29.52 cfs @ 12.07 hrs,  Volume= 1.718 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 18.61' @ 12.07 hrs   Surf.Area= 0.066 ac   Storage= 0.203 af

Plug-Flow detention time= 78.6 min calculated for 1.750 af (90% of inflow)
Center-of-Mass det. time= 30.5 min ( 812.3 - 781.8 )

Volume Invert Avail.Storage Storage Description
#1A 10.25' 0.070 af 37.08'W x 77.40'L x 5.50'H Field A

0.362 af Overall - 0.130 af Embedded = 0.233 af  x 30.0% Voids
#2A 11.00' 0.130 af ADS_StormTech MC-3500 d +Cap  x 50  Inside #1

Effective Size= 70.4"W x 45.0"H => 15.33 sf x 7.17'L = 110.0 cf
Overall Size= 77.0"W x 45.0"H x 7.50'L with 0.33' Overlap
5 Rows of 10 Chambers
Cap Storage= +14.9 cf x 2 x 5 rows = 149.0 cf

#3 11.63' 0.003 af 5.00'D x 6.97'H DMH
0.203 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.25' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.50' 24.0"  Round Culvert   

L= 98.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.50' / 11.00'   S= 0.0051 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

#3 Device 2 16.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 7.24 hrs  HW=11.63'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=29.47 cfs @ 12.07 hrs  HW=18.59'   (Free Discharge)
2=Culvert  (Inlet Controls 29.47 cfs @ 9.38 fps)

3=Broad-Crested Rectangular Weir  (Passes 29.47 cfs of 55.29 cfs potential flow)
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Stage-Area-Storage for Pond INF #4: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.25 0.066 0.000
10.35 0.066 0.002
10.45 0.066 0.004
10.55 0.066 0.006
10.65 0.066 0.008
10.75 0.066 0.010
10.85 0.066 0.012
10.95 0.066 0.014
11.05 0.066 0.018
11.15 0.066 0.023
11.25 0.066 0.028
11.35 0.066 0.034
11.45 0.066 0.039
11.55 0.066 0.044
11.65 0.066 0.050
11.75 0.066 0.055
11.85 0.066 0.060
11.95 0.066 0.066
12.05 0.066 0.071
12.15 0.066 0.076
12.25 0.066 0.081
12.35 0.066 0.086
12.45 0.066 0.091
12.55 0.066 0.096
12.65 0.066 0.101
12.75 0.066 0.106
12.85 0.066 0.111
12.95 0.066 0.116
13.05 0.066 0.120
13.15 0.066 0.125
13.25 0.066 0.129
13.35 0.066 0.134
13.45 0.066 0.138
13.55 0.066 0.142
13.65 0.066 0.147
13.75 0.066 0.151
13.85 0.066 0.155
13.95 0.066 0.158
14.05 0.066 0.162
14.15 0.066 0.166
14.25 0.066 0.169
14.35 0.066 0.172
14.45 0.066 0.174
14.55 0.066 0.177
14.65 0.066 0.179
14.75 0.066 0.181
14.85 0.066 0.183
14.95 0.066 0.185
15.05 0.066 0.187
15.15 0.066 0.189
15.25 0.066 0.191
15.35 0.066 0.193
15.45 0.066 0.195

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

15.55 0.066 0.197
15.65 0.066 0.199
15.75 0.066 0.201
15.85 0.066 0.201
15.95 0.066 0.201
16.05 0.066 0.201
16.15 0.066 0.201
16.25 0.066 0.202
16.35 0.066 0.202
16.45 0.066 0.202
16.55 0.066 0.202
16.65 0.066 0.202
16.75 0.066 0.202
16.85 0.066 0.202
16.95 0.066 0.202
17.05 0.066 0.202
17.15 0.066 0.202
17.25 0.066 0.202
17.35 0.066 0.202
17.45 0.066 0.202
17.55 0.066 0.202
17.65 0.066 0.202
17.75 0.066 0.202
17.85 0.066 0.202
17.95 0.066 0.202
18.05 0.066 0.202
18.15 0.066 0.202
18.25 0.066 0.202
18.35 0.066 0.202
18.45 0.066 0.203
18.55 0.066 0.203
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Summary for Pond INF #5: In Main Parking Area

Inflow Area = 1.764 ac, 80.84% Impervious,  Inflow Depth > 4.33"    for  10-YR event
Inflow = 8.72 cfs @ 12.07 hrs,  Volume= 0.637 af
Outflow = 9.14 cfs @ 12.07 hrs,  Volume= 0.516 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 5.40 hrs,  Volume= 0.030 af
Primary = 9.12 cfs @ 12.07 hrs,  Volume= 0.486 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.54' @ 12.07 hrs   Surf.Area= 0.068 ac   Storage= 0.131 af

Plug-Flow detention time= 118.7 min calculated for 0.516 af (81% of inflow)
Center-of-Mass det. time= 46.0 min ( 822.1 - 776.1 )

Volume Invert Avail.Storage Storage Description
#1A 11.75' 0.046 af 49.00'W x 60.58'L x 3.50'H Field A

0.238 af Overall - 0.084 af Embedded = 0.154 af  x 30.0% Voids
#2A 12.25' 0.084 af ADS_StormTech SC-740 +Cap  x 80  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
10 Rows of 8 Chambers

#3 18.55' 0.002 af 4.00'D x 8.00'H DMH
0.133 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 11.75' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.20' 18.0"  Round Culvert   

L= 50.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.20' / 11.20'   S= 0.0200 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 14.75' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 5.40 hrs  HW=11.90'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=9.14 cfs @ 12.07 hrs  HW=15.54'   (Free Discharge)
2=Culvert  (Passes 9.14 cfs of 10.80 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 9.14 cfs @ 2.91 fps)
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Stage-Area-Storage for Pond INF #5: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

11.75 0.068 0.000
11.90 0.068 0.003
12.05 0.068 0.006
12.20 0.068 0.009
12.35 0.068 0.016
12.50 0.068 0.024
12.65 0.068 0.032
12.80 0.068 0.040
12.95 0.068 0.048
13.10 0.068 0.055
13.25 0.068 0.063
13.40 0.068 0.070
13.55 0.068 0.077
13.70 0.068 0.084
13.85 0.068 0.091
14.00 0.068 0.097
14.15 0.068 0.103
14.30 0.068 0.108
14.45 0.068 0.113
14.60 0.068 0.117
14.75 0.068 0.120
14.90 0.068 0.123
15.05 0.068 0.127
15.20 0.068 0.130
15.35 0.068 0.131
15.50 0.068 0.131
15.65 0.068 0.131
15.80 0.068 0.131
15.95 0.068 0.131
16.10 0.068 0.131
16.25 0.068 0.131
16.40 0.068 0.131
16.55 0.068 0.131
16.70 0.068 0.131
16.85 0.068 0.131
17.00 0.068 0.131
17.15 0.068 0.131
17.30 0.068 0.131
17.45 0.068 0.131
17.60 0.068 0.131
17.75 0.068 0.131
17.90 0.068 0.131
18.05 0.068 0.131
18.20 0.068 0.131
18.35 0.068 0.131
18.50 0.068 0.131
18.65 0.068 0.131
18.80 0.068 0.131
18.95 0.068 0.131
19.10 0.068 0.131
19.25 0.068 0.131
19.40 0.068 0.131
19.55 0.068 0.131

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

19.70 0.068 0.131
19.85 0.068 0.131
20.00 0.068 0.131
20.15 0.068 0.131
20.30 0.068 0.131
20.45 0.068 0.131
20.60 0.068 0.131
20.75 0.068 0.131
20.90 0.068 0.131
21.05 0.068 0.131
21.20 0.068 0.131
21.35 0.068 0.131
21.50 0.068 0.131
21.65 0.068 0.132
21.80 0.068 0.132
21.95 0.068 0.132
22.10 0.068 0.132
22.25 0.068 0.132
22.40 0.068 0.132
22.55 0.068 0.132
22.70 0.068 0.132
22.85 0.068 0.132
23.00 0.068 0.132
23.15 0.068 0.132
23.30 0.068 0.132
23.45 0.068 0.132
23.60 0.068 0.132
23.75 0.068 0.132
23.90 0.068 0.132
24.05 0.068 0.132
24.20 0.068 0.132
24.35 0.068 0.132
24.50 0.068 0.132
24.65 0.068 0.132
24.80 0.068 0.132
24.95 0.068 0.132
25.10 0.068 0.132
25.25 0.068 0.133
25.40 0.068 0.133
25.55 0.068 0.133
25.70 0.068 0.133
25.85 0.068 0.133
26.00 0.068 0.133
26.15 0.068 0.133
26.30 0.068 0.133
26.45 0.068 0.133
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Summary for Pond INF #6: In Main Parking Area

Inflow Area = 1.754 ac, 81.01% Impervious,  Inflow Depth > 4.33"    for  10-YR event
Inflow = 8.67 cfs @ 12.07 hrs,  Volume= 0.633 af
Outflow = 8.83 cfs @ 12.07 hrs,  Volume= 0.500 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 11.59 hrs,  Volume= 0.034 af
Primary = 8.81 cfs @ 12.07 hrs,  Volume= 0.467 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.77' @ 12.07 hrs   Surf.Area= 0.075 ac   Storage= 0.144 af

Plug-Flow detention time= 125.2 min calculated for 0.500 af (79% of inflow)
Center-of-Mass det. time= 48.4 min ( 824.4 - 776.1 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.051 af 53.75'W x 60.58'L x 3.50'H Field A

0.262 af Overall - 0.093 af Embedded = 0.169 af  x 30.0% Voids
#2A 12.50' 0.093 af ADS_StormTech SC-740 +Cap  x 88  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
11 Rows of 8 Chambers

#3 14.55' 0.002 af 5.00'D x 3.85'H Vertical Cone/Cylinder
0.145 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.50' 18.0"  Round Culvert   

L= 11.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.50' / 12.35'   S= 0.0136 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 15.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 11.59 hrs  HW=14.56'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=8.79 cfs @ 12.07 hrs  HW=15.77'   (Free Discharge)
2=Culvert  (Passes 8.79 cfs of 10.66 cfs potential flow)

3=Broad-Crested Rectangular Weir  (Weir Controls 8.79 cfs @ 2.86 fps)



Type III 24-hr  10-YR Rainfall=5.14"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 52HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Stage-Area-Storage for Pond INF #6: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.075 0.000
12.10 0.075 0.002
12.20 0.075 0.004
12.30 0.075 0.007
12.40 0.075 0.009
12.50 0.075 0.011
12.60 0.075 0.017
12.70 0.075 0.023
12.80 0.075 0.029
12.90 0.075 0.035
13.00 0.075 0.041
13.10 0.075 0.047
13.20 0.075 0.052
13.30 0.075 0.058
13.40 0.075 0.063
13.50 0.075 0.069
13.60 0.075 0.074
13.70 0.075 0.079
13.80 0.075 0.085
13.90 0.075 0.090
14.00 0.075 0.095
14.10 0.075 0.099
14.20 0.075 0.104
14.30 0.075 0.109
14.40 0.075 0.113
14.50 0.075 0.117
14.60 0.075 0.121
14.70 0.075 0.124
14.80 0.075 0.127
14.90 0.075 0.130
15.00 0.075 0.132
15.10 0.075 0.135
15.20 0.075 0.137
15.30 0.075 0.139
15.40 0.075 0.142
15.50 0.075 0.144
15.60 0.075 0.144
15.70 0.075 0.144
15.80 0.075 0.144
15.90 0.075 0.144
16.00 0.075 0.144
16.10 0.075 0.144
16.20 0.075 0.144
16.30 0.075 0.144
16.40 0.075 0.144
16.50 0.075 0.144
16.60 0.075 0.144
16.70 0.075 0.144
16.80 0.075 0.144
16.90 0.075 0.145
17.00 0.075 0.145
17.10 0.075 0.145
17.20 0.075 0.145

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

17.30 0.075 0.145
17.40 0.075 0.145
17.50 0.075 0.145
17.60 0.075 0.145
17.70 0.075 0.145
17.80 0.075 0.145
17.90 0.075 0.145
18.00 0.075 0.145
18.10 0.075 0.145
18.20 0.075 0.145
18.30 0.075 0.145
18.40 0.075 0.145
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Summary for Pond INF#7: West of parking deck

Inflow Area = 1.444 ac,100.00% Impervious,  Inflow Depth > 4.90"    for  10-YR event
Inflow = 7.52 cfs @ 12.07 hrs,  Volume= 0.590 af
Outflow = 7.60 cfs @ 12.07 hrs,  Volume= 0.473 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 1.48 hrs,  Volume= 0.035 af
Primary = 7.58 cfs @ 12.07 hrs,  Volume= 0.438 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 14.81' @ 12.07 hrs   Surf.Area= 2,930 sf   Storage= 5,523 cf

Plug-Flow detention time= 135.0 min calculated for 0.473 af (80% of inflow)
Center-of-Mass det. time= 58.4 min ( 804.6 - 746.2 )

Volume Invert Avail.Storage Storage Description
#1A 11.10' 1,206 cf 15.75'W x 110.42'L x 3.50'H Field A

6,087 cf Overall - 2,067 cf Embedded = 4,019 cf  x 30.0% Voids
#2A 11.60' 2,067 cf ADS_StormTech SC-740 +Cap  x 45  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 15 Chambers

#3 11.00' 63 cf 4.00'D x 5.00'H Vertical Cone/Cylinder
#4B 11.10' 824 cf 15.75'W x 74.82'L x 3.50'H Field B

4,124 cf Overall - 1,378 cf Embedded = 2,746 cf  x 30.0% Voids
#5B 11.60' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #4

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 10 Chambers

5,538 cf Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Primary 10.80' 18.0"  Round Culvert   L= 166.0'   Ke= 0.600   

Inlet / Outlet Invert= 10.80' / 9.10'   S= 0.0102 '/'   Cc= 0.900   
n= 0.011,  Flow Area= 1.77 sf   

#2 Device 1 14.10' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

#3 Discarded 11.00' 0.270 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.02 cfs @ 1.48 hrs  HW=11.10'   (Free Discharge)
3=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=7.58 cfs @ 12.07 hrs  HW=14.81'   (Free Discharge)
1=Culvert  (Passes 7.58 cfs of 14.39 cfs potential flow)

2=Broad-Crested Rectangular Weir  (Weir Controls 7.58 cfs @ 2.68 fps)
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Stage-Area-Storage for Pond INF#7: West of parking deck

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

11.00 13 0
11.05 13 1
11.10 2,930 1
11.15 2,930 46
11.20 2,930 90
11.25 2,930 134
11.30 2,930 179
11.35 2,930 223
11.40 2,930 268
11.45 2,930 312
11.50 2,930 356
11.55 2,930 401
11.60 2,930 445
11.65 2,930 559
11.70 2,930 673
11.75 2,930 786
11.80 2,930 900
11.85 2,930 1,013
11.90 2,930 1,125
11.95 2,930 1,237
12.00 2,930 1,349
12.05 2,930 1,460
12.10 2,930 1,570
12.15 2,930 1,680
12.20 2,930 1,789
12.25 2,930 1,898
12.30 2,930 2,006
12.35 2,930 2,113
12.40 2,930 2,220
12.45 2,930 2,326
12.50 2,930 2,432
12.55 2,930 2,536
12.60 2,930 2,640
12.65 2,930 2,743
12.70 2,930 2,845
12.75 2,930 2,946
12.80 2,930 3,047
12.85 2,930 3,146
12.90 2,930 3,244
12.95 2,930 3,341
13.00 2,930 3,438
13.05 2,930 3,533
13.10 2,930 3,626
13.15 2,930 3,719
13.20 2,930 3,811
13.25 2,930 3,900
13.30 2,930 3,989
13.35 2,930 4,075
13.40 2,930 4,160
13.45 2,930 4,243
13.50 2,930 4,325
13.55 2,930 4,404
13.60 2,930 4,482

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

13.65 2,930 4,557
13.70 2,930 4,629
13.75 2,930 4,699
13.80 2,930 4,764
13.85 2,930 4,825
13.90 2,930 4,882
13.95 2,930 4,934
14.00 2,930 4,983
14.05 2,930 5,031
14.10 2,930 5,076
14.15 2,930 5,121
14.20 2,930 5,165
14.25 2,930 5,210
14.30 2,930 5,254
14.35 2,930 5,298
14.40 2,930 5,343
14.45 2,930 5,387
14.50 2,930 5,432
14.55 2,930 5,476
14.60 2,930 5,520
14.65 2,930 5,521
14.70 2,930 5,522
14.75 2,930 5,522
14.80 2,930 5,523
14.85 2,930 5,524
14.90 2,930 5,524
14.95 2,930 5,525
15.00 2,930 5,525
15.05 2,930 5,526
15.10 2,930 5,527
15.15 2,930 5,527
15.20 2,930 5,528
15.25 2,930 5,529
15.30 2,930 5,529
15.35 2,930 5,530
15.40 2,930 5,530
15.45 2,930 5,531
15.50 2,930 5,532
15.55 2,930 5,532
15.60 2,930 5,533
15.65 2,930 5,534
15.70 2,930 5,534
15.75 2,930 5,535
15.80 2,930 5,535
15.85 2,930 5,536
15.90 2,930 5,537
15.95 2,930 5,537
16.00 2,930 5,538
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Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.433 ac, 79.34% Impervious,  Inflow Depth > 3.83"    for  10-YR event
Inflow = 6.92 cfs @ 12.08 hrs,  Volume= 0.457 af
Primary = 6.92 cfs @ 12.08 hrs,  Volume= 0.457 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Link 2L: PROJECT SITE

Inflow Area = 15.169 ac, 90.01% Impervious,  Inflow Depth > 3.69"    for  10-YR event
Inflow = 76.11 cfs @ 12.07 hrs,  Volume= 4.663 af
Primary = 76.11 cfs @ 12.07 hrs,  Volume= 4.663 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Subcatchment P1A: Northerly Portion of Front Parking

Runoff = 4.52 cfs @ 12.07 hrs,  Volume= 0.334 af,  Depth> 7.03"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
0.409 98 Paved parking, HSG C
0.162 74 >75% Grass cover, Good, HSG C
0.571 91 Weighted Average
0.162 28.37% Pervious Area
0.409 71.63% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 



Type III 24-hr  100-YR Rainfall=8.11"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 58HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Summary for Subcatchment P1B: Southerly Portion of Front Parking

Runoff = 6.99 cfs @ 12.07 hrs,  Volume= 0.531 af,  Depth> 7.39"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
0.728 98 Paved parking, HSG C
0.131 74 >75% Grass cover, Good, HSG C
0.003 96 Gravel surface, HSG C
0.862 94 Weighted Average
0.134 15.55% Pervious Area
0.728 84.45% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P1C: Parking Near Sourtherly Entrace

Runoff = 7.30 cfs @ 12.07 hrs,  Volume= 0.560 af,  Depth> 7.51"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
0.775 98 Paved parking, HSG C
0.109 74 >75% Grass cover, Good, HSG C
0.012 96 Gravel surface, HSG C
0.896 95 Weighted Average
0.121 13.50% Pervious Area
0.775 86.50% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2A: Northerly Roof Area

Runoff = 8.22 cfs @ 12.07 hrs,  Volume= 0.653 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
0.997 98 Roofs, HSG C
0.997 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2B: Southeasterly Roof Area

Runoff = 20.98 cfs @ 12.07 hrs,  Volume= 1.667 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
2.543 98 Roofs, HSG C
2.543 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P2C: Central Roof Area

Runoff = 18.69 cfs @ 12.07 hrs,  Volume= 1.485 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
* 2.266 98 Roof

2.266 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 



Type III 24-hr  100-YR Rainfall=8.11"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 63HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Summary for Subcatchment P2D: Parking Deck

Runoff = 11.91 cfs @ 12.07 hrs,  Volume= 0.946 af,  Depth> 7.87"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
1.444 98 Roofs, HSG C
1.444 100.00% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3: Northerly Courtyard

Runoff = 3.36 cfs @ 12.07 hrs,  Volume= 0.253 af,  Depth> 7.27"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (sf) CN Description
* 4,131 74 Landscaped Areas
* 14,060 98 Pavement

18,191 93 Weighted Average
4,131 22.71% Pervious Area

14,060 77.29% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3A: At Westerly Entry and Parking Ramp

Runoff = 24.85 cfs @ 12.07 hrs,  Volume= 1.869 af,  Depth> 7.27"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
2.458 98 Paved parking, HSG C
0.611 74 >75% Grass cover, Good, HSG C
0.018 96 Gravel surface, HSG C
3.087 93 Weighted Average
0.629 20.38% Pervious Area
2.458 79.62% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Subcatchment P3B: Easterly Portion of Main Parking

Runoff = 14.20 cfs @ 12.07 hrs,  Volume= 1.068 af,  Depth> 7.27"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
1.426 98 Paved parking, HSG C
0.338 74 >75% Grass cover, Good, HSG C
1.764 93 Weighted Average
0.338 19.16% Pervious Area
1.426 80.84% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 



Type III 24-hr  100-YR Rainfall=8.11"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 67HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Summary for Subcatchment P4: Southwesterly Portion of Main Parking

Runoff = 14.12 cfs @ 12.07 hrs,  Volume= 1.062 af,  Depth> 7.27"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Type III 24-hr  100-YR Rainfall=8.11"

Area (ac) CN Description
1.421 98 Paved parking, HSG C
0.333 74 >75% Grass cover, Good, HSG C
1.754 93 Weighted Average
0.333 18.99% Pervious Area
1.421 81.01% Impervious Area

Tc Length Slope Velocity Capacity Description
(min) (feet) (ft/ft) (ft/sec) (cfs)

5.0 Direct Entry, 
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Summary for Pond INF #1: In Northerly Courtyard

Inflow Area = 0.997 ac,100.00% Impervious,  Inflow Depth > 7.87"    for  100-YR event
Inflow = 8.22 cfs @ 12.07 hrs,  Volume= 0.653 af
Outflow = 8.79 cfs @ 12.10 hrs,  Volume= 0.569 af,  Atten= 0%,  Lag= 1.8 min
Discarded = 0.02 cfs @ 3.73 hrs,  Volume= 0.035 af
Primary = 8.77 cfs @ 12.10 hrs,  Volume= 0.534 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 21.57' @ 12.10 hrs   Surf.Area= 0.068 ac   Storage= 0.128 af

Plug-Flow detention time= 112.0 min calculated for 0.569 af (87% of inflow)
Center-of-Mass det. time= 52.3 min ( 791.9 - 739.7 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.029 af 39.50'W x 46.34'L x 3.50'H Field A

0.147 af Overall - 0.051 af Embedded = 0.096 af  x 30.0% Voids
#2A 12.50' 0.051 af ADS_StormTech SC-740 +Cap  x 48  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
8 Rows of 6 Chambers

#3B 12.00' 0.018 af 44.25'W x 24.98'L x 3.50'H Field B
0.089 af Overall - 0.028 af Embedded = 0.060 af  x 30.0% Voids

#4B 12.50' 0.028 af ADS_StormTech SC-740 +Cap  x 27  Inside #3
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
9 Rows of 3 Chambers

#5 12.45' 0.002 af 5.00'D x 3.45'H DMH
0.128 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.45' 12.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.45' / 12.40'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 14.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 3.73 hrs  HW=12.45'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=8.63 cfs @ 12.10 hrs  HW=21.30'   (Free Discharge)
2=Culvert  (Inlet Controls 8.63 cfs @ 10.98 fps)

3=Broad-Crested Rectangular Weir  (Passes 8.63 cfs of 261.82 cfs potential flow)
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Stage-Area-Storage for Pond INF #1: In Northerly Courtyard

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.067 0.000
12.10 0.067 0.002
12.20 0.067 0.004
12.30 0.067 0.006
12.40 0.067 0.008
12.50 0.068 0.010
12.60 0.068 0.015
12.70 0.068 0.021
12.80 0.068 0.026
12.90 0.068 0.031
13.00 0.068 0.036
13.10 0.068 0.041
13.20 0.068 0.046
13.30 0.068 0.051
13.40 0.068 0.056
13.50 0.068 0.061
13.60 0.068 0.066
13.70 0.068 0.070
13.80 0.068 0.075
13.90 0.068 0.079
14.00 0.068 0.084
14.10 0.068 0.088
14.20 0.068 0.092
14.30 0.068 0.096
14.40 0.068 0.100
14.50 0.068 0.103
14.60 0.068 0.107
14.70 0.068 0.110
14.80 0.068 0.113
14.90 0.068 0.115
15.00 0.068 0.117
15.10 0.068 0.119
15.20 0.068 0.121
15.30 0.068 0.123
15.40 0.068 0.125
15.50 0.068 0.128
15.60 0.068 0.128
15.70 0.068 0.128
15.80 0.068 0.128
15.90 0.068 0.128
16.00 0.068 0.128
16.10 0.068 0.128
16.20 0.068 0.128
16.30 0.068 0.128
16.40 0.068 0.128
16.50 0.068 0.128
16.60 0.068 0.128
16.70 0.068 0.128
16.80 0.068 0.128
16.90 0.068 0.128
17.00 0.068 0.128
17.10 0.068 0.128
17.20 0.068 0.128

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

17.30 0.068 0.128
17.40 0.068 0.128
17.50 0.068 0.128
17.60 0.068 0.128
17.70 0.068 0.128
17.80 0.068 0.128
17.90 0.068 0.128
18.00 0.068 0.128
18.10 0.068 0.128
18.20 0.068 0.128
18.30 0.068 0.128
18.40 0.068 0.128
18.50 0.068 0.128
18.60 0.068 0.128
18.70 0.068 0.128
18.80 0.068 0.128
18.90 0.068 0.128
19.00 0.068 0.128
19.10 0.068 0.128
19.20 0.068 0.128
19.30 0.068 0.128
19.40 0.068 0.128
19.50 0.068 0.128
19.60 0.068 0.128
19.70 0.068 0.128
19.80 0.068 0.128
19.90 0.068 0.128
20.00 0.068 0.128
20.10 0.068 0.128
20.20 0.068 0.128
20.30 0.068 0.128
20.40 0.068 0.128
20.50 0.068 0.128
20.60 0.068 0.128
20.70 0.068 0.128
20.80 0.068 0.128
20.90 0.068 0.128
21.00 0.068 0.128
21.10 0.068 0.128
21.20 0.068 0.128
21.30 0.068 0.128
21.40 0.068 0.128
21.50 0.068 0.128
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Summary for Pond INF #2: In Front Parking

Inflow Area = 0.571 ac, 71.63% Impervious,  Inflow Depth > 7.03"    for  100-YR event
Inflow = 4.52 cfs @ 12.07 hrs,  Volume= 0.334 af
Outflow = 3.66 cfs @ 12.12 hrs,  Volume= 0.297 af,  Atten= 19%,  Lag= 3.2 min
Discarded = 0.01 cfs @ 4.21 hrs,  Volume= 0.022 af
Primary = 3.65 cfs @ 12.12 hrs,  Volume= 0.274 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 13.19' @ 12.12 hrs   Surf.Area= 0.048 ac   Storage= 0.052 af

Plug-Flow detention time= 86.2 min calculated for 0.297 af (89% of inflow)
Center-of-Mass det. time= 33.5 min ( 804.3 - 770.8 )

Volume Invert Avail.Storage Storage Description
#1A 10.87' 0.023 af 24.83'W x 74.40'L x 2.33'H Field A

0.099 af Overall - 0.024 af Embedded = 0.075 af  x 30.0% Voids
#2A 11.37' 0.024 af ADS_StormTech SC-310 +Cap  x 70  Inside #1

Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
7 Rows of 10 Chambers

#3B 10.87' 0.003 af 8.17'W x 31.68'L x 2.33'H Field B
0.014 af Overall - 0.003 af Embedded = 0.011 af  x 30.0% Voids

#4B 11.37' 0.003 af ADS_StormTech SC-310 +Cap  x 8  Inside #3
Effective Size= 28.9"W x 16.0"H => 2.07 sf x 7.12'L = 14.7 cf
Overall Size= 34.0"W x 16.0"H x 7.56'L with 0.44' Overlap
2 Rows of 4 Chambers

0.052 af Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.87' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.20' 12.0"  Round Culvert   

L= 7.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.20' / 11.10'   S= 0.0143 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 0.79 sf   

#3 Device 2 12.30' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.01 cfs @ 4.21 hrs  HW=10.89'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=3.65 cfs @ 12.12 hrs  HW=13.19'   (Free Discharge)
2=Culvert  (Inlet Controls 3.65 cfs @ 4.64 fps)

3=Broad-Crested Rectangular Weir  (Passes 3.65 cfs of 11.13 cfs potential flow)
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Stage-Area-Storage for Pond INF #2: In Front Parking

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.87 0.048 0.000
10.92 0.048 0.001
10.97 0.048 0.001
11.02 0.048 0.002
11.07 0.048 0.003
11.12 0.048 0.004
11.17 0.048 0.004
11.22 0.048 0.005
11.27 0.048 0.006
11.32 0.048 0.007
11.37 0.048 0.007
11.42 0.048 0.009
11.47 0.048 0.011
11.52 0.048 0.013
11.57 0.048 0.014
11.62 0.048 0.016
11.67 0.048 0.018
11.72 0.048 0.020
11.77 0.048 0.021
11.82 0.048 0.023
11.87 0.048 0.025
11.92 0.048 0.026
11.97 0.048 0.028
12.02 0.048 0.029
12.07 0.048 0.031
12.12 0.048 0.032
12.17 0.048 0.034
12.22 0.048 0.035
12.27 0.048 0.036
12.32 0.048 0.038
12.37 0.048 0.039
12.42 0.048 0.040
12.47 0.048 0.041
12.52 0.048 0.042
12.57 0.048 0.043
12.62 0.048 0.044
12.67 0.048 0.045
12.72 0.048 0.045
12.77 0.048 0.046
12.82 0.048 0.047
12.87 0.048 0.047
12.92 0.048 0.048
12.97 0.048 0.049
13.02 0.048 0.050
13.07 0.048 0.050
13.12 0.048 0.051
13.17 0.048 0.052
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Summary for Pond INF #3: South of Building

Inflow Area = 3.439 ac, 96.48% Impervious,  Inflow Depth > 7.77"    for  100-YR event
Inflow = 28.28 cfs @ 12.07 hrs,  Volume= 2.227 af
Outflow = 28.28 cfs @ 12.07 hrs,  Volume= 1.949 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.04 cfs @ 9.61 hrs,  Volume= 0.078 af
Primary = 28.24 cfs @ 12.07 hrs,  Volume= 1.871 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 18.59' @ 12.07 hrs   Surf.Area= 0.151 ac   Storage= 0.293 af

Plug-Flow detention time= 107.9 min calculated for 1.949 af (87% of inflow)
Center-of-Mass det. time= 49.8 min ( 793.4 - 743.6 )

Volume Invert Avail.Storage Storage Description
#1A 9.00' 0.101 af 25.25'W x 259.94'L x 3.50'H Field A

0.527 af Overall - 0.190 af Embedded = 0.338 af  x 30.0% Voids
#2A 9.50' 0.190 af ADS_StormTech SC-740 +Cap  x 180  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
5 Rows of 36 Chambers

#3 12.20' 0.002 af 5.00'D x 3.50'H DMH
0.293 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 9.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.00' 24.0"  Round Culvert   

L= 10.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.00' / 11.95'   S= 0.0050 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

Discarded OutFlow  Max=0.04 cfs @ 9.61 hrs  HW=12.21'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.04 cfs)

Primary OutFlow  Max=28.24 cfs @ 12.07 hrs  HW=18.59'   (Free Discharge)
2=Culvert  (Inlet Controls 28.24 cfs @ 8.99 fps)
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Stage-Area-Storage for Pond INF #3: South of Building

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

9.00 0.151 0.000
9.10 0.151 0.005
9.20 0.151 0.009
9.30 0.151 0.014
9.40 0.151 0.018
9.50 0.151 0.023
9.60 0.151 0.035
9.70 0.151 0.047
9.80 0.151 0.059
9.90 0.151 0.071

10.00 0.151 0.083
10.10 0.151 0.094
10.20 0.151 0.106
10.30 0.151 0.117
10.40 0.151 0.129
10.50 0.151 0.140
10.60 0.151 0.151
10.70 0.151 0.161
10.80 0.151 0.172
10.90 0.151 0.182
11.00 0.151 0.192
11.10 0.151 0.202
11.20 0.151 0.212
11.30 0.151 0.221
11.40 0.151 0.229
11.50 0.151 0.238
11.60 0.151 0.245
11.70 0.151 0.252
11.80 0.151 0.258
11.90 0.151 0.264
12.00 0.151 0.268
12.10 0.151 0.273
12.20 0.151 0.278
12.30 0.151 0.282
12.40 0.151 0.287
12.50 0.151 0.291
12.60 0.151 0.291
12.70 0.151 0.291
12.80 0.151 0.291
12.90 0.151 0.291
13.00 0.151 0.291
13.10 0.151 0.291
13.20 0.151 0.292
13.30 0.151 0.292
13.40 0.151 0.292
13.50 0.151 0.292
13.60 0.151 0.292
13.70 0.151 0.292
13.80 0.151 0.292
13.90 0.151 0.292
14.00 0.151 0.292
14.10 0.151 0.292
14.20 0.151 0.292

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

14.30 0.151 0.292
14.40 0.151 0.292
14.50 0.151 0.292
14.60 0.151 0.292
14.70 0.151 0.292
14.80 0.151 0.292
14.90 0.151 0.292
15.00 0.151 0.292
15.10 0.151 0.292
15.20 0.151 0.292
15.30 0.151 0.292
15.40 0.151 0.293
15.50 0.151 0.293
15.60 0.151 0.293
15.70 0.151 0.293
15.80 0.151 0.293
15.90 0.151 0.293
16.00 0.151 0.293
16.10 0.151 0.293
16.20 0.151 0.293
16.30 0.151 0.293
16.40 0.151 0.293
16.50 0.151 0.293
16.60 0.151 0.293
16.70 0.151 0.293
16.80 0.151 0.293
16.90 0.151 0.293
17.00 0.151 0.293
17.10 0.151 0.293
17.20 0.151 0.293
17.30 0.151 0.293
17.40 0.151 0.293
17.50 0.151 0.293
17.60 0.151 0.293
17.70 0.151 0.293
17.80 0.151 0.293
17.90 0.151 0.293
18.00 0.151 0.293
18.10 0.151 0.293
18.20 0.151 0.293
18.30 0.151 0.293
18.40 0.151 0.293
18.50 0.151 0.293
18.60 0.151 0.293
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Summary for Pond INF #4: In Main Parking Area

Inflow Area = 5.705 ac, 97.88% Impervious,  Inflow Depth > 7.06"    for  100-YR event
Inflow = 46.93 cfs @ 12.07 hrs,  Volume= 3.356 af
Outflow = 46.94 cfs @ 12.07 hrs,  Volume= 3.155 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 5.15 hrs,  Volume= 0.034 af
Primary = 46.92 cfs @ 12.07 hrs,  Volume= 3.121 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 27.94' @ 12.07 hrs   Surf.Area= 0.066 ac   Storage= 0.203 af

Plug-Flow detention time= 55.7 min calculated for 3.153 af (94% of inflow)
Center-of-Mass det. time= 23.2 min ( 793.7 - 770.5 )

Volume Invert Avail.Storage Storage Description
#1A 10.25' 0.070 af 37.08'W x 77.40'L x 5.50'H Field A

0.362 af Overall - 0.130 af Embedded = 0.233 af  x 30.0% Voids
#2A 11.00' 0.130 af ADS_StormTech MC-3500 d +Cap  x 50  Inside #1

Effective Size= 70.4"W x 45.0"H => 15.33 sf x 7.17'L = 110.0 cf
Overall Size= 77.0"W x 45.0"H x 7.50'L with 0.33' Overlap
5 Rows of 10 Chambers
Cap Storage= +14.9 cf x 2 x 5 rows = 149.0 cf

#3 11.63' 0.003 af 5.00'D x 6.97'H DMH
0.203 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 10.25' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 11.50' 24.0"  Round Culvert   

L= 98.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 11.50' / 11.00'   S= 0.0051 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 3.14 sf   

#3 Device 2 16.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 5.15 hrs  HW=11.63'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=46.92 cfs @ 12.07 hrs  HW=27.94'   (Free Discharge)
2=Culvert  (Inlet Controls 46.92 cfs @ 14.93 fps)

3=Broad-Crested Rectangular Weir  (Passes 46.92 cfs of 547.58 cfs potential flow)
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Stage-Area-Storage for Pond INF #4: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

10.25 0.066 0.000
10.45 0.066 0.004
10.65 0.066 0.008
10.85 0.066 0.012
11.05 0.066 0.018
11.25 0.066 0.028
11.45 0.066 0.039
11.65 0.066 0.050
11.85 0.066 0.060
12.05 0.066 0.071
12.25 0.066 0.081
12.45 0.066 0.091
12.65 0.066 0.101
12.85 0.066 0.111
13.05 0.066 0.120
13.25 0.066 0.129
13.45 0.066 0.138
13.65 0.066 0.147
13.85 0.066 0.155
14.05 0.066 0.162
14.25 0.066 0.169
14.45 0.066 0.174
14.65 0.066 0.179
14.85 0.066 0.183
15.05 0.066 0.187
15.25 0.066 0.191
15.45 0.066 0.195
15.65 0.066 0.199
15.85 0.066 0.201
16.05 0.066 0.201
16.25 0.066 0.202
16.45 0.066 0.202
16.65 0.066 0.202
16.85 0.066 0.202
17.05 0.066 0.202
17.25 0.066 0.202
17.45 0.066 0.202
17.65 0.066 0.202
17.85 0.066 0.202
18.05 0.066 0.202
18.25 0.066 0.202
18.45 0.066 0.203
18.65 0.066 0.203
18.85 0.066 0.203
19.05 0.066 0.203
19.25 0.066 0.203
19.45 0.066 0.203
19.65 0.066 0.203
19.85 0.066 0.203
20.05 0.066 0.203
20.25 0.066 0.203
20.45 0.066 0.203
20.65 0.066 0.203

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

20.85 0.066 0.203
21.05 0.066 0.203
21.25 0.066 0.203
21.45 0.066 0.203
21.65 0.066 0.203
21.85 0.066 0.203
22.05 0.066 0.203
22.25 0.066 0.203
22.45 0.066 0.203
22.65 0.066 0.203
22.85 0.066 0.203
23.05 0.066 0.203
23.25 0.066 0.203
23.45 0.066 0.203
23.65 0.066 0.203
23.85 0.066 0.203
24.05 0.066 0.203
24.25 0.066 0.203
24.45 0.066 0.203
24.65 0.066 0.203
24.85 0.066 0.203
25.05 0.066 0.203
25.25 0.066 0.203
25.45 0.066 0.203
25.65 0.066 0.203
25.85 0.066 0.203
26.05 0.066 0.203
26.25 0.066 0.203
26.45 0.066 0.203
26.65 0.066 0.203
26.85 0.066 0.203
27.05 0.066 0.203
27.25 0.066 0.203
27.45 0.066 0.203
27.65 0.066 0.203
27.85 0.066 0.203
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Summary for Pond INF #5: In Main Parking Area

Inflow Area = 1.764 ac, 80.84% Impervious,  Inflow Depth > 7.27"    for  100-YR event
Inflow = 14.20 cfs @ 12.07 hrs,  Volume= 1.068 af
Outflow = 14.16 cfs @ 12.07 hrs,  Volume= 0.947 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 3.68 hrs,  Volume= 0.032 af
Primary = 14.14 cfs @ 12.07 hrs,  Volume= 0.915 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 17.38' @ 12.07 hrs   Surf.Area= 0.068 ac   Storage= 0.131 af

Plug-Flow detention time= 91.2 min calculated for 0.947 af (89% of inflow)
Center-of-Mass det. time= 37.8 min ( 801.5 - 763.6 )

Volume Invert Avail.Storage Storage Description
#1A 11.75' 0.046 af 49.00'W x 60.58'L x 3.50'H Field A

0.238 af Overall - 0.084 af Embedded = 0.154 af  x 30.0% Voids
#2A 12.25' 0.084 af ADS_StormTech SC-740 +Cap  x 80  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
10 Rows of 8 Chambers

#3 18.55' 0.002 af 4.00'D x 8.00'H DMH
0.133 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 11.75' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.20' 18.0"  Round Culvert   

L= 50.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.20' / 11.20'   S= 0.0200 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 14.75' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 3.68 hrs  HW=11.90'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=14.13 cfs @ 12.07 hrs  HW=17.38'   (Free Discharge)
2=Culvert  (Inlet Controls 14.13 cfs @ 8.00 fps)

3=Broad-Crested Rectangular Weir  (Passes 14.13 cfs of 56.53 cfs potential flow)



Type III 24-hr  100-YR Rainfall=8.11"Post-135 Morrissey Blvd
  Printed  5/17/2018Prepared by Howard Stein Hudson

Page 77HydroCAD® 10.00-20  s/n 02930  © 2017 HydroCAD Software Solutions LLC

Stage-Area-Storage for Pond INF #5: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

11.75 0.068 0.000
11.90 0.068 0.003
12.05 0.068 0.006
12.20 0.068 0.009
12.35 0.068 0.016
12.50 0.068 0.024
12.65 0.068 0.032
12.80 0.068 0.040
12.95 0.068 0.048
13.10 0.068 0.055
13.25 0.068 0.063
13.40 0.068 0.070
13.55 0.068 0.077
13.70 0.068 0.084
13.85 0.068 0.091
14.00 0.068 0.097
14.15 0.068 0.103
14.30 0.068 0.108
14.45 0.068 0.113
14.60 0.068 0.117
14.75 0.068 0.120
14.90 0.068 0.123
15.05 0.068 0.127
15.20 0.068 0.130
15.35 0.068 0.131
15.50 0.068 0.131
15.65 0.068 0.131
15.80 0.068 0.131
15.95 0.068 0.131
16.10 0.068 0.131
16.25 0.068 0.131
16.40 0.068 0.131
16.55 0.068 0.131
16.70 0.068 0.131
16.85 0.068 0.131
17.00 0.068 0.131
17.15 0.068 0.131
17.30 0.068 0.131
17.45 0.068 0.131
17.60 0.068 0.131
17.75 0.068 0.131
17.90 0.068 0.131
18.05 0.068 0.131
18.20 0.068 0.131
18.35 0.068 0.131
18.50 0.068 0.131
18.65 0.068 0.131
18.80 0.068 0.131
18.95 0.068 0.131
19.10 0.068 0.131
19.25 0.068 0.131
19.40 0.068 0.131
19.55 0.068 0.131

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

19.70 0.068 0.131
19.85 0.068 0.131
20.00 0.068 0.131
20.15 0.068 0.131
20.30 0.068 0.131
20.45 0.068 0.131
20.60 0.068 0.131
20.75 0.068 0.131
20.90 0.068 0.131
21.05 0.068 0.131
21.20 0.068 0.131
21.35 0.068 0.131
21.50 0.068 0.131
21.65 0.068 0.132
21.80 0.068 0.132
21.95 0.068 0.132
22.10 0.068 0.132
22.25 0.068 0.132
22.40 0.068 0.132
22.55 0.068 0.132
22.70 0.068 0.132
22.85 0.068 0.132
23.00 0.068 0.132
23.15 0.068 0.132
23.30 0.068 0.132
23.45 0.068 0.132
23.60 0.068 0.132
23.75 0.068 0.132
23.90 0.068 0.132
24.05 0.068 0.132
24.20 0.068 0.132
24.35 0.068 0.132
24.50 0.068 0.132
24.65 0.068 0.132
24.80 0.068 0.132
24.95 0.068 0.132
25.10 0.068 0.132
25.25 0.068 0.133
25.40 0.068 0.133
25.55 0.068 0.133
25.70 0.068 0.133
25.85 0.068 0.133
26.00 0.068 0.133
26.15 0.068 0.133
26.30 0.068 0.133
26.45 0.068 0.133
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Summary for Pond INF #6: In Main Parking Area

Inflow Area = 1.754 ac, 81.01% Impervious,  Inflow Depth > 7.27"    for  100-YR event
Inflow = 14.12 cfs @ 12.07 hrs,  Volume= 1.062 af
Outflow = 14.10 cfs @ 12.07 hrs,  Volume= 0.929 af,  Atten= 0%,  Lag= 0.2 min
Discarded = 0.02 cfs @ 10.09 hrs,  Volume= 0.036 af
Primary = 14.08 cfs @ 12.07 hrs,  Volume= 0.893 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 17.64' @ 12.07 hrs   Surf.Area= 0.075 ac   Storage= 0.145 af

Plug-Flow detention time= 97.2 min calculated for 0.929 af (87% of inflow)
Center-of-Mass det. time= 40.1 min ( 803.7 - 763.6 )

Volume Invert Avail.Storage Storage Description
#1A 12.00' 0.051 af 53.75'W x 60.58'L x 3.50'H Field A

0.262 af Overall - 0.093 af Embedded = 0.169 af  x 30.0% Voids
#2A 12.50' 0.093 af ADS_StormTech SC-740 +Cap  x 88  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
11 Rows of 8 Chambers

#3 14.55' 0.002 af 5.00'D x 3.85'H Vertical Cone/Cylinder
0.145 af Total Available Storage

     Storage Group A created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Discarded 12.00' 0.270 in/hr Exfiltration over Surface area   
#2 Primary 12.50' 18.0"  Round Culvert   

L= 11.0'   CMP, projecting, no headwall,  Ke= 0.900   
Inlet / Outlet Invert= 12.50' / 12.35'   S= 0.0136 '/'   Cc= 0.900   
n= 0.010  PVC, smooth interior,  Flow Area= 1.77 sf   

#3 Device 2 15.00' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

Discarded OutFlow  Max=0.02 cfs @ 10.09 hrs  HW=14.56'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=14.05 cfs @ 12.07 hrs  HW=17.63'   (Free Discharge)
2=Culvert  (Inlet Controls 14.05 cfs @ 7.95 fps)

3=Broad-Crested Rectangular Weir  (Passes 14.05 cfs of 56.53 cfs potential flow)
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Stage-Area-Storage for Pond INF #6: In Main Parking Area

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

12.00 0.075 0.000
12.10 0.075 0.002
12.20 0.075 0.004
12.30 0.075 0.007
12.40 0.075 0.009
12.50 0.075 0.011
12.60 0.075 0.017
12.70 0.075 0.023
12.80 0.075 0.029
12.90 0.075 0.035
13.00 0.075 0.041
13.10 0.075 0.047
13.20 0.075 0.052
13.30 0.075 0.058
13.40 0.075 0.063
13.50 0.075 0.069
13.60 0.075 0.074
13.70 0.075 0.079
13.80 0.075 0.085
13.90 0.075 0.090
14.00 0.075 0.095
14.10 0.075 0.099
14.20 0.075 0.104
14.30 0.075 0.109
14.40 0.075 0.113
14.50 0.075 0.117
14.60 0.075 0.121
14.70 0.075 0.124
14.80 0.075 0.127
14.90 0.075 0.130
15.00 0.075 0.132
15.10 0.075 0.135
15.20 0.075 0.137
15.30 0.075 0.139
15.40 0.075 0.142
15.50 0.075 0.144
15.60 0.075 0.144
15.70 0.075 0.144
15.80 0.075 0.144
15.90 0.075 0.144
16.00 0.075 0.144
16.10 0.075 0.144
16.20 0.075 0.144
16.30 0.075 0.144
16.40 0.075 0.144
16.50 0.075 0.144
16.60 0.075 0.144
16.70 0.075 0.144
16.80 0.075 0.144
16.90 0.075 0.145
17.00 0.075 0.145
17.10 0.075 0.145
17.20 0.075 0.145

Elevation
(feet)

Surface
(acres)

Storage
(acre-feet)

17.30 0.075 0.145
17.40 0.075 0.145
17.50 0.075 0.145
17.60 0.075 0.145
17.70 0.075 0.145
17.80 0.075 0.145
17.90 0.075 0.145
18.00 0.075 0.145
18.10 0.075 0.145
18.20 0.075 0.145
18.30 0.075 0.145
18.40 0.075 0.145
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Summary for Pond INF#7: West of parking deck

Inflow Area = 1.444 ac,100.00% Impervious,  Inflow Depth > 7.87"    for  100-YR event
Inflow = 11.91 cfs @ 12.07 hrs,  Volume= 0.946 af
Outflow = 11.89 cfs @ 12.07 hrs,  Volume= 0.829 af,  Atten= 0%,  Lag= 0.0 min
Discarded = 0.02 cfs @ 0.82 hrs,  Volume= 0.035 af
Primary = 11.87 cfs @ 12.07 hrs,  Volume= 0.794 af

Routing by Stor-Ind method, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
Peak Elev= 15.03' @ 12.07 hrs   Surf.Area= 2,930 sf   Storage= 5,526 cf

Plug-Flow detention time= 107.1 min calculated for 0.829 af (88% of inflow)
Center-of-Mass det. time= 49.1 min ( 788.8 - 739.7 )

Volume Invert Avail.Storage Storage Description
#1A 11.10' 1,206 cf 15.75'W x 110.42'L x 3.50'H Field A

6,087 cf Overall - 2,067 cf Embedded = 4,019 cf  x 30.0% Voids
#2A 11.60' 2,067 cf ADS_StormTech SC-740 +Cap  x 45  Inside #1

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 15 Chambers

#3 11.00' 63 cf 4.00'D x 5.00'H Vertical Cone/Cylinder
#4B 11.10' 824 cf 15.75'W x 74.82'L x 3.50'H Field B

4,124 cf Overall - 1,378 cf Embedded = 2,746 cf  x 30.0% Voids
#5B 11.60' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #4

Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
3 Rows of 10 Chambers

5,538 cf Total Available Storage

     Storage Group A created with Chamber Wizard
     Storage Group B created with Chamber Wizard

Device Routing     Invert Outlet Devices
#1 Primary 10.80' 18.0"  Round Culvert   L= 166.0'   Ke= 0.600   

Inlet / Outlet Invert= 10.80' / 9.10'   S= 0.0102 '/'   Cc= 0.900   
n= 0.011,  Flow Area= 1.77 sf   

#2 Device 1 14.10' 4.0' long  x 0.5' breadth Broad-Crested Rectangular Weir   
Head (feet)  0.20  0.40  0.60  0.80  1.00   
Coef. (English)  2.80  2.92  3.08  3.30  3.32   

#3 Discarded 11.00' 0.270 in/hr Exfiltration over Surface area   

Discarded OutFlow  Max=0.02 cfs @ 0.82 hrs  HW=11.10'   (Free Discharge)
3=Exfiltration  (Exfiltration Controls 0.02 cfs)

Primary OutFlow  Max=11.87 cfs @ 12.07 hrs  HW=15.03'   (Free Discharge)
1=Culvert  (Passes 11.87 cfs of 14.88 cfs potential flow)

2=Broad-Crested Rectangular Weir  (Weir Controls 11.87 cfs @ 3.19 fps)
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Stage-Area-Storage for Pond INF#7: West of parking deck

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

11.00 13 0
11.05 13 1
11.10 2,930 1
11.15 2,930 46
11.20 2,930 90
11.25 2,930 134
11.30 2,930 179
11.35 2,930 223
11.40 2,930 268
11.45 2,930 312
11.50 2,930 356
11.55 2,930 401
11.60 2,930 445
11.65 2,930 559
11.70 2,930 673
11.75 2,930 786
11.80 2,930 900
11.85 2,930 1,013
11.90 2,930 1,125
11.95 2,930 1,237
12.00 2,930 1,349
12.05 2,930 1,460
12.10 2,930 1,570
12.15 2,930 1,680
12.20 2,930 1,789
12.25 2,930 1,898
12.30 2,930 2,006
12.35 2,930 2,113
12.40 2,930 2,220
12.45 2,930 2,326
12.50 2,930 2,432
12.55 2,930 2,536
12.60 2,930 2,640
12.65 2,930 2,743
12.70 2,930 2,845
12.75 2,930 2,946
12.80 2,930 3,047
12.85 2,930 3,146
12.90 2,930 3,244
12.95 2,930 3,341
13.00 2,930 3,438
13.05 2,930 3,533
13.10 2,930 3,626
13.15 2,930 3,719
13.20 2,930 3,811
13.25 2,930 3,900
13.30 2,930 3,989
13.35 2,930 4,075
13.40 2,930 4,160
13.45 2,930 4,243
13.50 2,930 4,325
13.55 2,930 4,404
13.60 2,930 4,482

Elevation
(feet)

Surface
(sq-ft)

Storage
(cubic-feet)

13.65 2,930 4,557
13.70 2,930 4,629
13.75 2,930 4,699
13.80 2,930 4,764
13.85 2,930 4,825
13.90 2,930 4,882
13.95 2,930 4,934
14.00 2,930 4,983
14.05 2,930 5,031
14.10 2,930 5,076
14.15 2,930 5,121
14.20 2,930 5,165
14.25 2,930 5,210
14.30 2,930 5,254
14.35 2,930 5,298
14.40 2,930 5,343
14.45 2,930 5,387
14.50 2,930 5,432
14.55 2,930 5,476
14.60 2,930 5,520
14.65 2,930 5,521
14.70 2,930 5,522
14.75 2,930 5,522
14.80 2,930 5,523
14.85 2,930 5,524
14.90 2,930 5,524
14.95 2,930 5,525
15.00 2,930 5,525
15.05 2,930 5,526
15.10 2,930 5,527
15.15 2,930 5,527
15.20 2,930 5,528
15.25 2,930 5,529
15.30 2,930 5,529
15.35 2,930 5,530
15.40 2,930 5,530
15.45 2,930 5,531
15.50 2,930 5,532
15.55 2,930 5,532
15.60 2,930 5,533
15.65 2,930 5,534
15.70 2,930 5,534
15.75 2,930 5,535
15.80 2,930 5,535
15.85 2,930 5,536
15.90 2,930 5,537
15.95 2,930 5,537
16.00 2,930 5,538
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Summary for Link 1L: WILLIAM T. MORRISSEY BOULEVARD

Inflow Area = 1.433 ac, 79.34% Impervious,  Inflow Depth > 6.74"    for  100-YR event
Inflow = 10.41 cfs @ 12.08 hrs,  Volume= 0.805 af
Primary = 10.41 cfs @ 12.08 hrs,  Volume= 0.805 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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Summary for Link 2L: PROJECT SITE

Inflow Area = 15.169 ac, 90.01% Impervious,  Inflow Depth > 6.63"    for  100-YR event
Inflow = 119.77 cfs @ 12.07 hrs,  Volume= 8.379 af
Primary = 119.77 cfs @ 12.07 hrs,  Volume= 8.379 af,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-24.00 hrs, dt= 0.01 hrs
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As shown in Vol 3. Chapter 1 Page 15 of the Massachusetts Stormwater Handbook

Required Recharge Volume determined by the following equation:

Rv = F x Aimp where:

Rv Required Recharge Volume

F Target Depth Factor

Aimp Impervious Area

Given:

Aimp Aimp F Rv Rv

ft.2 acre inch acre‐ft ft.
3

P1A 17,824                 0.41 0.25 0.0085 371

P1B 31,709                 0.73 0.25 0.0152 661

P1C 33,760                 0.78 0.25 0.0161 703

P2A 43,433                 1.00 0.25 0.0208 905

P2B 110,757               2.54 0.25 0.0530 2,307

P2C 98,711                 2.27 0.25 0.0472 2,056

P2D 62,911                 1.44 0.25 0.0301 1,311

P3 14,060                 0.32 0.25 0.0067 293

P3A 107,070               2.46 0.25 0.0512 2,231

P3B 62,131                 1.43 0.25 0.0297 1,294

P4 61,916                 1.42 0.25 0.0296 1,290

TOTAL 13,423

135 William T Morressey Boulevard

Table 1 Required Recharge Volume

NRCS Hydrologic Soil Type ‐ C

Target Depth Factor = 0.25 inch

Subcatchment

Table 1 
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As shown in Vol 3. Chapter 1 Page 19 of the Massachusetts Stormwater Handbook

Using the following equations

A = Rv / (D+KT)

V = A x D

where

Rv Required Recharge Volume

A Minimum Req'd surface area of the bottom of the infiltration structure

V Storage Volume

D depth of the infiltration facility

K Rawls rate for saturated hydraulic conductivity

T allowable drawdown

Use

k= 0.27 in/hr C ‐Soils 

T 2 hours

Rv nD A V Required Vprovided Vprovided >  Vreq

ft.3 ft ft.2 ft.3 ft.3 Yes/No

P1A 371.33 1.48 243.50 360.38 INF #2 1,612 Yes

P1B 660.60 0.00 0.00 660.60 NONE 0 No

P1C and P2B 3,010.77 2.65 1,117.17 2,960.50 INF #3 11,674 Yes

P2A 904.85 2.65 335.75 889.75 INF #1 3,659 Yes

P2C 2,056.48 4.05 502.19 2,033.88 INF #4 8,755 Yes

P2D 1,310.65 2.65 486.32 1,288.76 INF #7 5,076 Yes

P3 292.92 0.00 0.00 292.92 NONE 0 No

P3A 2,230.63 0.00 0.00 2,230.63 NONE 0 No

P3B 1,294.40 2.65 480.30 1,272.78 INF #5 5,227 Yes

P4 1,289.92 2.65 478.63 1,268.38 INF #6 5,750 Yes

TOTALS 13,258.57 41,753 Yes

Table 2 Simple Dynamic Method for Recharge

Subcatchment Receiving Recharge Facility

135 William T Morressey Boulevard

Table 2 
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Using the following equations

Timedrawdown = Rv/(K* Bottom Area)

As shown in Vol 3. Chapter 1 Page 25 of the Massachusetts Stormwater Handbook

Timedrawdown  Drawdown time for Infiltration BMP, must be < 72 hours

Rv Storage Volume

Bottom area Bottom Area of Recharge Structure

K Rawls rate for saturated hydraulic conductivity

k= 0.27 in/hr C ‐Soils

Rv Bottom Area Timedrawdown  Timedrawdown < 72 hours

ft.3 ft.
2

hours Yes/No

INF #2 371.33 2106 7.84 Yes

INF #3 3,010.77 6563 20.39 Yes

INF #1 904.85 2936 13.70 Yes

INF #4 2,056.48 2870 31.85 Yes

INF #7 1,310.65 2918 19.96 Yes

INF #5 1,294.40 2968 19.38 Yes

INF #6 1,289.92 3256 17.61 Yes

Table 3 Drawdown

Subcatchment

135 William T Morressey Boulevard

Table 3 
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HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P1A

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.85 0.75 0.64 0.11

Infiltration Basin 0.80 0.11 0.09 0.02

Total TSS Removal 98%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P1B

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.86 0.75 0.65 0.11

Total TSS Removal 90%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P1C and P2B

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.81 0.75 0.61 0.14

Infiltration Basin 0.80 0.14 0.11 0.03

Total TSS Removal 97%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P2A (Roof Area)

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Infiltration Basin 0.80 1.00 0.80 0.20

Total TSS Removal 80%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P2B (Roof Area)

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Infiltration Basin 0.80 1.00 0.80 0.20

Total TSS Removal 80%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P2C (Roof Area)

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Infiltration Basin 0.80 1.00 0.80 0.20

Total TSS Removal 80%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P2D

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Proprietary Treatment 
Unit

0.25 1.00 0.25 0.75

Infiltration Basin 0.80 0.75 0.60 0.15

Total TSS Removal 85%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P3A

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.81 0.75 0.61 0.14

Total TSS Removal 86%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P3B

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.83 0.75 0.62 0.13

Infiltration Basin 0.80 0.13 0.10 0.03

Total TSS Removal 97%



HSH Project No.: 16127
Project: 135 Morrissey Boulevard, Boston, MA
Date: May 17, 2018

TSS REMOVAL CALCULATION
Location: Subcatchment P4

TSS Removal Starting TSS Amount Remaining
BMP Rate Load Removed Load

Deep Sump and Hooded 
Catchbasin

0.25 1.00 0.25 0.75

Proprietary Treatment 
Unit

0.81 0.75 0.61 0.14

Infiltration Basin 0.80 0.14 0.11 0.03

Total TSS Removal 97%



WQU-6=0.80 Ac.

CB-5=0.50 Ac.

WQU1=0.41 Ac.

WQU-5=1.43 Ac.

WQU-2=0.78 Ac.

CB-4=0.23 Ac.

WQU-7=0.57 Ac.

WQU-3=0.82 Ac.

WQU-4=0.54 Ac. CB
-1

6=
0.5

3 A
c.

CB-19=0.18 Ac.

WQU-8=1.44 Ac.

FIGURE

W.1



Project: Boston Globe
Location: Boston, MA
Prepared For: Howard Stein Hudson

Purpose:

Reference:

Procedure:

where:

A = impervious surface drainage area (in square miles)
WQV = water quality volume in watershed inches (1" in this case)

Structure 
Name

Impv.
(acres)

A
(miles2)

tc

(min)
tc

(hr)
WQV  
(in) qu (csm/in.) Q (cfs)

CB-4 0.23 0.0003594 6.0 0.100 1.00 774.00 0.28
CB-5 0.50 0.0007813 6.0 0.100 1.00 774.00 0.60
CB-16 0.53 0.0008281 6.0 0.100 1.00 774.00 0.64
CB-19 0.18 0.0002813 6.0 0.100 1.00 774.00 0.22

        
        
        
        
        
        

qu = the unit peak discharge, in csm/in.

To calculate the water quality flow rate (WQF) over a given site area. In this situation the WQF is 
derived from the first 1" of runoff from the contributing impervious surface.

Massachusetts Dept. of Environmental Protection Wetlands Program / United States Department of 
Agriculture Natural Resources Conservation Service TR-55 Manual

Determine unit peak discharge using Figure 1 or 2. Figure 2 is in tabular form so is preferred. Using 
the tc, read the unit peak discharge (qu) from Figure 1 or Table in Figure 2. qu is expressed in the 
following units: cfs/mi2/watershed inches (csm/in).                           

Compute Q Rate using the following equation:

Q = (qu) (A) (WQV)

Q = flow rate associated with first 1" of runoff



Area 0.23 ac CB-4
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2015-4  1.4 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.00 0.00 9.9
0.04 9.6% 19.8% 0.01 0.01 9.3
0.06 9.4% 29.3% 0.01 0.01 9.1
0.08 7.7% 37.0% 0.02 0.02 7.5
0.10 8.6% 45.6% 0.02 0.02 8.2
0.12 6.3% 51.9% 0.02 0.02 6.0
0.14 4.7% 56.5% 0.03 0.03 4.5
0.16 4.6% 61.2% 0.03 0.03 4.4
0.18 3.5% 64.7% 0.04 0.04 3.4
0.20 4.3% 69.1% 0.04 0.04 4.1
0.25 8.0% 77.1% 0.05 0.05 7.6
0.30 5.6% 82.7% 0.06 0.06 5.3
0.35 4.4% 87.0% 0.07 0.07 4.1
0.40 2.5% 89.5% 0.08 0.08 2.4
0.45 2.5% 92.1% 0.09 0.09 2.3
0.50 1.4% 93.5% 0.10 0.10 1.3
0.75 5.0% 98.5% 0.16 0.16 4.5
1.00 1.0% 99.5% 0.21 0.21 0.9
1.50 0.0% 99.5% 0.31 0.31 0.0
2.00 0.0% 99.5% 0.41 0.41 0.0
3.00 0.5% 100.0% 0.62 0.62 0.3

95.1
6.5%
93.5%
88.7%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.50 ac CB-5
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2015-4  1.4 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.02 0.02 9.3
0.06 9.4% 29.3% 0.03 0.03 9.1
0.08 7.7% 37.0% 0.04 0.04 7.4
0.10 8.6% 45.6% 0.05 0.05 8.1
0.12 6.3% 51.9% 0.05 0.05 6.0
0.14 4.7% 56.5% 0.06 0.06 4.4
0.16 4.6% 61.2% 0.07 0.07 4.3
0.18 3.5% 64.7% 0.08 0.08 3.3
0.20 4.3% 69.1% 0.09 0.09 4.0
0.25 8.0% 77.1% 0.11 0.11 7.3
0.30 5.6% 82.7% 0.14 0.14 5.1
0.35 4.4% 87.0% 0.16 0.16 3.9
0.40 2.5% 89.5% 0.18 0.18 2.2
0.45 2.5% 92.1% 0.20 0.20 2.2
0.50 1.4% 93.5% 0.23 0.23 1.2
0.75 5.0% 98.5% 0.34 0.34 4.1
1.00 1.0% 99.5% 0.45 0.45 0.8
1.50 0.0% 99.5% 0.68 0.68 0.0
2.00 0.0% 99.5% 0.90 0.90 0.0
3.00 0.5% 100.0% 1.35 1.35 0.2

92.7
6.5%
93.5%
86.3%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.53 ac CB-16
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2015-4  1.4 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.02 0.02 9.3
0.06 9.4% 29.3% 0.03 0.03 9.1
0.08 7.7% 37.0% 0.04 0.04 7.4
0.10 8.6% 45.6% 0.05 0.05 8.1
0.12 6.3% 51.9% 0.06 0.06 5.9
0.14 4.7% 56.5% 0.07 0.07 4.4
0.16 4.6% 61.2% 0.08 0.08 4.3
0.18 3.5% 64.7% 0.09 0.09 3.3
0.20 4.3% 69.1% 0.10 0.10 4.0
0.25 8.0% 77.1% 0.12 0.12 7.3
0.30 5.6% 82.7% 0.14 0.14 5.0
0.35 4.4% 87.0% 0.17 0.17 3.9
0.40 2.5% 89.5% 0.19 0.19 2.2
0.45 2.5% 92.1% 0.21 0.21 2.2
0.50 1.4% 93.5% 0.24 0.24 1.2
0.75 5.0% 98.5% 0.36 0.36 4.0
1.00 1.0% 99.5% 0.48 0.48 0.8
1.50 0.0% 99.5% 0.72 0.72 0.0
2.00 0.0% 99.5% 0.95 0.95 0.0
3.00 0.5% 100.0% 1.43 1.40 0.1

92.4
6.5%
93.5%
86.0%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.18 ac CB-19
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2015-4  1.4 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.00 0.00 9.9
0.04 9.6% 19.8% 0.01 0.01 9.4
0.06 9.4% 29.3% 0.01 0.01 9.1
0.08 7.7% 37.0% 0.01 0.01 7.5
0.10 8.6% 45.6% 0.02 0.02 8.3
0.12 6.3% 51.9% 0.02 0.02 6.1
0.14 4.7% 56.5% 0.02 0.02 4.5
0.16 4.6% 61.2% 0.03 0.03 4.5
0.18 3.5% 64.7% 0.03 0.03 3.4
0.20 4.3% 69.1% 0.03 0.03 4.2
0.25 8.0% 77.1% 0.04 0.04 7.6
0.30 5.6% 82.7% 0.05 0.05 5.3
0.35 4.4% 87.0% 0.06 0.06 4.1
0.40 2.5% 89.5% 0.06 0.06 2.4
0.45 2.5% 92.1% 0.07 0.07 2.4
0.50 1.4% 93.5% 0.08 0.08 1.3
0.75 5.0% 98.5% 0.12 0.12 4.6
1.00 1.0% 99.5% 0.16 0.16 0.9
1.50 0.0% 99.5% 0.24 0.24 0.0
2.00 0.0% 99.5% 0.32 0.32 0.0
3.00 0.5% 100.0% 0.49 0.49 0.4

95.6
6.5%
93.5%
89.1%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Project: Boston Globe
Location: Boston, MA
Prepared For: Howard Stein Hudson

Purpose:

Reference:

Procedure:

where:

A = impervious surface drainage area (in square miles)
WQV = water quality volume in watershed inches (1" in this case)

Structure 
Name

Impv.
(acres)

A
(miles2)

tc

(min)
tc

(hr)
WQV  
(in) qu (csm/in.) Q (cfs)

WQU-1 0.41 0.0006391 6.0 0.100 1.00 774.00 0.49
WQU-2 0.78 0.0012188 6.0 0.100 1.00 774.00 0.94
WQU-3 0.82 0.0012813 6.0 0.100 1.00 774.00 0.99
WQU-4 0.54 0.0008438 6.0 0.100 1.00 774.00 0.65
WQU-5 1.43 0.0022344 6.0 0.100 1.00 774.00 1.73
WQU-6 0.80 0.0012500 6.0 0.100 1.00 774.00 0.97
WQU-7 0.57 0.0008906 6.0 0.100 1.00 774.00 0.69
WQU-8 1.44 0.0022500 6.0 0.100 1.00 774.00 1.74

        
        

qu = the unit peak discharge, in csm/in.

To calculate the water quality flow rate (WQF) over a given site area. In this situation the WQF is 
derived from the first 1" of runoff from the contributing impervious surface.

Massachusetts Dept. of Environmental Protection Wetlands Program / United States Department of 
Agriculture Natural Resources Conservation Service TR-55 Manual

Determine unit peak discharge using Figure 1 or 2. Figure 2 is in tabular form so is preferred. Using 
the tc, read the unit peak discharge (qu) from Figure 1 or Table in Figure 2. qu is expressed in the 
following units: cfs/mi2/watershed inches (csm/in).                           

Compute Q Rate using the following equation:

Q = (qu) (A) (WQV)

Q = flow rate associated with first 1" of runoff



Area 0.41 ac WQU-1
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.01 0.01 9.3
0.06 9.4% 29.3% 0.02 0.02 9.0
0.08 7.7% 37.0% 0.03 0.03 7.4
0.10 8.6% 45.6% 0.04 0.04 8.1
0.12 6.3% 51.9% 0.04 0.04 5.9
0.14 4.7% 56.5% 0.05 0.05 4.4
0.16 4.6% 61.2% 0.06 0.06 4.3
0.18 3.5% 64.7% 0.07 0.07 3.3
0.20 4.3% 69.1% 0.07 0.07 4.0
0.25 8.0% 77.1% 0.09 0.09 7.3
0.30 5.6% 82.7% 0.11 0.11 5.0
0.35 4.4% 87.0% 0.13 0.13 3.9
0.40 2.5% 89.5% 0.15 0.15 2.2
0.45 2.5% 92.1% 0.17 0.17 2.2
0.50 1.4% 93.5% 0.18 0.18 1.2
0.75 5.0% 98.5% 0.28 0.28 4.0
1.00 1.0% 99.5% 0.37 0.37 0.7
1.50 0.0% 99.5% 0.55 0.55 0.0
2.00 0.0% 99.5% 0.74 0.74 0.0
3.00 0.5% 100.0% 1.10 1.00 0.1

92.1
6.5%
93.5%
85.6%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.78 ac WQU-2
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.03 0.03 9.2
0.06 9.4% 29.3% 0.04 0.04 8.9
0.08 7.7% 37.0% 0.06 0.06 7.2
0.10 8.6% 45.6% 0.07 0.07 7.9
0.12 6.3% 51.9% 0.08 0.08 5.8
0.14 4.7% 56.5% 0.10 0.10 4.2
0.16 4.6% 61.2% 0.11 0.11 4.2
0.18 3.5% 64.7% 0.13 0.13 3.1
0.20 4.3% 69.1% 0.14 0.14 3.8
0.25 8.0% 77.1% 0.18 0.18 6.8
0.30 5.6% 82.7% 0.21 0.21 4.6
0.35 4.4% 87.0% 0.25 0.25 3.5
0.40 2.5% 89.5% 0.28 0.28 2.0
0.45 2.5% 92.1% 0.32 0.32 1.9
0.50 1.4% 93.5% 0.35 0.35 1.0
0.75 5.0% 98.5% 0.53 0.53 3.1
1.00 1.0% 99.5% 0.70 0.70 0.5
1.50 0.0% 99.5% 1.05 1.00 0.0
2.00 0.0% 99.5% 1.40 1.00 0.0
3.00 0.5% 100.0% 2.11 1.00 0.1

87.7
6.5%
93.3%
81.2%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.82 ac WQU-3
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.03 0.03 9.2
0.06 9.4% 29.3% 0.04 0.04 8.9
0.08 7.7% 37.0% 0.06 0.06 7.2
0.10 8.6% 45.6% 0.07 0.07 7.9
0.12 6.3% 51.9% 0.09 0.09 5.7
0.14 4.7% 56.5% 0.10 0.10 4.2
0.16 4.6% 61.2% 0.12 0.12 4.1
0.18 3.5% 64.7% 0.13 0.13 3.1
0.20 4.3% 69.1% 0.15 0.15 3.8
0.25 8.0% 77.1% 0.18 0.18 6.8
0.30 5.6% 82.7% 0.22 0.22 4.6
0.35 4.4% 87.0% 0.26 0.26 3.5
0.40 2.5% 89.5% 0.30 0.30 2.0
0.45 2.5% 92.1% 0.33 0.33 1.9
0.50 1.4% 93.5% 0.37 0.37 1.0
0.75 5.0% 98.5% 0.55 0.55 3.0
1.00 1.0% 99.5% 0.74 0.74 0.5
1.50 0.0% 99.5% 1.11 1.00 0.0
2.00 0.0% 99.5% 1.48 1.00 0.0
3.00 0.5% 100.0% 2.21 1.00 0.1

87.2
6.5%
93.3%
80.7%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.54 ac WQU-4
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.02 0.02 9.3
0.06 9.4% 29.3% 0.03 0.03 9.0
0.08 7.7% 37.0% 0.04 0.04 7.3
0.10 8.6% 45.6% 0.05 0.05 8.1
0.12 6.3% 51.9% 0.06 0.06 5.9
0.14 4.7% 56.5% 0.07 0.07 4.3
0.16 4.6% 61.2% 0.08 0.08 4.3
0.18 3.5% 64.7% 0.09 0.09 3.2
0.20 4.3% 69.1% 0.10 0.10 3.9
0.25 8.0% 77.1% 0.12 0.12 7.1
0.30 5.6% 82.7% 0.15 0.15 4.9
0.35 4.4% 87.0% 0.17 0.17 3.7
0.40 2.5% 89.5% 0.19 0.19 2.1
0.45 2.5% 92.1% 0.22 0.22 2.1
0.50 1.4% 93.5% 0.24 0.24 1.1
0.75 5.0% 98.5% 0.36 0.36 3.7
1.00 1.0% 99.5% 0.49 0.49 0.7
1.50 0.0% 99.5% 0.73 0.73 0.0
2.00 0.0% 99.5% 0.97 0.97 0.0
3.00 0.5% 100.0% 1.46 1.00 0.1

90.5
6.5%
93.4%
84.1%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 1.43 ac WQU-5
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2020-5  2.2 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.03 0.03 9.8
0.04 9.6% 19.8% 0.05 0.05 9.2
0.06 9.4% 29.3% 0.08 0.08 9.0
0.08 7.7% 37.0% 0.10 0.10 7.3
0.10 8.6% 45.6% 0.13 0.13 8.0
0.12 6.3% 51.9% 0.15 0.15 5.8
0.14 4.7% 56.5% 0.18 0.18 4.3
0.16 4.6% 61.2% 0.21 0.21 4.2
0.18 3.5% 64.7% 0.23 0.23 3.2
0.20 4.3% 69.1% 0.26 0.26 3.9
0.25 8.0% 77.1% 0.32 0.32 7.0
0.30 5.6% 82.7% 0.39 0.39 4.8
0.35 4.4% 87.0% 0.45 0.45 3.6
0.40 2.5% 89.5% 0.51 0.51 2.1
0.45 2.5% 92.1% 0.58 0.58 2.0
0.50 1.4% 93.5% 0.64 0.64 1.1
0.75 5.0% 98.5% 0.97 0.97 3.4
1.00 1.0% 99.5% 1.29 1.29 0.6
1.50 0.0% 99.5% 1.93 1.93 0.0
2.00 0.0% 99.5% 2.57 2.20 0.0
3.00 0.5% 100.0% 3.86 2.20 0.1

89.2
6.5%
93.3%
82.7%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.80 ac WQU-6
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.03 0.03 9.2
0.06 9.4% 29.3% 0.04 0.04 8.9
0.08 7.7% 37.0% 0.06 0.06 7.2
0.10 8.6% 45.6% 0.07 0.07 7.9
0.12 6.3% 51.9% 0.09 0.09 5.8
0.14 4.7% 56.5% 0.10 0.10 4.2
0.16 4.6% 61.2% 0.12 0.12 4.1
0.18 3.5% 64.7% 0.13 0.13 3.1
0.20 4.3% 69.1% 0.14 0.14 3.8
0.25 8.0% 77.1% 0.18 0.18 6.8
0.30 5.6% 82.7% 0.22 0.22 4.6
0.35 4.4% 87.0% 0.25 0.25 3.5
0.40 2.5% 89.5% 0.29 0.29 2.0
0.45 2.5% 92.1% 0.32 0.32 1.9
0.50 1.4% 93.5% 0.36 0.36 1.0
0.75 5.0% 98.5% 0.54 0.54 3.0
1.00 1.0% 99.5% 0.72 0.72 0.5
1.50 0.0% 99.5% 1.08 1.00 0.0
2.00 0.0% 99.5% 1.44 1.00 0.0
3.00 0.5% 100.0% 2.16 1.00 0.1

87.4
6.5%
93.3%
81.0%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 0.57 ac WQU-7
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 1515-3  1.0 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.01 0.01 9.8
0.04 9.6% 19.8% 0.02 0.02 9.2
0.06 9.4% 29.3% 0.03 0.03 9.0
0.08 7.7% 37.0% 0.04 0.04 7.3
0.10 8.6% 45.6% 0.05 0.05 8.0
0.12 6.3% 51.9% 0.06 0.06 5.9
0.14 4.7% 56.5% 0.07 0.07 4.3
0.16 4.6% 61.2% 0.08 0.08 4.3
0.18 3.5% 64.7% 0.09 0.09 3.2
0.20 4.3% 69.1% 0.10 0.10 3.9
0.25 8.0% 77.1% 0.13 0.13 7.1
0.30 5.6% 82.7% 0.15 0.15 4.8
0.35 4.4% 87.0% 0.18 0.18 3.7
0.40 2.5% 89.5% 0.21 0.21 2.1
0.45 2.5% 92.1% 0.23 0.23 2.1
0.50 1.4% 93.5% 0.26 0.26 1.1
0.75 5.0% 98.5% 0.38 0.38 3.6
1.00 1.0% 99.5% 0.51 0.51 0.6
1.50 0.0% 99.5% 0.77 0.77 0.0
2.00 0.0% 99.5% 1.03 1.00 0.0
3.00 0.5% 100.0% 1.54 1.00 0.1

90.2
6.5%
93.4%
83.7%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



Area 1.44 ac WQU-8
Weighted C 0.9  69

tc 6 min Particle size 0
CDS Model 2020-5  2.2 cfs

 CDS Hydraulic Capacitycfs

Rainfall 
Intensity1 

(in/hr)

Percent Rainfall 
Volume1

Cumulative 
Rainfall Volume

Total Flowrate 
(cfs)

Treated Flowrate 
(cfs)

Incremental 
Removal (%)

0.02 10.2% 10.2% 0.03 0.03 9.8
0.04 9.6% 19.8% 0.05 0.05 9.2
0.06 9.4% 29.3% 0.08 0.08 9.0
0.08 7.7% 37.0% 0.10 0.10 7.3
0.10 8.6% 45.6% 0.13 0.13 8.0
0.12 6.3% 51.9% 0.16 0.16 5.8
0.14 4.7% 56.5% 0.18 0.18 4.3
0.16 4.6% 61.2% 0.21 0.21 4.2
0.18 3.5% 64.7% 0.23 0.23 3.2
0.20 4.3% 69.1% 0.26 0.26 3.9
0.25 8.0% 77.1% 0.32 0.32 7.0
0.30 5.6% 82.7% 0.39 0.39 4.8
0.35 4.4% 87.0% 0.45 0.45 3.6
0.40 2.5% 89.5% 0.52 0.52 2.1
0.45 2.5% 92.1% 0.58 0.58 2.0
0.50 1.4% 93.5% 0.65 0.65 1.1
0.75 5.0% 98.5% 0.97 0.97 3.4
1.00 1.0% 99.5% 1.30 1.30 0.6
1.50 0.0% 99.5% 1.94 1.94 0.0
2.00 0.0% 99.5% 2.59 2.20 0.0
3.00 0.5% 100.0% 3.89 2.20 0.1

89.1
6.5%
93.3%
82.7%

1 - Based on 10 years of hourly precipitation data from NCDC Station 770, Boston WSFO AP, Suffolk County, MA
2 - Reduction due to use of 60-minute data for a site that has a time of concentration less than 30-minutes.

Predicted Net Annual Load Removal Efficiency = 
Predicted % Annual Rainfall Treated = 

BASED ON THE RATIONAL RAINFALL METHOD
BASED ON AN AVERAGE PARTICLE SIZE OF 50 MICRONS

BOSTON GLOBE

Removal Efficiency Adjustment2 = 

CDS ESTIMATED NET ANNUAL SOLIDS LOAD REDUCTION

Rainfall Station #

BOSTON, MA

Unit Site Designation

CDS Treatment Capacity



  

 

 

 

 

 

 

Appendix F:  
Operation and Maintenance Plan 

 

 

  



 

 

135 Morrissey Boulevard 
Stormwater Management System 

 
Operation and Maintenance Plan (O&M) 

and 
Long Term Pollution Prevention Plan (LTPPP) 

 
May 2018 

 
 
 
This Stormwater Management System Operation and Maintenance Plan provides for the 
inspection and maintenance of structural Best Management Practices (BMPs) and for measures 
to prevent pollution associated with the 135 William T Morrissey Boulevard Project in Boston, 
MA. 
 
This document has been prepared in accordance with the requirements of the Stormwater 
Regulations included in the Massachusetts Wetlands Protection Act Regulations (310 CMR 10). 
 
Stormwater Management System Owner: 
  135 Morrissey Owner LLC 

c/o Nordblom Company 
Attn.: Todd Fremont‐Smith 

  71 Third Avenue 
  Burlington, MA 01803 
  Tel.: (781) 272‐4000 
 
The stormwater management system will be maintained properly to assure its continued 
performance, as follows. 
 

1. Catch basins and area drains 
a. Inspect quarterly (January, April, July, October)  
b. Clean 4 times per year or when deposits reach ½ the depth of the sump 

 
2. Subsurface Infiltration Systems 

a. Inspect every 6 months and after every major storm event, remove debris 
b. Remove any debris that may clog system. 
c. Remove sediment if depth reaches 3 inches. 

 
3. Water Quality Units 

Follow manufacturer’s recommendations, general requirements include: 
a. Inspect twice a year (spring and fall) minimum and after major storm events 
b. System should be cleaned when the level of sediment has reached 75% of capacity 

in the isolated sump or when appreciable level of hydrocarbons and trash has 
accumulated. 



 

 

c. Cleaning should be done during dry weather.  Use of a vacuum truck is most 
effective to clean the sump.  Absorbent pads are recommended to remove oil or 
other hydrocarbon layer.  Trash and debris can be netted out.  The screen should be 
cleaned of trash and debris.   

 
 

4. Semi‐annually (generally May and November) 
a. Street sweeping  

 
Practices for Long Term Pollution Prevention 
 
Litter Pick‐up 
The Owner will conduct litter pick‐up from the stormwater management facilities in conjunction 
with routine maintenance activities. 
 
Routine Inspection and Maintenance of Stormwater BMPs 
The Owner will conduct inspection and maintenance of the stormwater management practices 
in accordance with the guidelines discussed above. 
 
Maintenance of Landscaped Areas 
The Owner shall minimize use of fertilizers, herbicides, and pesticides for the maintenance of 
facilities covered by this plan.   

 
Snow and Ice Management 
Snow shall not be plowed to the back of the site where it could melt and flow untreated into 
Pattens Cove. 
 
Prohibition of Illicit Discharges 
The DEP Stormwater Management Standards prohibit illicit discharges to the storm water 
management system.  Illicit discharges are discharges that do not entirely consist of stormwater, 
except for certain specified non‐stormwater discharges.   
 
Discharges from the following activities are not considered illicit discharges:  
 
firefighting   

foundation drains 

water line flushing  footing drains 
landscape irrigation  individual resident car washing 
uncontaminated groundwater  flows from riparian habitats and wetlands 
potable water sources  dechlorinated water from swimming pools 
water used to clean residential buildings 

without detergents 
water used for street washing 
air conditioning condensation 

       
There are no known or proposed illicit connections associated with this project. 



FIGURE

S.1



FIGURE

S.1



  

 

 

 

 

 

 

Appendix G: 
Illicit Discharge Compliance Statement 

 

 



 
Illicit Discharge Compliance Statement 
 
 
To the best of my knowledge, belief and information the stormwater management system 
servicing 135 William T Morrissey Boulevard, Boston, Massachusetts will not receive illicit 
discharges, including wastewater discharges or stormwater contaminated by contact with process 
wastes, raw materials, toxic pollutants, or hazardous substances.   
 
The stormwater management and conveyance systems are shown on the plans entitled “Grading 
& Utilities Plan” prepared by Howard Stein Hudson and included with the Notice of Intent 
submittal. 
 
 
 
 
 
 

Applicant: 135 Morrissey Owner LLC 
 c/o Nordblom Development Company, Inc. 

 

 

Signature:  
 Todd Fremont-Smith 
 Authorized Representative 

 
Address: 71 Third Avenue 
 Burlington, MA  01803 

 
Tel.:  (781) 272-4000 
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Project Plans 
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135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L1.0

LANDSCAPE MATERIALS PLAN

WEST ENTRY 

ENLARGEMENT PLAN

1

L1.1

NORTH ENTRY 

ENLARGEMENT PLAN

2

L1.1

EAST ENTRY 

ENLARGEMENT PLAN

1

L1.2

40" ARCHITECTURAL

CONCRETE WALL

X

L5.XX

COBBLE PAVINGX

L5.XX

BICYCLE RACKX

L5.XX

WALL UPLIGHT

TYPE G4

X

L5.XX

PRECAST CONCRETE CURBX

L5.XX

VEHICULAR/PED LIGHTINGX

L5.XX

PEDESTRIAN CONCRETE PAVINGX

L5.XX

ASPHALT MULTI-USE PAVINGX

L5.XX

ASPHALT MULTI-USE PAVINGX

L5.XX

VEHICULAR/PED LIGHTING, TYP.X

L5.XX

PLANTING ISLANDX

L5.XX

VEHICULAR

LIGHTING, TYP.

X

L5.XX

PERIMETER LANDSCAPE 

ENLARGEMENT PLAN

3

L1.2

PEDESTRIAN 

CONCRETE PAVING

X

L5.XX

PRECAST CONCRETE CURBX

L5.XX

BLUE BIKE STATIONX

L5.XX

PEDESTRIAN CONCRETE PAVINGX

L5.XX

BOLLARD LIGHTING

TYPE G2

X

L5.XX

P/A P/A P/A

P/A

LAWN

LAWN

P/A

P/A

VEHICULAR/PED LIGHTING

TYPE G1A

X

L5.XX

HEDGE TO REMAIN

ASPHALT MULTI-USE PAVINGX

L5.XX

BOLLARD LIGHTING

TYPE G2

X

L5.XX

9'

6

'

CONCRETE UNIT PAVERX

L5.XX

1" = 40' - 0"

TOT LOT

1. THE CONTRACTOR SHALL REVIEW ALL DRAWINGS AND SPECIFICATIONS TO DETERMINE

THE TOTAL SCOPE OF WORK AND ALL REQUIRED COORDINATION.

2. THE CONTRACTOR IS RESPONSIBLE FOR A THOROUGH SITE EXAMINATION TO SATISFY

HIM OR HERSELF AS TO THE ACTUAL SITE CONDITIONS BEFORE SUBMISSION OF BIDS.

3. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITY LOCATIONS PRIOR TO EXCAVATION.

4. CONTRACTOR SHALL ARRANGE PRE-INSTALLATION CONFERENCES AT PROJECT SITE

FOR WALLS AND PAVEMENT WORK. ATTENDEES SHALL INCLUDE OWNER'S

REPRESENTATIVE, LANDSCAPE ARCHITECT, GENERAL CONTRACTOR AND ALL

SUB-CONTRACTORS DIRECTLY CONCERNED WITH THE WORK.

5. CONTRACTOR SHALL PREPARE SUBMITTALS TO THE LANDSCAPE ARCHITECT FOR ALL

COMPONENTS OF THE FINISHED WORK INCLUDING SHOP DRAWINGS, PRODUCT DATA,

MATERIAL CERTIFICATIONS, MIX DESIGNS AND SAMPLES.

6. CONTRACTOR SHALL FURNISH AND INSTALL CONSTRUCTED SAMPLES (MOCK-UPS)

DEMONSTRATING ALL COMPONENTS OF THE DESIGN INCLUDING FINISHED EXPOSED

EDGES AND SURFACES, COLORS AND JOINTING FOR REVIEW AND APPROVAL BY THE

LANDSCAPE ARCHITECT PRIOR TO CONSTRUCTING FINAL WORK.  MOCK-UPS MAY BE

PART OF THE FINAL CONSTRUCTION. MOCK-UPS SHALL BE MAINTAINED AND

PROTECTED THROUGHOUT THE DURATION OF THE PROJECT AND WILL SERVE AS

PROJECT STANDARD.  CONTRACTOR SHALL DEMOLISH AND RECONSTRUCT MOCK-UP

UNTIL APPROVAL FROM LANDSCAPE ARCHITECT.  MOCK-UPS SHALL INCLUDE: ONE

FULL HEIGHT AND WIDTH BY 6' LONG STONE WALL SECTION AND ONE 6' X 6' PANEL OF

EXPOSED AGGREGATE CONCRETE PAVEMENT.

7. THE DIMENSIONS OF PAVEMENT JOINTS AS SHOWN ON THE DRAWINGS ARE TO THE

CENTER LINE OF EACH TYPE OF JOINT EXCEPT WHERE PAVEMENT MEETS A VERTICAL

FACE; AT THIS LOCATION DIMENSIONS ARE TO THE VERTICAL FACE.  THE DIMENSIONS

SHOWN ON DRAWINGS SHOW DESIGN INTENT AND MUST BE FIELD VERIFIED PRIOR TO

PREPARATION OF SHOP DRAWINGS. ALL ALIGNMENTS SHALL BE INSTALLED AS SHOWN.

8. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DOCUMENTING THE LOCATIONS OF

ALL EXISTING SITE ELEMENTS TO BE RESET IN THEIR SAME HORIZONTAL LOCATION.

9. THE CONTRACTOR IS RESPONSIBLE FOR ALL DAMAGE INSIDE OR OUTSIDE OF PHASE 1

LIMIT IF WORK LINE DUE TO HIS/HER CONSTRUCTION OPERATIONS.

10. STORAGE AREAS FOR THE GENERAL CONTRACTOR'S EQUIPMENT AND MATERIALS

SHALL BE LOCATED WITHIN THE LIMITS OF WORK AS APPROVED BY THE LANDSCAPE

ARCHITECT.

11. WHERE NEW PAVING MEETS EXISTING PAVING, MEET LINE AND GRADE OF EXISTING
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CONSTRUCTION, THE EDGE OF THE EXISTING PAVEMENT SHALL BE SAWCUT TO A

CLEAN SMOOTH EDGE.
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1. THE SITE PLAN IS BASED ON A COMPILATION OF EXISTING CONDITIONS SURVEYS

PROVIDED TO COPLEY-WOLFF DESIGN GROUP (CWDG).  CWDG IS NOT RESPONSIBLE

FOR THE ACCURACY OR COMPLETENESS OF THIS INFORMATION.

2. CONTRACTOR SHALL VERIFY ALL CONDITIONS IN THE FIELD AND REPORT ANY AND ALL

DISCREPANCIES TO THE OWNER'S REPRESENTATIVE. ANY ALTERATIONS TO THESE

DRAWINGS MADE IN THE FIELD SHALL BE PROMPTLY REPORTED BY THE CONTRACTOR

TO THE OWNER'S REPRESENTATIVE AND RECORDED ON RECORD DRAWINGS.

2. CONSULT ALL DRAWINGS AND SPECIFICATIONS FOR COORDINATION REQUIREMENTS

BETWEEN ALL TRADES PRIOR TO COMMENCING NEW CONSTRUCTION.

3. CONTRACTOR SHALL NOTIFY OWNER'S REPRESENTATIVE IMMEDIATELY OF ANY AND

ALL CONFLICTS BETWEEN PROPOSED SITE WORK AND WORK OF ALL OTHER TRADES.

4. CONTRACTOR SHALL BE RESPONSIBLE FOR DAMAGE INSIDE AND OUTSIDE THE LIMIT OF

WORK LINE DUE TO CONTRACT OPERATIONS. CONTRACTOR SHALL RESTORE DAMAGED

AREAS BEYOND CONTRACT LIMITS TO THEIR ORIGINAL CONDITION AT NO ADDITIONAL

COST TO THE OWNER.

5. THE CONTRACTOR SHALL CONTACT THE PROPER AUTHORITIES IN WRITING TO

CONFIRM THE LOCATIONS OF ALL EXISTING UTILITIES BEFORE COMMENCING WORK.

ANY DAMAGE DUE TO THE FAILURE OF THE CONTRACTOR TO CONTACT AUTHORITIES

SHALL BE BORNE BY THE CONTRACTOR. THE CONTRACTOR SHALL REPAIR ANY

DAMAGE INCURRED DURING CONSTRUCTION TO EXISTING UTILITIES SCHEDULED TO

REMAIN AT NO COST TO THE OWNER.

6. EXISTING STRUCTURES, IMPROVEMENTS, APPURTANCES AND VEGETATION TO REMAIN

SHALL BE PROTECTED FROM DAMAGE. ANY DAMAGE TO EXISTING SITE IMPROVEMENTS

TO REMAIN SHALL BE REPAIRED AT NO COST TO THE OWNER.

7. CONTRACTOR SHALL COMPLY WITH ALL REQUIREMENTS OF PERMITS AND LICENSES

ISSUED BY COGNIZANT FEDERAL, STATE AND LOCAL AGENCIES.

8. CONTRACTOR SHALL COORDINATE ALL SITE UTILITY IMPROVEMENTS WITH TOWN

OFFICIALS.

9. ALL LINES AND DIMENSIONS ARE PARALLEL OR PERPENDICULAR TO THE LINES FROM

WHICH THEY ARE MEASURED UNLESS OTHERWISE INDICATED.

10. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ESTABLISHING ALL LINES, GRADES,

AND OTHER SURVEY CONTROL TO COMPLETE THE WORK.  THE CONTRACTOR SHALL BE

RESPONSIBLE FOR THE MAINTENANCE AND PROTECTION OF THE SURVEY CONTROL

REFERENCE POINTS AND LOCATION STAKES.  THE CONTRACTOR SHALL EMPLOY A

MASSACHUSETTS-LICENSED REGISTERED LAND SURVEYOR OR REGISTERED CIVIL

ENGINEER, FAMILIAR WITH BUILDING CONSTRUCTION, WHO SHALL ESTABLISH LINES

AND LEVELS.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE CORRECT LOCATION

OF THE PROPOSED SITE FEATURES.

11. DIMENSIONS ARE APPROXIMATE BASED ON TAKE OFF FROM COMPILED BASE.  ACTUAL

DIMENSIONS MAY VARY.  NOTIFY THE OWNER'S REPRESENTATIVE IN THE EVENT OF

DIMENSIONAL DISCREPANCIES.

12. CONTRACTOR TO STAKE OUT LAYOUT FOR APPROVAL PRIOR TO EXCAVATION.

13. CONTRACTOR SHALL PREPARE SAMPLE PANELS FOR EACH PAVING TYPE FOR

APPROVAL OF WORKMANSHIP, FINISHES, COLORS, AND JOINTING PRIOR TO FINAL

INSTALLATION.

14. SEE CIVIL DRAWINGS FOR GRADING, DRAINAGE, UTILITIES, AND PARKING AND CURB

LAYOUT.

15. LANDSCAPE LAYOUT DRAWINGS ARE NOT TO BE USED FOR LAYOUT OF THE BUILDING

ON THE SITE.

LAYOUT NOTES
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EVERGREEN TREE
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1. THE CONTRACTOR SHALL SUPPLY ALL NEW PLANT MATERIAL IN QUANTITIES SUFFICIENT TO COMPLETE THE PLANTING SHOWN ON THE DRAWINGS. IF DISCREPANCIES

EXIST BETWEEN THE NUMBER OF PLANTS DRAWN ON THE PLANTING PLAN AND THE NUMBER OF PLANTS IN THE PLANT SCHEDULE, THE PLANTING PLAN SHALL GOVERN.

2. ALL NEW PLANT MATERIAL SHALL CONFORM TO THE MINIMUM GUIDELINES ESTABLISHED FOR NURSERY STOCK PUBLISHED BY THE AMERICAN ASSOCIATION OF

NURSERYMEN, INC.  IN ADDITION, ALL NEW PLANT MATERIAL FOR THE PROJECT SHALL BE OF SPECIMEN QUALITY.

3. ALL NEW PLANTS TO BE BALLED AND BURLAPPED OR CONTAINER-GROWN, UNLESS OTHERWISE NOTED ON THE PLANT LIST.

4. ANY PROPOSED SUBSTITUTIONS OF PLANT SPECIES SHALL BE MADE WITH PLANTS OF EQUIVALENT OVERALL FORM, HEIGHT, BRANCHING HABIT, FLOWER, LEAF, COLOR,

FRUIT AND CULTURE, AND ONLY AFTER WRITTEN APPROVAL OF THE LANDSCAPE ARCHITECT.

5. ALL NEW TREES SHALL BE TAGGED AND APPROVED BY THE LANDSCAPE ARCHITECT AT THEIR PLACE OF GROWTH PRIOR TO DIGGING OR DELIVERY TO THE SITE.

ACCEPTABLE NURSERIES SHALL INCLUDE HALKA NURSERIES: MILLSTONE TOWNSHIP NJ 08535, (732) 462-8450; ELHANNON NURSERIES: PETERSBURGH, NY 12138, (518)

686-5553; OR WM. F. HAMMELL NURSERIES: HONEY BROOK, PA 19344, (610) 942-8733.

6. FOR SHRUBS AND SMALLER MATERIALS, REPRESENTATIVE TAGGING BY THE LANDSCAPE ARCHITECT WILL BE ACCEPTABLE.

7. CONTRACTOR SHALL LOCATE AND VERIFY ALL EXISTING UTILITY LINES PRIOR TO PLANTING AND SHALL REPORT ANY CONFLICTS TO THE LANDSCAPE ARCHITECT.

8. STAKE LOCATION OF ALL PROPOSED PLANTING FOR APPROVAL BY LANDSCAPE ARCHITECT PRIOR TO THE COMMENCEMENT OF PLANTING.

9. NEW PLANTS SHALL BEAR THE SAME RELATIONSHIP TO GRADE AS IT BORE TO PREVIOUS GRADE.  TREES SHALL BE SET 3" HIGHER THAN PREVIOUS GRADE. NO TREES

SHALL BE PLANTED BEFORE ACCEPTANCE OF ROUGH GRADING.

10. ALL PLANT BEDS TO RECEIVE TWO INCHES (2") OF BARK MULCH AS PER SPECIFICATIONS.

11. ALL EXISTING TREES TO REMAIN SHALL BE PROPERLY PROTECTED DURING CONSTRUCTION.  PROTECTION TECHNIQUES SHALL BE REVIEWED AND APPROVED BY THE

LANDSCAPE ARCHITECT.

12. PRUNE TREES IN ACCORDANCE WITH THE SPECIFICATIONS.

13. CONTRACTOR SHALL PROVIDE FULL DEPTHS OF LOAM AS NOTED ON DETAILS AND AS SPECIFIED, FOR ALL PLANTING.

14. CONTRACTOR SHALL PROVIDE ALL LABOR AND WATER REQUIRED TO ESTABLISH PLANTS.  DURING THE MAINTENANCE PERIOD THE CONTRACTOR SHALL WATER AS

REQUIRED TO INSURE THAT SOIL MOISTURE IS MAINTAINED TO A DEPTH OF SIX INCHES OR GREATER AT ALL TIMES.

15. WATERING SHALL BE DONE IN A MANNER THAT WILL PROVIDE UNIFORM COVERAGE, PREVENT EROSION DUE TO APPLICATION OF EXCESSIVE QUANTITIES OVER SMALL

AREAS, AND PREVENT DAMAGE TO THE FINISHED SURFACE BY THE WATERING EQUIPMENT.  THE CONTRACTOR SHALL FURNISH SUFFICIENT WATERING EQUIPMENT TO

MAINTAIN REQUIRED WATER LEVELS IN THE SOIL.

16. ALL PLANT MATERIAL SHALL BE MAINTAINED BY CONTRACTOR UNTIL FINAL ACCEPTANCE AND GUARANTEED FOR 1 CALENDAR YEAR.

17. ALL LAWN AREAS DISTURBED BY CONSTRUCTION OPERATIONS INSIDE AND OUTSIDE THE LIMIT OF WORK SHALL BE LOAMED AND SEEDED AS SPECIFIED.

PLANTING NOTES

P/A

P/A

P/A

P/A

P/A

EVERGREEN TREE

NEW ENGLAND

CONSERVATION/WILDLIFE

SEED MIX

DECIDUOUS SHADE TREE

LAWN

RAIN GARDEN

PLUG AND SEED MIX

MIXED ORNAMENTAL

SHRUBS AND PERENNIALS

ORNAMENTAL TREE

P/A

P/A

P/A

P/A

PLANTING AREAP/A

ORNAMENTAL TREE

DECIDUOUS SHADE TREE

LAWN

EXISTING HEDGE TO REMAIN EXISTING TREE TO REMAIN

DECIDUOUS SHADE TREE

LAWN

MIXED ORNAMENTAL

SHRUBS AND PERENNIALS

P/A

NEW ENGLAND

CONSERVATION/WILDLIFE

SEED MIX

MIXED ORNAMENTAL

SHRUBS AND PERENNIALS

RAIN GARDEN

PLUG AND SEED MIX

ORNAMENTAL TREE

DESIGN DEVELOPMENT 2018.05.04

AutoCAD SHX Text
LCC 20344

AutoCAD SHX Text
R.R. SPIKE NOT FOUND

AutoCAD SHX Text
ORIGINAL SIDELINE OF MORRISSEY BLVD.

AutoCAD SHX Text
SET-08/22/08

AutoCAD SHX Text
(PUBLIC - VARIABLE WIDTH)

AutoCAD SHX Text
(DEPARTMENT OF CONSERVATION AND RECREATION)

AutoCAD SHX Text
LCC 20344

AutoCAD SHX Text
(PUBLIC - VARIABLE WIDTH)

AutoCAD SHX Text
(M.H.D LAYOUT 4405)

AutoCAD SHX Text
(PUBLIC - VARIABLE WIDTH)

AutoCAD SHX Text
(M.H.D LAYOUT 4405)

AutoCAD SHX Text
(PUBLIC)

AutoCAD SHX Text
(PUBLIC-34' WIDTH)

AutoCAD SHX Text
(L-7526)

AutoCAD SHX Text
(PUBLIC-24' WIDE)

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
S

AutoCAD SHX Text
G

AutoCAD SHX Text
HH

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
ICV

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
W

AutoCAD SHX Text
T

AutoCAD SHX Text
T

AutoCAD SHX Text
WIF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
DSE

AutoCAD SHX Text
DSE

AutoCAD SHX Text
DSG

AutoCAD SHX Text
BRICK WALL

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
DETAIL "A"

AutoCAD SHX Text
NOT TO

AutoCAD SHX Text
SCALE

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
STKF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
DSG

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
DSG

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
STKF

AutoCAD SHX Text
DSG

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
OHW

AutoCAD SHX Text
CONC. BRIDGE

AutoCAD SHX Text
ABUTMENT WALL

AutoCAD SHX Text
CONC.

AutoCAD SHX Text
RETAINING WALL

AutoCAD SHX Text
CLF

AutoCAD SHX Text
LD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
DSG

AutoCAD SHX Text
CONC. WALL

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
CLF

AutoCAD SHX Text
CLF

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
1.9'BK

AutoCAD SHX Text
2.0'BK

AutoCAD SHX Text
2.4'BK

AutoCAD SHX Text
4.2'BK

AutoCAD SHX Text
7.5'BK

AutoCAD SHX Text
3.2'BK

AutoCAD SHX Text
2.9'BK

AutoCAD SHX Text
7.4'BK

AutoCAD SHX Text
8.4'BK

AutoCAD SHX Text
1.7'BK

AutoCAD SHX Text
2.6'BK

AutoCAD SHX Text
28.0'

AutoCAD SHX Text
86.9'

AutoCAD SHX Text
69.5'

AutoCAD SHX Text
40.7'

AutoCAD SHX Text
78.6'

AutoCAD SHX Text
58.6'

AutoCAD SHX Text
20.2'

AutoCAD SHX Text
20.1'

AutoCAD SHX Text
10.9'

AutoCAD SHX Text
8.4'BK

AutoCAD SHX Text
55.8'

AutoCAD SHX Text
CLF

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
HH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
D

AutoCAD SHX Text
GATE

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
PIPE

AutoCAD SHX Text
ENT

AutoCAD SHX Text
GATE

AutoCAD SHX Text
GLASS ENTRANCE

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
W

AutoCAD SHX Text
W

AutoCAD SHX Text
OUT OF

AutoCAD SHX Text
SERVICE

AutoCAD SHX Text
W

AutoCAD SHX Text
W

AutoCAD SHX Text
DSG

AutoCAD SHX Text
CONC. BLOCK

AutoCAD SHX Text
WALL

AutoCAD SHX Text
SB/DH

AutoCAD SHX Text
R=16.61

AutoCAD SHX Text
R=14.83

AutoCAD SHX Text
R=14.78

AutoCAD SHX Text
R=16.23

AutoCAD SHX Text
R=15.53

AutoCAD SHX Text
R=16.23

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
P.O.B. (ALTERNATE

AutoCAD SHX Text
DESCRIPTION)

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
R=15.37

AutoCAD SHX Text
R=16.12

AutoCAD SHX Text
R=15.90

AutoCAD SHX Text
R=16.51

AutoCAD SHX Text
R=16.01

AutoCAD SHX Text
R=15.98

AutoCAD SHX Text
R=15.93

AutoCAD SHX Text
R=15.54

AutoCAD SHX Text
R=15.77

AutoCAD SHX Text
R=15.90

AutoCAD SHX Text
R=15.59

AutoCAD SHX Text
R=15.66

AutoCAD SHX Text
R=15.46

AutoCAD SHX Text
R=15.32

AutoCAD SHX Text
R=15.87

AutoCAD SHX Text
MH

AutoCAD SHX Text
D

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
O

AutoCAD SHX Text
S

AutoCAD SHX Text
G

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
MH

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
WF-A2

AutoCAD SHX Text
WF-A3

AutoCAD SHX Text
WF-A4

AutoCAD SHX Text
WF-A5

AutoCAD SHX Text
WF-A6

AutoCAD SHX Text
WF-A7

AutoCAD SHX Text
WF-A8

AutoCAD SHX Text
WF-A9

AutoCAD SHX Text
WF-A10

AutoCAD SHX Text
WF-A11

AutoCAD SHX Text
WF-A12

AutoCAD SHX Text
WF-A13

AutoCAD SHX Text
WF-A14

AutoCAD SHX Text
WF-A15

AutoCAD SHX Text
WF-A16

AutoCAD SHX Text
E

AutoCAD SHX Text
VGC

AutoCAD SHX Text
VGC

AutoCAD SHX Text
(PUBLIC - VARIABLE WIDTH)

AutoCAD SHX Text
(DEPARTMENT OF CONSERVATION AND RECREATION)

AutoCAD SHX Text
SB/DH

AutoCAD SHX Text
40

AutoCAD SHX Text
40

AutoCAD SHX Text
48

AutoCAD SHX Text
EXTENSION

AutoCAD SHX Text
48

AutoCAD SHX Text
EXTENSION

AutoCAD SHX Text
48

AutoCAD SHX Text
16

AutoCAD SHX Text
24

AutoCAD SHX Text
8

AutoCAD SHX Text
32

AutoCAD SHX Text
40

AutoCAD SHX Text
24

AutoCAD SHX Text
16

AutoCAD SHX Text
8

AutoCAD SHX Text
TRI-K.P.1

AutoCAD SHX Text
K.P.1

aarbaugh
Image



The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L3.1

PLANTING ENLARGEMENT PLANS
SOUTH

P/A

MEADOW MIX

1" = 10' - 0"
RAIN GARDEN PLANTING PLAN ENLARGEMENT

SCALE: 1" = 10"

3

0 5' 10'
20' 40'

GRAPHIC SCALE

SOUTH ENTRY PLANTING PLAN ENLARGEMENT

SCALE: 1" = 10"

2

PARKING SCREEN PLANTING PLAN ENLARGEMENT

SCALE: 1" = 10"

1

TYPICAL PARKING ISLAND PLAN ENLARGEMENT

SCALE: 1" = 10"

1

DESIGN DEVELOPMENT 2018.05.04

AutoCAD SHX Text
HH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
CLF

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
GD

AutoCAD SHX Text
D

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
R=16.23

AutoCAD SHX Text
ENT

AutoCAD SHX Text
R=15.37

AutoCAD SHX Text
R=16.12

AutoCAD SHX Text
R=15.90

AutoCAD SHX Text
R=15.77

AutoCAD SHX Text
CLF

aarbaugh
Image



UP

T/O FLOOR
EL= 17'-0"

PLANTING ENLARGEMENT PLANS
EAST

1" = 40' - 0"

The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L3.2
1" = 10' - 0"

EAST ENTRY PLANTING PLAN ENLARGEMENT 'A'

SCALE: 1" = 10"

1

EAST ENTRY PLANTING PLAN ENLARGEMENT 'B'

SCALE: 1" = 10"

2

EAST ENTRY PLANTING PLAN ENLARGEMENT 'C'

SCALE: 1" = 10"

3

M
A

T
C

H
L

I
N

E
,
 
S

E
E

 
2

/
L

3
.
2

M
A

T
C

H
L

I
N

E
,
 
S

E
E

 
1

/
L

3
.
2

M
A

T
C

H
L

I
N

E
,
 
S

E
E

 
3

/
L

3
.
2

M
A

T
C

H
L

I
N

E
,
 
S

E
E

 
2

/
L

3
.
2

0 5' 10'
20' 40'

GRAPHIC SCALE

DESIGN DEVELOPMENT 2018.05.04

AutoCAD SHX Text
HH

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
ICV

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
GD

AutoCAD SHX Text
LD

AutoCAD SHX Text
40.7'

AutoCAD SHX Text
78.6'

AutoCAD SHX Text
55.8'

AutoCAD SHX Text
O

AutoCAD SHX Text
W

AutoCAD SHX Text
S

AutoCAD SHX Text
ENT

AutoCAD SHX Text
W

AutoCAD SHX Text
SB/DH

AutoCAD SHX Text
R=15.32

AutoCAD SHX Text
R=15.87

AutoCAD SHX Text
MH

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
69.5'

AutoCAD SHX Text
E

AutoCAD SHX Text
GLASS ENTRANCE

AutoCAD SHX Text
RET. WALL

AutoCAD SHX Text
DSG

AutoCAD SHX Text
R=16.61

AutoCAD SHX Text
R=16.23

AutoCAD SHX Text
MH

AutoCAD SHX Text
SB/DH

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
BRICK WALL

AutoCAD SHX Text
CC

AutoCAD SHX Text
CC

AutoCAD SHX Text
CC

AutoCAD SHX Text
ENT

AutoCAD SHX Text
DSG

aarbaugh
Image



EXISTING BRACING
EXISTING BRACING

1'-10"
1'-0" 1'-10"

T/O FLOOR
EL= 20'-6"

The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L3.3

PLANTING ENLARGEMENT PLANS
NORTH AND ROOF TERRACE

1" = 10' - 0"
0 5' 10'

20' 40'

GRAPHIC SCALE

NORTH ENTRY PLANTING PLAN ENLARGEMENT

SCALE: 1" = 10"

1

ROOF TERRACE PLANTING PLAN ENLARGEMENT

SCALE: 1" = 10"

1

DESIGN DEVELOPMENT 2018.05.04

AutoCAD SHX Text
D

AutoCAD SHX Text
H

AutoCAD SHX Text
Y

AutoCAD SHX Text
D

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
MH

AutoCAD SHX Text
W

AutoCAD SHX Text
T

AutoCAD SHX Text
DSG

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
LD

AutoCAD SHX Text
DSG

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
ENT

AutoCAD SHX Text
OUT OF

AutoCAD SHX Text
SERVICE

AutoCAD SHX Text
W

AutoCAD SHX Text
R=15.53

AutoCAD SHX Text
R=15.93

AutoCAD SHX Text
R=15.54

AutoCAD SHX Text
GD

aarbaugh
Image



The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM
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AA/AS JCJC/AA 2018.05.04

L5.0

LANDSCAPE SITE DETAILS:

3
/
4

"

4
"

NOTE:

1. EXPANSION JOINT EVERY 20'-0" O.C.,

OR AS SHOWN ON THE DRAWINGS.

8
"

2
'
 
1

/
2

"

UNIT PAVERS AT BITUMINOUS CONC.

SCALE: 1-1/2"=1'-0"

VARIES, SEE PLAN

F

L

U

S

H

2" HOT MIX ASPHALT BINDER

COURSE

BOND BREAKER OR FOAM

EXPANSION JOINT

1-1/2" HOT MIX ASPHALT

WEARING COURSE

PRECAST CONCRETE UNIT

PAVER

COMPACTED DENSE GRADED

CRUSHED STONE, SEE PLANS

1

L5.00

 

COMPACTED OR

UNDISTURBED SUBGRADE

8
"

4
"

COMPACTED GRAVEL BASE

3/16" SAWN JOINT, 1/4 OF SLAB

THICKNESS, CUT AFTER CURE

4,000 PSI CONCRETE SLAB, SEE PLANS

FOR FINISH AND/OR COLOR

COMPACTED OR UNDISTURBED SUBGRADE

NOTES:

1. CONTROL JOINTS EVERY 5' UNLESS OTHERWISE SHOWN ON PLAN

2. EXPANSION JOINTS EVERY 20' UNLESS OTHERWISE SHOWN ON PLAN

3. PROVIDE 10" DEEP THICKENED EDGE AT PLANTING BEDS, 6" WIDTH

PEDESTRIAN CONCRETE PAVEMENT

SCALE: 1-1/2"=1'-0"

6" x 6" x W1.4 x W1.4 WELDED WIRE

FABRIC. HOLD FABRIC 3" FROM

EXPANSION JOINT OR SLAB EDGE, AND

2" FROM SLAB BOTTOM

BACKER ROD

JOINT SEALANT, COLOR TO MATCH

CONCRETE

1/2" PREMOLDED JOINT FILLER, FULL DEPTH

1/2"Ø S.S. DOWEL, 12" LONG, 18" O.C. WITH

EXPANSION CAP

COMPACTED GRAVEL BASE

3"

8
"

1
2

"

BACKER ROD

3/16" SAWN JOINT, 1/4 OF SLAB

THICKNESS, CUR AFTER CURE

JOINT SEALANT, COLOR TO

MATCH CONCRETE

4,000 PSI CONCRETE SLAB, SEE PLANS

FOR FINISH AND/OR COLOR

1/2" PREMOLDED JOINT FILLER,

FULL DEPTH

1/2"Ø S.S. DOWEL, 12" LONG,

18" O.C. WITH EXPANSION CAP

COMPACTED OR

UNDISTURBED SUBGRADE

NOTE:

1. CONTROL JOINTS EVERY 5' O.C. UNLESS OTHERWISE SHOWN ON PLAN.

2. EXPANSION JOINTS EVERY 20' O.C. UNLESS OTHERWISE SHOWN ON PLAN.

3. PROVIDE 12" DEEP X 6" WIDE THICKENED EDGE AT JOINT WITH BITUMINOUS PAVEMENT OR

PLANTING BEDS.

VEHICULAR CONCRETE PAVEMENT

SCALE: 1-1/2"=1'-0"

6"x6"x W2.9 x W2.9 WWM. HOLD FABRIC 3"

FROM EXPANSION JOINT OR SLAB EDGE.

WELDED WIRE FABRIC.

HOLD FABRIC 3" FROM

EXPANSION JOINT AND 2"

FROM SLAB BOTTOM,

TURN DOWN AT

THICKENED EDGE

3"

4
"
,
 
P

E
D

.

8
"
 
V

E
H

.

8
"
 
P

E
D

.

1
2

"
 
V

E
H

.

COMPACTED OR

UNDISTURBED

SUBGRADE

NOTE:

1. PROVIDE 12" DEEP X 8" WIDE THICKENED EDGE AT JOINT

WITH BITUMINOUS PAVEMENT OR PLANTING BEDS.

JOINT AT CONCRETE PAVEMENT

SCALE: 1-1/2"=1'-0"

4
"

1'

3"

4
"

PEDESTRIAN CONCRETE

PAVEMENT

SEALED AND DOWELED

EXPANSION JOINT

VEHICULAR CONCRETE

PAVEMENT

F

L

U

S

H

2
"

COMPACTED

GRAVEL BASE

PERMEABLE UNIT PAVER - PEDESTRIAN 

SCALE: 3/4" = 1'-0"

2" BEDDING COURSE: 

1

4

" - 

3

8

" WASHED

FRACTURED OPEN GRADED STONE, #89

AGGREGATE

DRAIN LINE IN CRUSHED

STONE TRENCH WRAPPED

IN FILTER FABRIC - SEE

CIVIL DWGS.

4" BASE COURSE: 

3

4

" WASHED FRACTURED

OPEN GRADED STONE, #57 AGGREGATE

12" SUB BASE COURSE: 1 1/2-3"

CLEANED FRACTURED OPEN GRADED

STONE, #2 AGGREGATE

COMPACTED SUBGRADE

PERMEABLE UNIT PAVERS

#89 AGGREGATE IN JOINTS, WASHED

FRACTURED AND OPEN GRADED

BUILDING

GEOGRID

18" LONG STEEL STAKE AT AREAS NOT

AT BUILDING FACE

6" CONTINUOUS STEEL EDGE AT

AREAS NOT AT BUILDING FACE

CONCRETE STAIRS AND HANDRAIL

SCALE: 1" = 1'-0"

12"8" 8"

8" 12" 8"

8
"

3
'
-
0

"

6

"

3

"

8
"

4
'
-
0

"
 
M

I
N

I
M

U
M

1'-0" TYP.

CONSTRUCTION JOINT/KEYWAY

#4 BAR @ 12" O.C., EACH WAY

COMPACTED OR UNDISTURBED

SUBGRADE

COMPACTED GRAVEL BASE

#4 BAR HOOK, 18"x36" @ 18" O.C.

12"Ø

1
8

"

1
0

"

1" BATTER

1'

1'

6
"

T
Y

P
.

1
0

"

8"

8
"

VEHICULAR CONCRETE

PAVEMENT, SEE

LANDSCAPE MATERIALS

PLAN FOR FINISH

BROOM FINISH TREAD

WITH PITCH OF 1/8" PER

FOOT

FISH MOUTH JOINTS, FULL

WELDED, TYP.

#3 BAR AT NOSING, EPOXY

COATED, CONT.

EXPANSION JOINT

1/2"x18" SMOOTH STEEL

DOWEL AND SLEEVE, 18"

O.C., GREASE ONE END

PEDESTRIAN CONCRETE W/

THICKENED EDGE, REFER TO

LANDSCAPE MATERIALS PLAN

FOR FINISH

1
'

8
"

CONSTRUCTION JOINT/KEYWAY

HANDRAIL, POSTS SET IN

GALV. STEEL SLEEVE WITH

NON-SHRINK GROUT, SEE

SPECS

#4 BAR HOOK, 18"x36" @

18" O.C.

CONSTRUCTION JOINT /

KEYWAY

#4 BAR @ 12" O.C., EACH

WAY

COMPACTED GRAVEL BASE

NOTE:

1. NUMBER OF RISERS

VARIES, SEE PLANS

2. CONTRACTOR TO

PROVIDE SHOP

DRAWINGS FOR

HANDRAIL FOR REVIEW

BY LANDSCAPE

ARCHITECT PRIOR TO

FABRICATION

COMPACTED OR

UNDISTURBED SUBGRADE

2
'

1'

2
'

1
0

"

1 1/2" Ø TYPE 316L

STAINLESS STEEL TUBE

RAIL, TYP.

PAVING AND STEPS

DECKING, SEE NOTE 1

1
'
-
6

"
4

"

F
O

O
T

I
N

G
 
4

'
 
D

E
P

T
H

(
N

.
T

.
S

.
)

BLOCKING BEYOND, 2x8

P.T. LUMBER

JOIST, 2x8 P.T. LUMBER, 16"

O.C. TYP.

STRINGER, (3)-2x8 'SELECT

STRUCTURAL' GRADE P.T.

LUMBER, SEE PLAN

ENLARGEMENT FOR LAYOUT

BASE PLATE, GALVANIZED,

EMBED IN FOOTING AND

THRU-BOLT TO STRINGER WITH

(4) 1/2" CARRIAGE BOLTS WITH

NUT AND WASHER PER PLATE

3/4" MINUS CLEAN CRUSHED

STONE WITH WEED

BARRIER, SEE DETAIL

CONCRETE FOOTING, SEE

STRUCTURAL DRAWINGS FOR

SIZE AND REINFORCEMENT

VARIES,

SEE PLAN.

10" MIN.

MATCH

FFE

C

L

JOIST HANGER

1'-6"

1/8"

SPACING,

TYP.

1/4"

SPACING,

MAX.

S

L

O

P

E

 
T

O

D

R

A

I
N

B
U

I
L

D
I
N

G
 
F

A
C

E

BLOCKING, 2x8 P.T.

LUMBER

NOTES:

1. REFER TO 'WOOD DECK SECTION' NOTES

WOOD DECKING AT BUILDING

SCALE: 1" = 1'-0"

DECKING, SEE NOTE 1

1
'
-
6

"

1
"

3
"

F
O

O
T

I
N

G
 
4

'
 
D

E
P

T
H

(
N

.
T

.
S

.
)

NOTES:

1. DECKING AND FASCIA BOARD TO BE AS FOLLOWS:

1.1 BASE BID: 5/4 X 6 NOM. IPE DECKING WITH EB-TY HIDDEN FASTENERS

1.2 DEDUCT ALTERNATE 1: 5/4 X 6 NOM. CUMARU DECKING WITH EB-TY HIDDEN

FASTENERS

1.3 DEDUCT ALTERNATE 2: 2X6 NOM. TREX DECKING WITH EB-TY HIDDEN FASTENERS. IF

THIS OPTION IS TAKEN, REDUCE JOIST SPACING TO 12" O.C. CONTRACTOR TO

COORDINATE ADJUSTMENT OF DETAILS WITH LANDSCAPE ARCHITECT

2. PLACE WATERPROOFING TAPE ON ALL TOP EDGES OF STRINGERS, JOISTS, AND BLOCKING

3. SUBMIT SHOP DRAWINGS.

4. CONTRACTOR SHALL CONSTRUCT MOCK-UP ON SITE FOR L.A. AND OWNER'S APPROVAL.

1 X 10 NOM. FASCIA

BOARD, SEE NOTE 1

BLOCKING BEYOND, 2x8

P.T. LUMBER

JOIST, 2x8 P.T. LUMBER, 16"

O.C. TYP.

STRINGER, (3)-2x8 'SELECT

STRUCTURAL' GRADE P.T.

LUMBER, SEE PLAN

ENLARGEMENT FOR LAYOUT

BASE PLATE, GALVANIZED,

EMBED IN FOOTING AND

THRU-BOLT TO STRINGER WITH

(4) 1/2" CARRIAGE BOLTS WITH

NUT AND WASHER PER PLATE

3/4" MINUS CLEAN CRUSHED

STONE WITH WEED

BARRIER, SEE DETAIL

CONCRETE FOOTING, SEE

STRUCTURAL FOR  SIZE AND

REINFORCEMENT

3/8" STEEL EDGING WITH

18" STAKES, TYP.

2'-0"

MAXIMUM

MATCH

FFE

A
L

I
G

N

C

L

JOIST HANGER

S

L

O

P

E

 
T

O

D

R

A

I
N

1/8"

SPACING,

TYP.

CUT SLIT FOR

DRIP EDGE

1/4"

1
/
4

"

1/4"

SPACERS

BETWEEN

FASCIA AND

BLOCKING,

CONT.

1/2" = 1'-0"

BLOCKING, 2X8 P.T.

WOOD DECKING

SCALE: 1" = 1'-0"

SCALE: 3/4" = 1'-0"

UNIT PAVERS (PERMEABLE)

#89 AGGREGATE IN JOINTS

WASHED AND FRACTURED

AND OPEN GRADED

2" BEDDING COURSE: 

1

4

" - 

3

8

" WASHED

FRACTURED OPEN GRADED STONE,

#89 AGGREGATE

DRAIN LINE IN CRUSHED

STONE TRENCH WRAPPED

IN FILTER FABRIC - SEE

CIVIL DWGS.

PERMEABLE UNIT PAVERS AT CONCRETE PAVING

4" BASE COURSE: 

3

4

" WASHED

FRACTURED OPEN GRADED STONE,

#57 AGGREGATE

12" SUB BASE COURSE: 1 1/2-3"

CLEANED FRACTURED OPEN GRADED

STONE, #2 AGGREGATE

COMPACTED SUBGRADE

CRUSHED STONE SUBGRADE

6
"

8
"

6
"

6"

4

5

°

8
"

CONCRETE PAVING W/ THICKENED EDGE

OVER COMPACTED GRAVEL BASE

VARIES 6" MIN.

8" MAX. TOP IS

LEVEL TYP.

PLANTING

MEDIUM

12"

1
2

"

(
+

/
-
)

NOTE:

1. PROVIDE SHOP DRAWING PRIOR TO FABRICATION.

1

2

" SEALED CORTEN STEEL PLATE

1

2

" SPACE BETWEEN CONC.

AND STEEL FILLED WITH

PEASTONE

UNIT PAVERS OR CONCRETE PAVING,

SEE PLAN

THICKENED CONCRETE EDGE TYP.

1

2

" S.S. ANCHOR

BOLTS WITH S.S.

SPACERS 24" O.C.

FILTER FABRIC CONTINUOUS ALONG STEEL

EDGE SIDE OF BED

COMPACTED GRAVEL BASE

CORTEN STEEL PLANTER EDGE

SCALE: 3/4" = 1'-0"

3
"

6
"

VARIES, SEE PLAN

18" TYPICAL

PROVIDE

POSITIVE

DRAINAGE

TYP., BUILDING EDGE,

REFER TO PLAN

FILTER FABRIC, EQUAL TO

MIRAFI 140N

3

4

" ROUNDED WASHED STONE

PLANTED AREA

CONTINUOUS STEEL EDGE, BOTH

SIDES OF STRIP AT AREAS NOT AT

BUILDING FACE

18" LONG STEEL STAKE, BOTH

SIDES OF STRIP AT AREAS NOT AT

BUILDING FACE

COMPACTED OR UNDISTURBED

SUBGRADE

GRAVEL MAINTENANCE STRIP

SCALE: 1-1/2" = 1'-0"

6" PRECAST CONCRETE CURB

SCALE: 1-1/2"=1'-0"

6
"

1
2

"
 
T

Y
P

.
8

"

8" 8"6"

COMPACTED GRAVEL BASE

E.J.

COMPACTED OR

UNDISTURBED SUBGRADE

PRECAST CONCRETE CURB

PAVING MATERIAL

VARIES

#4 REBAR, CONTINUOUS,

TOP AND BOTTOM

ROADWAY PATCH OR NEW

PAVEMENT, SEE PLANS

3
"

3
"

3/4" CHAMFER, CONTINUOUS

LOW SLUMP CONCRETE

HAUNCH, AT CURB JOINT'S

EJ

CONCRETE FOOTING

SCHEMATIC DESIGN
DESIGN DEVELOPMENT 2018.05.04

2018.03.09

aarbaugh
Image



The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.
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135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125
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NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L5.1

LANDSCAPE SITE DETAILS:
PAVING AND STEPS

4
'

V
A

R
I
E

S
,

S
E

E
 
P

L
A

N

4
'
-
0

"
 
M

I
N

.

12" 12" 12"

8
"

1
2"

1
2"

12"

4
"

8
"

NOTE:

1. PROVIDE SHOP DRAWINGS FOR

RAIL COMPONENTS.

2. CONFIRM RETAINING WALL

REINFORCING WITH STRUCTURAL

ENGINEER.

3. COORDINATE DRAINAGE WITH

CIVIL ENGINEER.

#4 REBAR @ 12"

O.C. EACH WAY

PROVIDE ARCHITECTURAL FINISH

AT ALL EXPOSED WALL SURFACES

PROVIDE

ARCHITECTURAL

FINISH AT ALL

EXPOSED  WALL

SURFACES

1/2" CHAMFERED EDGE

3
4

"

1
8

"

1 1/2"

1
2

"

HANDRAILS: 1 

1

2

" DIA.

STAINLESS STEEL

1

2

" DIA. STAINLESS STEEL BRACKET

WELDED TO POST, 1 

1

2

" DIA. HANDRAIL

RETURN AND WELD

HANDRAIL TO END POSTS

4" PERFORATED PIPE WRAPPED

IN FILTER FABRIC; PROVIDE

POSITIVE DRAINAGE- SEE CIVIL

1" CRUSHED STONE AGGREGATE

WRAPPED IN DRAINAGE COMPOSITE

FILTER FABRIC

PLANTING MEDIA

POST DRILLED AND SET WITH EPOXY

COMPACTED OR

UNDISTURBED

SUBGRADE

8'-0"

12"

MIN.

SOIL

BACKFILL

STEEL HANDRAILS AT CONCRETE RAMP

COMPACTED GRAVEL BASE

SECTION

CONCRETE SLAB, WITH

6"x6"xW1.4xW1.4 WELDED WIRE

FABRIC. HOLD FABRIC 3" FROM

EXPANSION JOINT OR SLAB EDGE

POSTS: 1 

1

2

" X 

1

2

" STAINLESS

STEEL WITH 

3

4

" RADIUS AT

HANDRAIL. CORE DRILL, SET

12" WITH NON SHRINK GROUT

SCALE: 3/4"=1'-0"

1/2" DIA. S.S. POST

TOP BRACKET

PLANTING

MEDIA

1/2" EXPANSION JOINT WITH BACKER

ROD AND SEALANT

12"- TYP.

3
4

"

1
8

"

3"

EQ. EQ.
1'-6" 2'-5 1/4" 2'-6 3/4" 12"

8
"

1
2"

8
"

12"

9

"

3

"

TS 7.40 +

+ 6.86

HANDRAILS: 1 

1

2

" DIA.

STAINLESS STEEL

1/2" DIA. S.S. POST

TOP BRACKET

GABION WALL

BEYOND

BUILDING FACE

NOTE:

1. PROVIDE SHOP DRAWINGS FOR

RAIL COMPONENTS.

2. PROVIDE SHOP DRAWINGS FOR

ALL STAIR WORK

COMPACTED

GRAVEL BASE

#4 REBAR @ 12"

O.C., EACH WAY

#4 REBAR @ 12"

O.C., EACH WAY

POSTS: 1 

1

2

" X 

1

2

"

STAINLESS STEEL

WITH 

3

4

" RADIUS AT

HANDRAIL.

CORE DRILL, SET 12"

WITH NON SHRINK

GROUT

1" BATTER

6
"

R

1

/

2

"

BROOM SWEPT

FINISHED TREAD; PITCH

1/8" PER FOOT FOR

POSITIVE DRAINAGE

4
'
-
0

"

STEEL HANDRAILS AT CONCRETE STAIRS

SCALE: 3/4"=1'-0"

FISH MOUTH JOINTS,

FULL-WELD, TYP.

+ 6.32

+ 5.78

+ 5.24

+ BS 4.70

#3 BAR AT NOSING

12" 12"12"

4
'
-
0

"
 
M

I
N

.

COMPACTED OR

UNDISTURBED

SUBGRADE

12" 12"

4
"

8
"

NOTE:

1. PROVIDE SHOP DRAWINGS

FOR RAIL COMPONENTS.

2. CONFIRM RETAINING WALL

REINFORCING WITH

STRUCTURAL ENGINEER.

3. COORDINATE WALL MOUNTED

HAND RAILS WITH ARCHITECT.

4. COORDINATE DRAINAGE WITH

CIVIL ENGINEER.

HANDRAILS: 1 

1

2

" DIA.

STAINLESS STEEL

ANCHOR HAND RAILS TO

BUILDING FACE AND

COVER WITH S.S. COLLAR

#4  REBAR

@ 12" O.C.

EACH WAY

3
4

"

1
8

"

1 1/2"

1
2

"

POSTS: 1 

1

2

" X 

1

2

" STAINLESS

STEEL WITH 

3

4

" RADIUS AT

HANDRAIL. CORE DRILL, SET

12" WITH NON SHRINK GROUT.

1/2" DIA. S.S. POST

TOP BRACKET

4" PERFORATED PIPE

WRAPPED IN FILTER

FABRIC; PROVIDE

POSITIVE DRAINAGE-

SEE CIVIL

1" CRUSHED STONE

AGGREGATE WRAPPED

IN DRAINAGE COMPOSITE

FILTER FABRIC

PLANTING MEDIA

POST DRILLED AND

SET WITH EPOXY

5'-6"

STEEL HANDRAILS AT CONCRETE RAMP

COMPACTED

GRAVEL BASE

V
A

R
I
E

S

8
"

BUILDING FACE

CONCRETE SLAB, WITH

6"x6"xW1.4xW1.4 WELDED

WIRE FABRIC. HOLD FABRIC

3" FROM EXPANSION JOINT

OR SLAB EDGE

SCALE: 3/4"=1'-0"

1

2

" EXPANSION JOINT WITH

BACKER ROD AND SEALANT

PROVIDE ARCHITECTURAL

FINISH AT ALL EXPOSED

WALL SURFACES

12"

1/2" CHAMFERED EDGE

SECTION

3"

EQ. EQ.

8
"

BUILDING FACE

#4 REBAR @ 12"

O.C., EACH WAY

ARCHITECTURAL CONCRETE WALL AT RAMP

SCALE: 3/4"=1'-0"

NOTE:

1. PROVIDE SHOP DRAWINGS FOR

RAIL COMPONENTS.

2. PROVIDE SHOP DRAWINGS FOR

ALL STAIR WORK

12" 12"12"

BUILDING FACE

ARCHITECTURAL

CAST-IN PLACE

CONCRETE WALL

CONCRETE

PAVEMENT

COMPACTED

GRAVEL BASE

1
0

"

DESIGN DEVELOPMENT 2018.05.04

aarbaugh
Image
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L5.2

LANDSCAPE SITE DETAILS

PLANT SPACING

NOTED IN PLANT

SCHEDULE

2" MULCH

PLANTING SOIL

UNDISTURBED

SUBGRADE

2
"

M
I
N

.
1

2
"
 
M

I
N

.

GROUNDCOVER AND PERENNIAL PLANTING

SCALE: 2" = 1'-0"

SEED MIX TYPE VARIES,

SEE SPECIFICATIONS

PLANTING SOIL MIX

COMPACTED OR

UNDISTURBED
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NOTES:

1. DETAIL REPRESENTS DESIGN INTENT FOR A CUSTOM PREFABRICATED PLANTER ELEMENT.

PROVIDE SHOP DRAWINGS AND/OR PRODUCT INFORMATION FOR APPROVAL.

2. COORDINATE DRAINAGE AND LIGHTING, IF APPLICABLE, WITH MEP.

3. * VERIFY AND COORDINATE DRAINAGE, WATERPROOFING AND PROTECTION LAYERS

WITH SYSTEM SPECIFIED BY ARCHITECT.
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FROM TRUNK OF TREE)
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GRADE AFTER SETTLEMENT

NOTES:

1. PLANTING SOIL SHALL BE

FLOODED TWICE DURING THE

FIRST 24 HOURS AFTER PLANTING

2. DO NOT CUT LEADER

3. TREE WRAP SHALL NOT BE USED

4. TREE SHALL BE SET PLUMB

5. EROSION CONTROL BLANKET TO

BE NORTH AMERICAN GREEN

ERONET S150 DOUBLE-NET

STRAW BLANKET OR EQUAL WITH

WOOD STAPLES AT 24" O.C.

TREE PLANTING ON SLOPE

SCALE: 1" = 1'-0"

DESIGN DEVELOPMENT 2018.05.04

AutoCAD SHX Text
SEC

AutoCAD SHX Text
A

AutoCAD SHX Text
SEC

AutoCAD SHX Text
B

AutoCAD SHX Text
SEC

AutoCAD SHX Text
C

aarbaugh
Image



The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L5.3

LANDSCAPE SITE DETAILS

DESIGN DEVELOPMENT 2018.05.04

8' HEIGHT COATED CHAINLINK FENCE

SINGLE SWING CHAIN LINK GATE 

AutoCAD SHX Text
SCALE: 3/4" = 1'-0"

AutoCAD SHX Text
TOP RAIL, 1.66"O.C., SECURE TO END POST WITH RAIL END AND BRACE BAND, TYP., POLYMER COATED

AutoCAD SHX Text
DECORATIVE POST CAP, WELD TO END POST, POLYMER COATED

AutoCAD SHX Text
BRACE BAND AT RAIL END AND 14" O.C., TYP., POLYMER COATED

AutoCAD SHX Text
2" CHAIN LINK FENCE FABRIC, KNUCKLED OR TWIST SELVAGE, POLYMER COATED

AutoCAD SHX Text
TENSION BAR

AutoCAD SHX Text
END POST, 4.00" O.D., POLYMER COATED

AutoCAD SHX Text
FINISH GRADE. MATERIAL VARIES SEE PLANS.

AutoCAD SHX Text
POLYMER COATED CUT ENDS, TYPICAL

AutoCAD SHX Text
BOTTOM RAIL, 1.66" O.D., SECURE TO END POST WITH RAIL END AND BRACE BAND, TYP., POLYMER COATED

AutoCAD SHX Text
EPOXY GROUT END POST INTO SLEEVE

AutoCAD SHX Text
3,000 P.S.I. CONCRETE SONOTUBE FOOTING, CAST METAL SLEEVE INTO FOOTING

AutoCAD SHX Text
COMPACTED OR UNDISTURBED SUBGRADE

AutoCAD SHX Text
SECURE FABRIC WITH STEEL HOOKS AT 14" O.C., POLYMER COATED, TYP.

AutoCAD SHX Text
LINE POST CAP, WELD TO LINE POST, POLYMER COATED

AutoCAD SHX Text
4.00" O.D. LINE POST, POLYMER COATED, EQUALLY SPACED 

AutoCAD SHX Text
BOTTOM RAIL BRACKET, FRICTION FIT WITH CARRIAGE BOLTS, POLYMER COATED

AutoCAD SHX Text
CONCRETE FOOTING FOR LINE POST, CAST INTO FOOTING

AutoCAD SHX Text
COMPACTED OR UNDISTURBED SUBGRADE

AutoCAD SHX Text
MID RAIL, 1.66" O.D., SECURE TO END POST WITH RAIL END AND BRACE BAND, TYP., POLYMER COATED

AutoCAD SHX Text
CRUSHED GRAVEL

AutoCAD SHX Text
#4 CONT. BAR, HORIZONTAL @ 12" O.C.

AutoCAD SHX Text
(4) #4 . BAR VERTICAL

AutoCAD SHX Text
GATE HINGE

AutoCAD SHX Text
2 7/8"   NEWCHAIN LINK FENCE  GATE POST

AutoCAD SHX Text
LOCKABLE LATCH

AutoCAD SHX Text
2 7/8" O.D. TERMINAL  POST, SPUD WELD TO  2'-0" STUB OF  EXISTING LINE POST

AutoCAD SHX Text
FINISHED GRADE

AutoCAD SHX Text
FOOTING AT  ALL POSTS

AutoCAD SHX Text
SCALE: NOT TO SCALE

AutoCAD SHX Text
2" CHAIN LINK FENCE FABRIC, KNUCKLED SELVAGE, VINYL CLAD

AutoCAD SHX Text
PROVIDE PRIVACY FABRIC FOR FULL FENCE HEIGHT

aarbaugh
Image



The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.
The Copyrights to all designs and drawings are the property of Stantec. Reproduction or
use for any purpose other than that authorized by Stantec is forbidden.

Copyright Reserved

ORIGINAL SHEET - ARCH E1

PRELIMINARY
NOT FOR

CONSTRUCTION
Not for permits, pricing or other official
purposes. This document has not been

completed or checked and is for general
information or comment only.

Drawing No.Revision

Project No.

Title

Scale

Client/Project

Client/Project Logo

Permit/Seal

Chkd.Dsgn. YYYY.MM.DDDwn.

File Name: N/A

Consultant

Notes

Issued/Revision By Appd YYYY.MM.DD

1

A

2 3 4 5 6

B

C

D

E

2/
16

/2
01

8 
12

:5
8:

15
 P

M
\\

US
12

97
-F

01
\s

ha
re

d_
pr

oj
ec

ts\
21

84
21

01
2\

E_
D

O
C

UM
EN

TA
TIO

N\
BI

M
\C

en
tra

l_F
ile

Stantec Architecture and Engineering P.C.
311 Summer Street
Boston, MA  02210-1723
Tel: (617) 234-3100 • www.stantec.com

135 WILLIAM T MORRISSEY BLVD. BOSTON, MA 02125

218421012

NORDBLOM

THE BEAT

AA/AS JCJC/AA 2018.05.04

L5.4

LANDSCAPE SITE DETAILS

CORE DRILL CONCRETE AS

REQUIRED FOR CONDUITS

FIRE TABLE

CRUSHED GRAVEL

BASE

NATURAL GAS SUPPLY AND

POWER CONNECTION FOR

ELECTRONIC IGNITION AND

AUTOMATED CONTROLS.

REFER TO MEP DRAWINGS

FOR MORE INFORMATION

PEDESTRIAN CONCRETE

PAVING OVER STRUCTURE

PRODUCT INFO:

1. 72" LONG PRECAST CONCRETE FIRE TABLE WITH STAINLESS STEEL TOP.

2. MODEL: "ROBATA" AS MANUFACTURED BY PALOFORM; T: 888.823.8883; PALOFORM.COM, OR APPROVED EQUAL.

3. BURNER SHALL BE NATURAL GAS LIN-(E)-48 W/ELECTRONIC IGNITION AND AUTOMATED SHUT-OFF TIMER.

4. HEAT OUTPUT SHALL BE 80,000 BTU/H.

5. PROVIDE STAINLESS STEEL COVER PLATE.

6. CONCRETE COLOR SHALL BE SELECTED BY LANDSCAPE ARCHITECT FROM STANDARD COLORS AND FINISHES.

7. BURNER TRAY SHALL BE FILLED WITH MANUFACTURER-SUPPLIED BLACK CRUSHED GLASS OR APPROVED EQUAL.

8. PROVIDE SHOP DRAWINGS.

9. COMPLY WITH ALL LOCAL FIRE CODES AND APPROVALS.
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NOTES:

1. ANCHOR BOLTS SUPPLIED BY

MANUFACTURER.  CONTRACTOR TO

VERIFY LENGTH REQUIRED PRIOR TO

ORDERING CHARGING STATION.

2. ELECTRICAL SUPPLY BY MEP.

3. CONCRETE FOOTING REINFORCEMENT

BY STRUCTURAL ENGINEER

SCALE: 1-1/2" = 1'-0"

DEVICE CHARGING STATION

RIGID DRAINAGE MAT. EXTEND

12" BEYOND EDGE OF CONCRETE

FOOTING ON ALL SIDES.

ELECTRICAL SUPPLY CONDUIT,

SEE MEP DRAWINGS

PRECAST UNIT PAVERS ON

PEDESTALS (EXISTING)

ANCHOR BOLTS (4 TOTAL

SUPPLIED BY MANUFACTURER.

CONTRACTOR TO COORDINATE

LENGTH OF ANCHOR BOLT WITH

MANUFACTURER PRIOR TO

ORDERING CHARGING STATION.

CHARGING STATION HOUSING,

COLOR SELECTED BY

LANDSCAPE ARCHITECT

EXISTING ROOF DECK MATERIAL

CAST IN PLACE CONCRETE

FOOTING (SEE STRUCTURAL FOR

CONCRETE REINFORCEMENT)

ADDITIONAL ADJUSTABLE

PEDESTAL SUPPORTS UNDER

PAVER
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PLATE SHOWN)

POURED IN PLACE CONCRETE

FOOTING BELOW EXISTING

PAVERS
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ANCHOR BOLTS.  ANCHOR BOLTS

PROVIDED BY MANUFACTURER.
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NOTES:

1. POSTS SHALL BE

HOT-DIPPED GALVANIZED

STEEL TUBE AND PLATE

WITH FULL SEAM WELDS

AND POWDER-COATED

COLOR FINISH.

2. ALL ATTACHMENT

HARDWARE TO BE

STAINLESS STEEL.

12" SQ. X 

3

4

" THICK STEEL

BASE PLATE

CATENARY LIGHTS BASE

SCALE: 1-1/2" = 1'-0"

HSS 4" O.D. X .313 WALL

THICKNESS STEEL TUBE POST

ELECTRICAL PER MEP

ENGINEER'S DRAWINGS

SEALED EXPANSION JOINT

4,000 PSI CONCRETE SLAB, SEE PLANS

FOR FINISH AND/OR COLOR

6" x 6" x W1.4 x W1.4 WELDED WIRE FABRIC.

HOLD FABRIC 3" FROM EXPANSION JOINT OR

SLAB EDGE, AND 2" FROM SLAB BOTTOM

COMPACTED GRAVEL BASE

CONDUIT FOR POWER

24'-0"
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LED BULBS, APPROX. 24"

O.C. SPACING

STRING LIGHT CORD, CLIPPED

TO SS CABLE AS RECOMMENDED

BY MANUFACTURER

3

16
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END. UP TO 12" SAG IN CABLE ACCEPTABLE
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THICKNESS STEEL TUBE POST
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FULL SEAM WELDED TO POST

FINISH GRADE

ELEVATION

PLAN

NOTES:

1. STRING LIGHTS SHALL BE EQUAL TO  COMMERCIAL GRADE 100

FT BLACK MEDIUM STRING LIGHT & LED G50 PROFESSIONAL

WARM WHITE BULBS, ITEM# KM100BKLEDPFLG50WW, BY

PARTYLIGHTS.COM, (866) 758-5836.

2. POSTS SHALL BE HOT-DIPPED GALVANIZED STEEL TUBE AND

PLATE WITH FULL SEAM WELDS AND POWDER-COATED COLOR

FINISH.

3. ALL ATTACHMENT HARDWARE TO BE STAINLESS STEEL.

4. CABLE SHALL BE AIRCRAFT GRADE STAINLESS STEEL BRAIDED

CABLE.

SEE POST ATTACHMENT DETAIL
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