
 

 

 

 

 



 



 



PROTECT EXISTING
ROOF DRAIN TO REMAIN

REMOVE EXISTING BALLAST
GROW TRAYS, AND
PROTECTION MEMBRANE
DOWN TO EXISTING ROOF
MEMBRANE

CLEAN AND INSPECT ROOF
MEMBRANE. OWNER TO
PERFORM ELECTRONIC

LEAK DETECTION PRIOR TO
NEW CONSTRUCTION.
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PAVERS ON PEDESTALS BY
GREEN ROOF INSTALLER.

ARTIFICIAL TURF BY GREEN
ROOF INSTALLERS.

GROW TRAYS BY GREEN
ROOF INSTALLER

SLOPE PAVERS AS
NEEDED- 5% MAX
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NEW BUTT GLASS 42"
HIGH GUARD RAIL

A-501
1

(N) PANEL ON FRAME
RAILS IN FRONT OF
GLASS AS GUARD RAIL.
INSTALL HORIZONTAL
RAILS
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LEAVE 1" GAP
BETWEEN GUARD RAIL

AND WALL - TYP.

LEAVE 1" GAP
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(N) HOSEBIB AND GFCI
OUTLET FOR SINK IN
WATERPROOF EXTERIOR
ENCLOSURE
(BY OWNER)

PROVIDE DRAIN LINE
CONNECTION IN WALL
FOR SINK (BY OWNER)

SLOPE
DN

SLOPE
DN

SL
O
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N

OUTDOOR SINK UNIT BY
GREEN ROOF INSTALLER
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PROVIDE STAINLESS
STEEL CLIP ANGLE INTO
EXISTING STRUCTURE
AT EACH HORIZONTAL
RAIL
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MIN.

NEW GREEN ROOF SYSTEM
BY GREEN ROOF INSTALLER

(E) CONCRETE SLAB

NEW PVC MEMBRANE HEAT
WELDED TO EXISTING
EXISTING ROOF MEMBRANE

3
4" PLYWOOD FASTENED TO
BEAM

TWO PIECE COUNTER
FLASHING

GALVANIZED METAL
FLASHING TO MATCH
EXISTING SOLDER SEAMS

SLOPE

SLOPE SLOPE

(2) 12" DIA HDG THREADED
ROD WITH HILTI HIT-HY

200. 3" MIN. EMBEDED
INTO CONC, ANCHORS

CENTERED IN PLATE, TYP.

(N) 4" x 10" x 3 8" PLATE AT
48" O.C. OR AT END OF

HSS SECTION

(E) CURB BUILD-UP. DO
NOT REMOVE

(N) HSS 12x4x1/4

(N) GALVANIZED METAL
FLASHING TO MATCH

EXISTING

CONTINUE ROOF
MEMBRANE OVER FRONT

OF BLOCKING

GUARDRAIL BASE SHOE
ATTACHMENT PER
MANUFACTURERS

SPECIFICATIONS

FOLDED SEAM WITH
CONCEALED FASTENERS

3
4" PLYWOOD

2X WOOD BLOCKING
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PEDESTALS
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OPENING

ACCESSIBLE NEW
DOOR THRESHOLD
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NEOPRENE PAD
BETWEEN THRESHOLD
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AT FASTENER LINE

(N) SEALANT JOINT

BED OF SEALANT
BEHIND NEOPRENE PAD
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NEW DOOR AND FRAME INSTALLED
INTO EXISTING CURTAIN WALL

MATCH EXISTING DOOR
MANUFACTURER AND MODEL

MULLIONS TO MATCH EXISTING

REMOVE EXISTING DOOR AND FRAME

REMOVE EXISTING CURB

(E) PERFORATED
PANELS ABOVE

SIGN BY OTHERS

2" x 4" ALUMINUM
TUBE

NEW STAINLESS
STEEL ANGLE AT
EACH EXISTING
SUPPORT

(E) STAINLESS
STEEL SUPPORTS

CAREFULLY
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PERFORATED
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SIGN BY OTHERS 

EXISTING PERFORATED 
TO STAY

2" X 4" STEEL TUBE 
FOR SIGN SUPPORT

STAINLESS ANGLE 
PROVIDED FOR SIGN 
SUPPORT

EXISTING PERFORATED 
BELOW  TO BE REMOVED

EXISTING 
ATTACHMENT 
TO REMAIN

ROOF FLASHING BY OTHERS 

ROOF MEMBRANE BY OTHERS 

GUARDRAIL SHOE, FOR 13/16" GLAZING

EXISTING CONCRETE SLAB

HSS 12 X 4 X 3/8" 

1/2" DIA HDG THREADED ROD WITH HILTI HIT-
HY 200.  3" MIN. EMBEDED INTO CONCRETE, 
ANCHORS CENTERED IN PLATE, TYP. WITH 
EPOXY FOR ANCHORS   

7" MINIMUM

PRESSURE TREATED BLOCKING 
AND  PLYWOOD BY SEI

13/16" GLAZING, SET INTO 
SHOW WITH DOW 795 BLACK 

4 
3/

16
"

STAINLESS CLADDING, WITH STAINLESS END CAPS APPLIED  

1/2" SOCKET HEAD CAP SCREW 

(ANCHOR SIZE AND SPACING TO BE CONFIRMED BY SEI ENGINEER) 

2 3/16"

2 1/2"

15/16"

CRL GR257 STAINLESS 
STEEL RAIL CAP, WITH 
END COVERS APPLIED 

13/16" GLAZING 

SET IN BLACK DOW 795 
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