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Site Plan (Proposed)
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Loading Dock Improvements
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Loading Dock Elevation 
and Materials

12 Farnsworth Street

Phase 3  ―  12 Farnsworth

XE XD XC XB XA

EXISTING ADJACENT 
BUILDING

EXISTING BOLLARD

EXISTING MECHANICAL EQUIPMENT

EXISTING BOLLARDSNEW GLAVANIZED 
STEEL STAIR

(6) ETR ELEC CONDUITS

NEW EXTENDED GLAVANIZED STEEL LOADING 
PLATFORM AND RAMP AT 1:8 SLOPE

EXTERIOR ELEVATION -
NORTH

12 FARNSWORTH ST
PHASE 3
07/19/21

Existing Loading dock conditions Existing Mechanical EQ Existing dumpster pad on adjacent parcel

5



Existing Conditions
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Existing Conditions

Rooftop Section
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Existing Conditions

Rooftop Section
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Existing Condtions

Rooftop Plan

MECHANICAL ROOF PLANPhase 3  ―  12 Farnsworth NOTE: ALL DIMENSIONS ARE FROM TOP OF ROOF

Proposed Design

Rooftop Plan

UP

UP

X1

X1

X2

X2

X3

X3

X4

X4

X5

X5

X6

X6

XE XE

XD XD

XC XC

XB XB

XA XA

SKYLIGHT S

BRICK HEADHOUSE 

BRICK HEADHOUSE

BRICK HEADHOUSE

MECH. PENTHOUSE

-
---

-
---

EXISTING DUCTWORK

EXISTING MECH. EQ

UP

X1

X1

X2

X2

X3

X3

X4

X4

X5

X5

X6

X6

XE XE

XD XD

XC XC

XB XB

XA XA

AHU-1:
120" TALL ON TOP 
OF 36" DUNNAGE

EAHU-1
243" TALL

ACCU-1 (130" TALL)

VRF 1-6
90" TALL

SKYLIGHT INFILL

REBUILT HEADHOUSE - BRICK 
TO BE SALVAGED AND 
REBUILT, WITH NEW 
STANDING SEAM METAL TO 
MATCH EXISTING ON 
NORTH, EAST, AND SOUTH 
SIDES

NEW SOUNDWALL 
ENCLOSURE TO MATCH 
HEIGHT OF ACCU-1, REFER 
TO ACCOUNSTICAL 
SPECIFICATIONS

EXISTING TO REMAIN BRICK 
HEADHOUSE

NEW SOUNDWALL ENCLOSURE, REFER 
TO ACCOUNSTICAL SPECIFICATIONS

ENLARGED MECH. PENTHOUSE
TO MATCH EXISTING

MECH. EQ. TO BE ON 
NEW DUNNAGE

-
---

-
---

80"

21
5"

NEW 4KW 
GENERATOR (108" 
TALL ON TOP OF 36" 
DUNNAGE)

264"

28
8"

REBUILT HEADHOUSE - BRICK 
TO BE SALVAGED AND 
REBUILT, WITH NEW 
STANDING SEAM METAL TO 
MATCH EXISTING ON 
NORTH, WEST, AND SOUTH 
SIDES

13
2"

384"

ERV-1:
120" TALL

75
"

342"

90
"

250"

145"

124"

216"140"

21
7"

- Existing glass 
skylight to be 
repaired or replaced 
to match existing

- Existing glass skylight to be repaired 
or replaced to match existing

9



Viewpoint Sections

Phase 3  ―  12 Farnsworth

Sleeper St. Farnsworth St.

Rooftop Renovation Materials    

Standing Seam Cladding Replacement - Light Gray Acoustical Noise Barrier (See acoustic study for more info) - Light Gray

Existing Conditions Existing Conditions Material Example Material Example

Future as of right development
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Appendix
Renderings & Street Views
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View Studies
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Exisiting View
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Proposed View
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Exisiting View
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Proposed View
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Exisiting View

Farnsworth St
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Proposed View
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Exisiting View

Congress St
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Proposed View

Congress St

«

Phase 3  ―  12 Farnsworth

20



Exisiting View
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Proposed View
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Exisiting View
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Farnsworth St

«

Phase 3  ―  12 Farnsworth

24



Exisiting View

Farnsworth St
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Proposed View
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Exisiting View
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Proposed View
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Exisiting View

Sleeper St
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Proposed View

Congress St
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Exisiting View

Sleeper St
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Proposed View

Congress St

Phase 3  ―  12 Farnsworth

«

32



Proposed View

Congress St  
*Shown with impact of 
future as of right 
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Exisiting View
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Proposed View

Congress St
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Thank You!
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